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1.0 EXECUTIVE SUMMARY

The general objective of the work done under United States Air Force (USAF)
Contract No. F 33615-80-C-2038 has been to investigate and analyze the applica-
tion of phosphoric acid fuel cell (PAFC) technology to several of the USAF
generic requirements for ground electric power and heat. Specific objectives
of this program included: (a) performing fuel cell application analyses for
six USAF specified applications, (b) providing preliminary conceptual designs
and technical risk assessments of fuel cell power units (FCPU) for each appli-
cation and, (c) providing final conceptual designs for each application. The
USAF specified the applications to be examined in both generic terms and by
specific example.

The technical approach to the work was: (1) construct a generic FCPU design
specification for each application, (2) perform a preliminary conceptual design
of a FCPU for each generic application, (3) apply the FCPU design, iteratively,
to the specific example applications, and (4) revise and complete the design
specifications and FCPU's conceptual designs.

1.1 APPLICATIONS

The generic and example applications are illustrated in Table 1-1. There are
five generic applications, including three prime power applications and two
tactical mobile applications. The specific example for the small unattended
remote units is that of providing shelter power for the proposed MX missile
system (based on the concept of 4600 shelters and 200 mobile MX missiles). Two
Fuel Cell Power Unit (FCPU) designs were developed for this application, one
utilizing methanol (wood alcohol) fuel and one utilizing ethanol (grain alco-
hol) fuel. The difference between fhe two alcohol fuels is not trivial since
the overall FCPU design is highly sensitive to the type of fuel selected and
the method of fuel processing. This provides another way of looking at the
example applications - there are two alcohol fuel applications and four USAF

1-1
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logistic fuel applications. The logistic fuels (jet fuels and diesel fuels)
are more difficult to process into an acceptable fuel processing system than
the alcohol fuels.

In practice, the logistic fuel FCPU's must be capable of utilizing any of the
several logistic fuels available. This requires designing these systems for
the most refractory of the prime and secondary fuels, which is grade DF-2 die-
sel fuel. The effect of using jet fuel instead of diesel fuel is small in FCPU
terms. The heat to electrical conversion efficiency increases a couple of
tenths of a percentage point using jet fuel, and because jet fuel (on the aver-
age) contains less sulfur than diesel fuels, FCPU maintenance will be reduced.
Fuel consumption using jet fuel will be higher by about ten percent because the
energy content of jet fuel per gallon is less than that of diesel fuels.

Conversion of the application information into generic specifications and
application models was, relatively, straightforward for the first five applica-
tions of Table 1-1. Such was not the case for the second tactical mobile
application. As may be noted, the specific application is tactical aircraft
ground support. There are three power requirements under this category. They
are:

Requirement Approximate Power
Provide Aircraft Engine Starting Air 190-210 kW
Provide Cooling Air During Aircraft Maintenance 7-8 kW

Provide Electrical Power During Aircraft Maintenance 50-60 kW

Currently, all of the power requirements are covered by the use of the
A/M32A-60/60A gas turbine. No doubt it is operationally desirable to use a
single power unit for all three power needs. It is, however, less fuel effi-
cient. Most of the operating time is spent providing power for maintenance.
Very little of the time is spent providing aircraft engine starting power. The
A/M 32A-60/60A has poor part load performance so that a straight FCPU substitu-
tion for the A/M 32A-60/60A would save substantial amounts of fuel and fuel

1-3
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expense. However, overall life cycle cost savings would be marginal, at best.
The most cost effective approach is to retain the gas turbine for engine start- s
ing duty only and then use a FCPU to provide the cooling and maintenance

power. This latter approach is used herein.

1.2 PHOSPHORIC ACID FUEL CELL TECHNOLOGY

o The generic system for FCPU's using PAFC technology is well established. A
{ block diagram illustrating the major subsystem of which a PAFC power system is
| composed is given in Figure 1-1.

As indicated in Figure 1-1, steam (and sometimes air) and fuel are heated,
mixed and converted in the fuel processing subsystem to a hydrogen rich gas.
This gas, along with air, is introduced into the fuel cells where the hydrogen
is electrochemically oxidized to water, producing DC electric power and heat.
This power is controlled and conditioned into a form suitable for using appara-
tus consumption. In this study, the unattended remote site units produce 120V
. DC power. The attended remote site units produce 60 Hz AC power and the tacti-
: cal mobile units produce 400 Hz AC power. Standard voltages in the 110V-416V o
range are available from the AC units. h

LAl 0 S A

Lun 4 v
08

If the application has a requirement for heat as well as electric power, the
waste heat from the FCPU can be recovered for futher use. This heat can be
recovered as hot air, hot water or steam. The maximum temperature at which
meaningful quantities of waste heat are available from PAFC systems is about
350°F.

A11 of the designs of this study use steam to reform the fuels into a hydrogen
rich gas suitable for PAFC's consumption. To make the FCPU's water self-
sufficient, a portion of the water vapor in the FCPU's exhausts is condensed
for reuse in the fuel processing step. No additional make-up is required.

The major non-commercial items in the FCPU's are the fuel processing subsystem
and the fuel cells and power conditioner of the power generation subsystem.
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1.2.1 FUEL CELL CONCEPT

The basic phosphoric acid (PAFC) fuel cell concept used throughout this study
is that of the air cooled cell. This is a concept developed by the Energy
Research Corporation (ERC) for use in small (1.5 kW-5 kW) units for U. S. Army
Mobile Electric Power. This ERC concept has been adopted and adapted by
Westinghouse for its on-site integrated energy and utility fuel cell programs.

Other cooling schemes that could have been used include water cooling and lig-
uid cooling using a dielectric fluid. The liquid-cooled designs require the

use of numerous tubes tc convey and contain the liquid. As a result, there are

a large number of tube connections that present potential leakage problems.
Since reliability is a most important design requirement for all the FCPU's
conceived under this program, the air-cooled design appears preferable. It is
felt that overall study results will not be affected significantly by the
choice of fuel cell cooling method.

Two detail fuel cell design configurations were used. The first of these is
the original ERC developed DIGAS* MARK I cell. .This first configuration was
used in the 23 kW unattended remote site FCPU's (MX individual shelter power
example). The unattended remote site units are direct derivatives of the pre-
viously mentioned 1.5 kW-5 kW units which incorporate the MARK I cells. The
other four FCPU designs utilize a MARK II cell design. The MARK II fuel cell
configuration was developed under a DOE/NASA sponsored on-site integrated
energy system program, Contract DEN3-161.

The details of a MARK II configuration are illustrated in Figure 1-2. The
individual fuel cell is comprised of bipolar plates, two gas diffusion elec-
trodes and an acid matrix. The "Z" patterned channels in the bipolar plates

direct the flow of the reactant hydrogen rich gas and air in a counterflow mode

and in channels of equal length.

*. S. Patent 4192906
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Heat is removed from the cell stacks by air which is directed through cooling
plates located at approximately every fifth cell. The cooling channels are

configured in a “tree" shape to achieve a flat temperature profile across the
stack, and to keep the peak to average temperature ratio as low as possible.

In the predecessor MARK I configuration the reactant flows are directed in a
crossflow pattern. The hydrogen rich gas flows lengthwise of the cell and the
air crosswise in the same direction as the cooling air flow. The cooling air
and reactant air are mixed together in the MARK I cell configuration rather
than separated as in the MARK II configuration. The MARK I arrangement is sim-
pier than the MARK II, but suffers from some dilution of the oxygen content of
the reactant air. '

1.2.2 POWER CONDITIONING CONCEPTS

The 23 kW methanol/ethanol FCPU's deliver 120V + 5 percent DC power. As these
units operate at atmospheric pressure, there is a wide swing in cell voltage
output with Toad. DC to DC power conditioning is required to maintain output
voltage within acceptable limits. The power conditioners conceived for the DC
to DC units of this study are scaled up versions of those of the ERC 3kW 5 kW
portable units.

The four logistic fuel units of the study deliver AC power. Obviously, since
the fuel cells deliver DC power, considerable power conditioning is required.
Westinghouse is in the process of developing a family of multikilowatt DC to AC
converters to be used with solar photovoltaic arrays. These solar photovoltaic

DC to AC converters have the basic characteristics required for logistic fuel

FCPU use, such as;
e They produce high quality (less than five percent harmonic dis-
tortion) three-phase AC efficiently;
e They are self-starting, self-controlling and self-protecting.

@ They can be used either "stand-alone" or in multiunit parallel-
ing.
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Unfortunately, these units cannot be used “off-the-shelf" with the logistic
fuel FCPU's. This is partly because the control logic for use with a solar
array is different from that required for fuel cells and partly because the
power conditioning units are designed to meet commercial environmental stan-
dards and size and weight. Hence, develapment effort will be required to mod-
ify the solar array units to logistic FCPU's needs; but the solar array units
represent an advanced starting point.

An example of the Westinghouse power conditioning unit for photovoltaic appli-
cations is the AVl 503-A. A picture of the unit with control cabinet covering -
stripped away is shown in Figure 1-3. Some of the parameters of the AVl 503-A
are as follows:

® KVA 50 Continuous, 100 for 5 Seconds

o Output 60 Hz, 3-Phase, 4-Wire, 120/208 Volts

e Harmonic Distortion Less than 5 Percent

e Efficiency At 0.9 Power Factor and 100% Load, 91%

o Input 200-300 Volts DC (up to 350 volts DC
with slight deviations to specifica-
tions)

e Environment Ambient Temperature: -10° to +45°

Celsius
Relative Humidity: 96% (non-
condensing)

Barometric Pressure: 790-520mm Hg

1.2.3 FUEL PROCESSING CONCEPTS

As indicated earlier, the fuel processing subsystem converts the process fuel,
in this case liquid hydrocarbons, into a hydrogen-rich fuel gas stream that can
be used in the PAFC. In addition, the fuel processing subsystem must remove
any fuel contaminants, such as sulfur, to acceptable levels. The choice of
fuel processing systems for a particular FCPU is highly dependent on the type
of raw fuel and overall FCPU requirements.
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Westinghouse AV1 503-A Power Conditioner

Figure 1-3.
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Renewable Energy Source (Alcohol) Fuels

The unattended remote site units of this study use methanol and ethanol. Sub-
stantial development work has been done by the Energy Research Corporation
(ERC) on methano! reformers. This work has been done in connection with their
development of 1.5 kW-5 kW portable FCPU's.

ERC has been successful in catalytic steam reforming of methanol using a copper
catalyst. The reforming temperature is low (400°F to 600°F). At these low
temperatures, sufficient CO shift conversion (CO + HZO - CO2 + H2) occurs to
eliminate the need for the separate shift converter required with most other
fuels.

Less work has been done on ethanol, by ERC, than methanol. However, laboratory
work on ethanol reforming, using a modified methanol reformer, has been most
encouraging. Compared to methanol fuel processing, more steam, higher tempera-
tures (600°F-800°F), and a separate shift converter are required. Further, the
modified methanol reformer can still process methanol. The reverse is not
true. The straight methanol reformer cannot satisfactorily process ethanol.

These foregoing ERC developed RES fuel processing systems were the natural
choices for the two unattended remote site FCPU's of this program.

Aviation and Diesel Fuels

The potential applications of the two attended remote site and two tactical
mobile unit designs of this study require the use of USAF logistic fuels; avia-
tion fuel, JP-4, and diesel fuels, DF-A and DF-2. Furthér, there is the
requirement that USAF logistic fuel FCPU's be able to operate using either avi-
ation or diesel fuels.

Steam reforming is used extensively in the oil refining and chemical industries
to produce hydrogen from natural gas and naphtha. The commercial processes are
sulfur sensitive and not suitable for use with diesel fuels. They might be
stretched to handle JP-4.
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- Two developmental processes were identified as being suitable for incorporation ,}
35 into the logistic fuel FCPU's designs of this study. They are:

® High Temperature Steam Reforming (HTSR)
e Autothermal Reforming (ATR)

. Both of these processes have undergone successful laboratory type developments

on U. S. Government and Electric Power Research Institute (EPRI) sponsored pro-

grams. The processes operate at temperatures at which reforming catalysts are

]l less susceptable to sulfur poisoning. Both processes have shown a good poten-
tial in the laboratory to handle high sulfur fuels. '

Eo HTSR
E HTSR differs from commercial steam reforming, primarily in the operating tem-
perature and desulfurization step, The reformer operates at 1600-1800°F where

sulfur poisoning is limited and pretreatment fuel desulfurization is not
needed. Desulfurization occurs at the reformer outlet in a single bed of Zn0Q, iij
where removal to <10 ppm HZS is needed to protect the shift catalyst.

The process operates on similar steam/carbon ratios to the conventional steam
reformer, and produces similar gas quantities and concentrations at the fuel
cell inlet. Hydrogen yield, however, is lower because more fuel is consumed in
%.i the reformer burner to maintain proper temperature for heat transfer into the
reactor bed.. Hydrogen yield is about 0.28 1bs H/1b fuel used.

The key component in this process is the high temperature reformer, which may
be subject to carbon deposition at these high operating temperatures. The most
promising catalysts for high temperature steam reforming have been developed by
Toyo Engineering and Tokyo Gas of Japan. Carbon deposition is minimized by
using a nickel-free calcium oxide Toyo (T-12) catalyst at the reformer inlet,
followed by a nickel Toyo catalyst (T-48) at the outlet. Although high cata-
lyst volumes are needed in this process, this is the only reported HTSR process
capable of handling high sulfur fuels without carbon deposition. This process
has reportedly been tested in pilot plant runs on No. 2 fuel oil for up to 4,000




hours without catalyst deterioration or pluggage. Shorter term testing was
performed by Kinetic Technology International Corporation in California with
! reported similar carbon free performance. Additional testing is being per-
formed.

If the Toyo catalysts prove durable, the high temperature steam reformer will
offer multiple high sulfur fuel capability, with performance efficiency similar
to a conventional steam reformer.

vy v~y
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ATR

ATR processes operate at temperatures similar to a HTSR (1600-1800°F) with post
desulfurization. Reforming heat is provided within the catalyst bed by insitu
combustion of fuel and oxygen. Approximately 25-35 percent of the fuel is con-
sumed in providing reaction heat. This results in a hydrogen yield after CO
shifting of 0.28 1bs H/1b fuel used. Sufficient energy is available in the

- product gases and combustion of spent fuel cell gas to heat reactants to incom-
': . ing temperatures. Therefore, this process does not require additional heat

p LY ) from outside sources and is sometimes called adiabatic reforming.
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|- Developmental work on this process is being carried out by United Technologies
A Corporation (UTC), Engelhard Industries (EI), and the Jet Propulsion Laborato-
ries (JPL). Based on their work, this process appears capable of operating at

steam/carbon ratios of 3.0 and air/carbon ratios of 1.8 using commercial high
temperature catalysts. Because of the reactor temperature profile, complete
hydrocarbon conversion (methane slip) appears to be a potential problem with
this process. However, it is anticipated that proper reactor design and cata-

lyst quantities can reduce this problem.

The key advantages of using an ATR are:

e Good transient response capability
e Low starting times

e Simpler reactor design
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Compared to a HTSR, the disadvantage of using anvATR ifs the dilution of the
fuel cell fuel gas feed because of the nitrogen added during the insitu combus-
tion process. Because hydrogen concentrations are lower in the fuel cell feed,
cell voltage is lower compared to STR and HTSR systems. In addition, since the
ATR does not require external combustion, the heating value of the unreacted
hydrogen exiting the fuel cell cannot be effectively utilized. To obtain simi-
lar power ratings, a system using an ATR will probably consume 25 percent more
fuel than one using an HTSR.

Process Selection

Wivv

Process selection, as stated previously, depends on general FCPU requirements
as well as on the raw fuel to be used. For the attended remote site FCPU's,
the primary emphasis is on efficiency and low fuel consumption, as long as min-
imal requirements for such characteristics as size, weight, starting time and
responsiveness can be met. The HTSR fuel processing system, when incorporated
into a FCPU, results in lower fuel consumption than an ATR. Other requirements
can also be satisfied for attended remote site units. Therefore, the HTSR is
the fuel processing system of choice for attended remote site FCPU's.

The preliminary conceptual designs for the attended remote site FCPU's were
created before starting on the tactical mobile unit designs. From this prior

- experience, it was evident that [at the present state-of-art] FCPU's incorpo-

rating a HTSR fuel processing subsystem could not be designed to meet certain
tactical mobile unit requirements on size, weight, and startup time. There-
fore, an ATR fuel processing subsystem was selected for incorporation into the
tactical mobile FCPU's.

1.3 FUEL CELL POWER UNITS CONCEPTUAL DESIGNS

Commonalities of all the FCPU's designs are:

® Microprocessor controlled
® Self-contained modular packaging

® Air cooled fuel cells
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: B e Lower fuel consumption than alternate gas turbine or diesel
m : power systems

s

e Higher calculated reliability than alternate gas turbine or
diesel power systems

. e Lower maintenance requirements than alternate gas turbine or
b diesel power systems

® Unattended or virtually unattended operation except for startup
and shutdown (and refueling on the tactical mobile units)

e Environmentally benign

The six conceptual designs can be conveniently presented in pairs as: two
remote unattended site units, two remote attended site units, and two tactical
mobile units. As might be expected, the paired units have identical features
and generalities in common. A major design requirement of all the concepts was
low fuel consumption compared to alternate power systems.

1.3.1 REMOTE UNATTENDED SITE FCPU'S

v The two units designed for remote unattended site application are identical
except for the fuel processing system. One fuel processing system is designed
to handle methanol fuel only. The other fuel processing system is designed to
handle ethanol as the primary fuel with methanol as an alternate fuel.

Aside from high efficiency, the most important design consideration was the

need for exceptionally high unattended operational reliability. This need was

satisfied by selecting unpressurized (atmospheric operation) systems using air
j‘ cooled fuel cells. .

An artist concept of the 23 kW methanol FCPU is shown in Figure 1-4.
] The 23 kW ethanol FCPU appears identical except for a small increase in size.

As seen, these units are conceived as a single all weather module for outside
installation with minimum effort. In concept it would be installed on a con-

crete pad alongside of the MX missile shelter resident operational support
¢ , equipment enclosure.
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Some of the key parameters of these units are supplied in Table 1-2.

1.3.2 REMOTE ATTENDED SITE UNITS

The two FCPU's designed for remote attended site operation are similar but not
identical. One unit has a 60 kW rating. The other unit has a 100 kW rating.
The individual fuel cells and the fuel cell assemblies (stacks) are identical.
The 60 kW unit has two stacks of 320 cells each. The 100 kW unit has three
stacks of 320 cells each.

The primary fuel for both units is a diesel fuel (DF-A and DF-2, respec-
tively). The secondary fuel is aviation turbine fuel (JP-4).

The USAF generic applications for these units are those currently serviced by
diesel-electric generators such as DEWline PIN-1 and the Menorca, Spain commu-
nications site. The FCPU's would replace the diesel-electrics in such existing
installations with minimal disturbance to the existing installation. The
FCPU's should be able to use the existing fuel storage and handling facilities
and ?it within the confines of existing engine rooms.

A major design consideration, then, was to maximize FCPU efficiency* within a
size that will fit, reasonably, within existing engine rooms. This size param-
eter has two aspects: (1) the power required by the site and (2) the avail-
ability of power required by the site. For the two sites examined, availabil-
ity of power of 99.9 percent or better is required.

The availability of power requirement can be met, using less than perfectly
reliable units, by the well known practice of installing multiple units with a
total rated capacity in excess of maximum power demands. The more reliable the
units, the less the excess capacity required. Also, maintenance costs and
operating labor costs are reduced with high reliability units.

*Minimization of fuel consumption. Fuel cost is a large life cycle cost factor
for these units.
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TABLE 1-2
REMOTE UNATTENDED FCPU PARAMETERS
Methanol FCPU Ethanol FCPU
Operational mode Continuous Continuous
Physical Parameters
Type of Fuel 194 Proof Methanol 192 Proof Ethanol
Rated Power Fuel Consumption, Gal/Hr. 3.3 2.4
Volume, ft3 97 105
Footprint, ft 17 19
Weight, lbs. 1,430 1,500
Performance Parameters
Mean Time Between Failures, Hr. 3,770 3,690 ‘
Availability in Example Application, % 99.9 99.9 F&J
Minor Maintenance Period, Mo. ' 6 6
Major Overhaul Period, Yr. 5 5
Electrical Output Rating
Power, kW . 23 23
Potential, Volts 120 120
Frequency, Hz DC DC
Startup Time, Hr 1
Cold Shutdown Time, Hr. 2 2 |
i‘ Thermal Energy
- Provided to Application, Btu/Hr. 0 0
B ' Nominal Available above 200°F, Btu/Hr. 54,000 50,000
o Electrical Generation Efficiency
. Based on HHV Fuel, % 38.3 40.4
Based on LHV Fuel, % 43.7 45.1
B
1-18
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Because reliability is increased by simplicity of design and reduced component
: loadings, both size and fuel consumption of a given design are increased. The
!E principle “drivers® for these designs, then, were fuel consumption, size and
reliability and affecting an acceptable compromise among them.

The major system operating variable affecting all three foregoing “drivers” is
!l pressure level. The projected operating pressure levels of PAFC systems are
. from one to ten atmospheres. An intermediate operating pressure level of four
atmospheres was selected for these remote attended site units as effecting a
reasonable compromise among the design "drivers".

0L An artist's concept of the 100 kW unit is shown in Figure 1-5. With the excep-
tion of being smaller, the 60 kW unit appears the same. As shown, the FCPU is
packaged as three pieces: a condenser, a power station, and power condi-
tioner. The condenser would be installed outside the engine room, perhaps on
the roof. Under hot weather conditions, relatively large amounts of condenser
cooling air are required. This would be inconvenient to duct to and from an
engine room. Further, it allows for placement of the fuel units in the same
space now occupied by existing diesel-electric units.

In the two example applications, use of multiple FCPU's is required to obtain
necessary power availability. The FCPU power stations would be spaced through-
out the bulk of the engine room. The power conditioner elements would be
grouped together in one location for convenient overall power "takeoff" and

L
t control.
o
: The number of FCPU's required in both applications is fewer than the number of
' presently installed diesel-electrics. At PIN-1 four FCPU's will suffice
against five diesels. At Menorca the ratio is three FCPU's to four diesel-
¥ electrics.
Some of the key parameters of these units are supplied in Table 1-3.
_i
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TABLE 1-3

REMOTE ATTENDED FCPU PARAMETERS

Operational Mode

60 kW

Continuous Continuous

100 kW

DF-2
7.1
388
63
10,300

2,680

99.99
6
2.5

100
120/208
60

1 to 2
2

233,000

34.9
37.1

:. Physical Parameters
: Type of Fuel DF-A
E Rated Power Fuel Consumption, Gal/Hr. 5.0
Volume, Ft3 273
‘Q’ Footprint, ft2 52
Ei Weight, Lbs. 6,200
g Performance Parameters
Mean Time Between Failures, Hr. 3,000
n o Availability in Example Appli-
E cation, % 99.9
3 Minor Maintenance Period, Mo. 6
E; Major Overhaul Period, Yr. 2.5
i! Electrical Output Rating
p Power, kW 60
- Potential, Volts 120/208
f Frequency, Hz 60
;‘ Startup Time, Hr. 1to2
[ Cold Shutdown Time, Hr. 2
4 Thermal Energy
& Provided to Application, Btu/Hr. 238,000
{. Nominal Available above 200°F,
f Btu/Hr. 208,000
Electrical Generation Efficiency

Based on HHV fuel, % 30.5
*. Based on LHV fuel, % 32.5
:

¢
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In the foregoing Table 1-3 it will be noted that the electrical generation
efficiency of the 100 kW unit is substantially greater than that of the 60 kW
unit. For the PIN-1 application it was cost effective to sacrifice some gener-
ation efficiency in the interest of supplying a greater total of electrical
plus thermal energy to the site.

1.3.3 TACTICAL MOBILE FCPU'S

The two FCPU's designed for tactical mobile use are nearly identical except for
arrangement and packaging of components. Systemwise they are identical except

that the ground maintenance power cart has an added steam generator to provide

steam to a companion, but undesigned, absorption air conditioner cart.

The primary fuel for both units is JP-4 aviation turhine fuel. The secondary
fuel is diesel fuel (DF-2 or DF-A).

The USAF generic applications for these units are those currently serviced by
gas turbine E]ectric units. These applications are represented by the examples
used here for foreward air controller radar power and power for tactical air-
craft ground support. The gas turbines used in these applications are fuel
"hoggish" but light-weight and responsive to the demands of intermittant opera-
tion because of fast startup and shutdown capabilities. The thermal to elec-
trical efficiencies of the gas turbine units is in the range of 4 to 8 percent,
depending upon application.

The design effort was to preserve a substantial amount of the high efficiency
and high reliability characteristics of FCPU's but at sizes, weights, and with
startup and shutdown times acceptable, if not desirable, for tactical mobile
use. The approach used was: (1) to select the system operating pressure at
the maximum ten atmospheres currently projected for PAFC systems and (2) incor-
porate an autothermal reformer to reduce startup times well below those pro-
jected for the previously discussed attended remote site units which use the
more efficient high temperature steam reformer process.

1-22
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An artist's conception of the FCPU, as mounted on a self-propelled cart, for
tactical aircraft ‘ground support is shown in Figure 1-5. The unit for use as a
forward air controller radar power (not shown) appears quite differently. It
has been envisioned as a much more compact skid mounted unit. As has been said
previously, except for the packaging the FCPU's proper are practically identi-
cal.

T e T ]

Some of the key parameters of these units are supplied in Table 1-4,

—r Ty

' As was the case with attended remote site units, the unit providing thermal and
electrical energy to its specific application has the lower electrical genera-
tion efficiency.

1.4 COST ESTIMATES

The elements used in preparing lTife cycle cost estimates for each of the six
FCPU's were: capital costs, operating and maintenance costs, and fuel costs.
The costs do not include "cost-of-money".

f( Y3

The capital cost elements were: the research and development (R&D) costs to
arrive at a p >totype fuel cell power unit of a particular type, the cost of a
production unit and initial spares, technical data operating and repair manu-
ﬁ! als, and special on-site equipment and installation costs where applicable.
The capital costs are given in 1980% without cost escalations. R&D and techni-
1 cal data costs are spread over one thousand u.iits of production except for the
tactical aircraft ground support application where 800 units were used.

The operating and maintenance (0&M) cost elements were: (as applicable) oper-
ating labor, supplies and overhead, maintenance labor, parts and overhead, and
transportation costs. The 0&M costs are given in 1980% without cost escala-

4 tions.

Alcohol fuels costs were estimated using standard price projections for power

! plant fuel delivered in Los Angeles, California in the 1990's in 19803. The
¢ _ projections were made by the Fuels and Fuel Processing Subcommittee of the

i' 1-23
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: TABLE 1-4
S TACTICAL MOBILE FCPU PARAMETERS
Radar Maintenance
Power Power
Operational Model Intermittant Intermittant
f| Physical Parameters
x Type of Fuel JP-4 JP-4
* Rated Power Fuel Consumption, Gal/Hr, 5.9 6.7
k " Volume, ft’ 225 273
Footprint, ft 38 a5
Neight, Lbs. 4,050 5,030
Performance Parameters
Mean Time Between Failures, Hr. 2,620 2,000
e Availability in Example Application, % 99.3 98.6
Minor Maintenance Period, Mo. 8 12
Major Overhaul Period, Yr. 23 63
Electrical Output rating
Power, kW 60 60
{ Potential, Volts 120/208, 240/416 120/208,140/416
Frequency, Hz 400 400
i Startup Time, Hr. 0.5 0.5
o Cold Shutdown Time, Hr. 1 1
- Thermal Energy
o Provided to Application, Btu/Hr. 0 145,000
s Nominal Available above 200°F,
4 Btu/Hr. 138,000 105,000
b Electrical Generation Efficiency
' Based on HHV fuel, % 27 23.9
! Based on LHV fuel, % 28.9 25.5
o
¢ 1-25
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‘tions was 5 percent per year. For the Menorca site example, a price escalation

Electric Utility Fuel Cell Users Group. This is an Ad Hoc group organized by
EPRI and U. S. DOE. The pessimistic price projected by the group is $10 per
million Btu. The optimistic price projected is $7 per million Btu. The opti-
mistic price is the one used here. :

Logistic fuel prices were estimated by taking a current delivered price for the
application as an initial price and escalating the prices for future years in
1980%. The price escalation used for three of the four logistic fuel applica-

of 7 percent per year was used. The current price of fuel delivered to the
USAF at the Menorca site is considerably below the market price at Menorca.
This is because of past contractual arrangements with the Spanish Government.
These arrangements will most likely be adjusted in the future.

A summary of labor, transportation, and fuel prices used in cost estimating is
given in Table 1-5.

Production unit costs were estimated on the basis of a thousand units of pro- 9
duction. This is an extrapolation of existing information.

Westinghouse and Energy Research Corporation have data bases for estimating the
costs of prototype FCPU's. This information was extrapolated by the following
means:

For the non-commercial components of the FCPU, an experience curve effect was
assumed. These components are the fuel processor, the fuel cells, and the

power conditioner. No experience curve effects were applied to commercially
available components such as pumps, heat exchangers, valves, fans, and sen-
sors. Some cost reductions because of volume purchasing will be experienced
for commercial items, but have not been incorporated into the estimates.

Experience curve effects have been observed in many types of production pro-
cesses. They are a measure of the cost reductions that occur with increases in
the cumulative size of a production run. The cost reductions are caused by the
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combined effects of improved labor efficiencies, technical and manufacturing
improvements, economics of scale, and volume purchasing of components and mate-
rials.

Based on the analysis of experience on similar types of equipment, an 85 per-
cent experience curve was used resulting in a 15 percent cost reduction when
the cumulative number of units are doubled. For a cumulative production of one
thousand FCPU's, the experience curve effect reduces non-commercial components
costs to 20 percent ‘of the prototype values.

R&D costs have been abstracted from development risk assessments performed on
each of the six units. These risk assessments are summarized in Section 1.5.
It should be noted here, however, that the development program to a prototype
for the unattended remote site units (MX application) was envisioned to require
much more reliability testing than the logistic fuel units developments for
substitution in existing attended multi-unit installations.

Life cycle cost (LCC) estimates for the two alcohol fueled unattended remote
site units for a 12.5 year life cycle are as follows:

LCC Item Methanol Unit Ethanol Unit
Capital Costs, $ 87,900 91,000
0&M Costs, $ 64,600 67,500
Fuel Costs, -$ 106,300 100,100
Totals, § 258,800 259,200

The current plan for powering the 4,600 shelter MX concept is to use a utility
type grid to conduct power to the individual shelters. The grid concept cre-
ates problems that may not be solvable in the areas of Electro Magnetic Pulse
(EPM) protection and Protection of Location Uncertainty (PLU). These problems
are far less severe if individual power units are used at each shelter. In

1-28
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addition, it might be possible to harden individual power sources to a useful
level not attainable with a grid system.

The use of an individual FCPU at each shelter will also be cost effective com-
pared to a new utility type grid. The LCC for the FCPU's figures to be a cost
of 15.8¢/KWHR. Admittedly this is high compared to present prices of electric-
ity. However, todays electric prices are a result of using equipment installed
at yesterdays prices. A new rural electrification system to deliver power to
what amounts to 200 scattered villages is quite a different matter. Using
todays prices for equipment and installation, there is virtually no possibility
of building such a system to deliver electricity for as little as 15.8¢/KWHR.

A price of 50¢/KWHR for a new rural grid is more representative.

Twenty year 1ife cycle cost estimates for the logistic fuel FCPU's and a com-
parison with the life cycle costs of the appropriate corresponding power source
are provided in Table 1-6. As shown, the comparison is done using the specific
application examples of the program. For the PIN-1 and Menorca sites the 0&M
cost estimates for diesel engine-generator operation were obtained from cogni-
zant USAF personnel. For the tactical mobile applications the O&M costs for
the gas turbine generator were derived from an internal USAF study of alterna-
tives to existing gas turbine usage for tactical aircraft ground support.

By examining Table 1-6, it will be noted that there are capital costs associ-
ated with each of the existing systems because some of the existing units will
have to be replaced entirely, not just overhauled, over the next twenty years.

There are apparant anomalies in the data presented.* Taking the remote site
units first, the fuel savings at PIN-1 are a great-deal larger than at Menorca
because the PIN-1 FCPU is displacing not only electric generating fuel but
heating fuel as well.

*Real life data rarely plot as a smooth curve
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N The anomalies in the 0&M cost comparisons between PIN-1 and Menorca arise from
- " two causes. The less important of these is that the costs of operating and

I maintaining the heating system at PIN-1 are not included in the dieselgenerator
costs given in Table 1-6. The more important reason is that the 0&M costs for
o both FCPU's were done on a consistant staffing basis. In practice, there is

- heavier engine room staffing at Menorca than PIN-1. Hence, the projected

hl reduction in staff by the improvements from the increased FCPU's reliability
over existing units is less at PIN-1 than at Menorca. It is understood that
Menorca is experimenting with reduced engine room staffing.

Turning to the tactical mobile units, the LCC estimates are a good bit less
than those of the remote site units because the tactical mobile units are used
only intermittently, not continuously. The LCC advantages of the FCPU's over

the existing gas turbine units is because the FCPU's are four to six times more
fuel efficient than the gas turbines as electricity generators.

The anomaly in the O&M costs between the radar power and maintenance power

e units is because of the usage models employed. The maintenance power units are
assumed to be located at a particular airbase. The radar units are presumed to
be transported six times a year to and from a permanent base to forward loca-
tions. These transport costs for a 2 ton FCPU or a 0.5 ton gas turbine genera-
tor are included in the 0&M costs for the radar power units. The obvious con-

clusion is that FCPU's are still cost effective compared to gas turbines even
including costs associated with mobility.
¢ 1.5 DEVELOPMENT ASPECTS
Some of the general commonalties between the six FCPU's designs were given pre-
L viously in the introduction to Section 1.3. More specific commonalities will
; be outlined here.
(
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- 1.5.1 COMMONALITY BETWEEN UNITS fiﬂ

B Fuel Cells

- For the two unattended remote site and two attended remote site units the indi-
vidual fuel cells can be identical without sacrifice in performance. The indi-

" vidual cells can be the 12 in x 17 in MARK II air cooled cells being developed

II by Westinghouse for FCPU's for utility use.

The cell stack for each of the two unattended remote site units can be identi-
. cal. The cell stacks for each of the two attended remote site units can also
!l be identical. However, the stacks for the attended remote site units will be
. taller and will be designed for higher pressure operation than those for the
unattended remote site units.

The individual cells and stacks used in the tactical mobile units designs are
identical. The technology is basically the MARK II cell design that could be
used in the other designs. However, the cells are somewhat smaller (10 in x

14 in), thus reducing the units size. This is an important consideration for Qi]
tactical mobile units. More importantly, the pressure level in the cooling air
passages is maintained at a level less than that in the rest of the cell. Cur-

rent cell technology uses equal pressures throughout.

Fuel Processing

For fuel processing, the FCPU's designs may be grouped in pairs regarding the
use of common technology. The two unattended remote units using alcohol fuels
use a common copper catalyst technology. The two attended remote units for
USAF Togistic fuels use high temperature steam reformer technology. The two
tactical mobile units use autothermal reformer technology.

In the alcohol fuels grouping, a common ethanol reformer can be used for both

e

‘ methanol and ethanol. This would be profitable only if the application really
needs an ethanol as well as methanol fuel use capability. Otherwise, a single

_ fuel methanol fuel processor offers greater efficiency and a lower cost.




A1l four logistic fuel units could use a common reformer technology but only at
the sacrifice of either performance or cost effectiveness for some of the units.

Power Conditioning

The DC to DC unattended remote FCPU's power conditioners are identical.

Within the other two groupings the DC to AC power conditioners are either iden-
tical (tactical mobile application) or similar, but of different size and
input/output (attended remote site application).

Lm0 ol

1.5.2 DEVELOPMENT WORK AREAS

While no major breakthroughs are required to achieve the projected performance
and design characteristics of the six FCPU's, work to develop the designs to a
prototype level will be required. To evaluate the work required a technical

‘ development risk assessment was performed at both the major component level and
g the overall system level. The major components were taken as: (a) fuel pro-
cessing, (b) fuel cell, (c) power conditioning and (d) balance of plant.

Q¢
Each of these major component categories and the overall system was evaluated
with respect to the following factors:
e current technology status
N e technology status rating
i e required technology status to meet design requirements for the
# proposed application
,
e proposed development program to achieve the required technology
: status
f; ¢ estimated developmental effort expressed in terms of manhours
¢ of R&D personnel (engineering plus technicians)
{ o estimated developmental effort expressed in terms of develop-
{ ment dollars (labor and materials)
!
E e probability of success of the proposed developmental program
‘
S - e ongoing programs or potential design alternatives.
{
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The technology status rating criteria used are illustrated in Table 1-7. :ij

A summary of the assessment for the six designs is given in Table 1-8. Refer-
ring to the technology ratings exhibited in Table 1-8, the least developed area
of major component technology is that of fuel processing. Fuel processors for
five out of six of the units must be rated as category (C) or developmental
technology. While there is encouraging laboratory work on which to base these
fuel processor designs, actual use in FCPU's has not been demonstrated. The
other area of (C) or developmental technology exhibited is that for the fuel
cells for the tactical mobile power units because the cells are conceived as
having the cooling air passage pressure at a much lower level than the pressure
in the balance of the cell. On the basis of stress analysis, this looks prom-
ising but has yet to be demonstrated physically.

Turning to the cost aspects of the assessment of Table 1-8, the overall system
development costs for the unattended remote units are projected to be much
higher than for the balance of the units. As stated in Section 1.4, this is
because of application differences for the units. The unattended remote units Q;j
were applied as single unbacked power sources for MX shelters. The other units

can be tried out as part of a multiunit power complex. While all the units

must be reliable in use, the MX units must have demonstrated that reliability
experimentally before application. Such reliability demonstrations require

much operating time and corresponding expense.

It will be noted that in some of the major component areas zero dollars (or no
development program) are stated even though the components are not off-the-
shelf as of today. In these areas there are development programs for other
FCPU's that are anticipated to provide the missing knowledge and hardware.

1.6 SUMMARY OF RESULTS

This USAF fuel cell application analysis program has examined three generic

groups of applications and in terms of two specific examples per group. The
three generic groups are: (1) unattended remote sites, (2) attended remote

sites and (3) tactical mobile. The specific examples are:
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; Group 1 23 kW, MX shelter power, Methanol fuel
‘3 23 kW, MX shelter power, Ethanol fuel
Group 2 60 kW, DEWline PIN-1 Site, Diesel fuel

100 kW, Menorca, Sp. Communications Site, Diesel fuel

Group 3 60 kW, Foreward Air Controller Radar, Aviation turbine fuel
60 kW, Tactical Aircraft Maintenance, Aviation turbine fuel

}‘I A distilled summary of the results of this analysis are presented in Table

T 1-9. As shown, the substitution of fuel cell power units as the electric power
source for these existing or projected applications will result in major fuel
and cost savings to the USAF with no major offsetting disadvantages evident for
two of the three generic groups.

It is suggested that the USAF expedite its program to develop and substitute
FCPU's in the applications analyzed. Simple interest return on the investment

Ty (ROI) in development and production costs will average 20 percent for Group 2
and 3 FCPU's. The ROI value is probably conservative as it assumes the fuel
costs only escalate at 5 percent per year.
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2.0 INTRODUCTION

The general objective of this program has been to investigate and analyze the
application of phosphoric acid fuel cell technology to several of the United
States Air Force (USAF) needs for ground electric power and heat. The purpose
is to provide guidance to possible USAF fuel cell development and application
efforts in the future.

The specific objectives of the program were to: (a) perform fuel cell applica-
tion analyses for six USAF specified applications, (b) provide preliminary con-
ceptual designs and technical risk assessments [of Fuel Cell Power Units (FCPU)
for each application] and (c) provide final conceptual [FCPU] designs for the
applications.

2.1 APPLICATIONS

The generic applications considered were as follows:

Application No. Description Electric Power Level
1&6 Unattended Remote Site 5-20
2 Attended Remote Site 30-60
3 Attended Remote Site 100-250
4 Tactical Mobile System 30-60
5 Tactical Mobile System 120-250

Specific sites/systems examples of the generic applications analyzed as a basis
for development of FCPU design specifications and costing studies were as fol-
Tows:

2-1
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Applicat:.on No. Description

1/6 Individual MX Missile Shelter Power Site, Two REs* Fuels
2 DEWLine, PIN-1 Site

3 European Communications, Menorca, Spain Site

4 Foreward Air Controller Radar Power Supply

5 Tactical Aircraft Ground Maintengnce Power Supply

The two RES fuels considered were methanol (wood alcohol) and ethanol (grain
alcohol). This is not a trivial distinction. Use of methanol in Phosphoric
Acid Fuel Cells (PAFC) is current practice. Little work has been done towards
use of ethanol in PAFC systems.

Ethanol is a more refractory fuel to use than methanol; but ethanol will be a
less difficult fuel to use than the USAF logistics fuels of Applications 2-5.
Substantially successful laboratory scale work has been done on fuels similar
to USAF logistic fuels on U. S. Government sponsored programs.

The applications examined can be characterized as FCPU substitutions for other
type power supplies, as:

Application No. FCPU Substitution For:
1/6 Utility Grid Power Supply
2/3 Diesel-Electric Power Supply
4/5 Gas Turbine - Electric Power Supply

2.2 PROGRAM METHODOLOGY

The broad course of the program followed the outline of specific objectives
given previously. Namely: (1) gather information and organize, analyze and
determine priority of the information to yield FCPU design requirements and

*Renewable Energy Source

\
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constraints; (2) create and cost a preliminary conceptual design for each
( application at the process design level; and (3) convert the process design
into conceptual physical embodiments as layout drawings and artist's concep-
tions, along with refinement of the preliminary process design and costing. A
part of the final cost refinement effort was preparation of projected life
cycle costs of a FCPU for each application and, for Applications No. 2 through
! 5, a comparison with the life cycle costs of the existing electric power sys-
tems being used to satisfy these applications.

f' A primary purpose of the applications analysis was to create a set of generic,
{ yet realistic, design specifications of FCPU for each application. It was the
' purpose of the design specification to assure that the FCPU design would sat-
i isfy not only the physical requirements of the particular applications, but of
: many other similar applications as well.

An additional purpose of the application analysis was to establish operational
modes and operational and maintenance costing rates and factors for each appli-

Q;’.‘ cation. These, taken along with the physical needs specifications, were then
used to direct the design effort towards lowest life cycle costs while satisfy-
ing the physical needs. It is worth noting that the lowest life cycle cost
unit always was the most fuel efficient unit that was conceived to satisfy the
physical requirements.

The design specifications and costing factors were derived for each application
by iterative interaction with USAF designated commands as follows:

Application No. Principal Contact Points
1/6 BMO, MNNBL, Norton AFB, CA Major T. Hughes
2 ASD, Peterson AFB, CO Mr. D. Cain; FIS, Mr. C. Martin
3 AFCS, Torrejon AFB, Spain Mr. John Siska
4 TAGIF, Langley AFB, VA Capt. J. Shields
5 ENEG, WPAFB, OH Lt. Col. R. Poplowski
]
N
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The various design specifications created with the help of the foregoing com-
mands may be found in Appendices C1-C5. '

The design process involved three major steps. A1l steps involved a consider-
able amount of iteration to arrive at conceptually ideal components and systems.

The preliminary conceptual design steps involved three elements. The initial
effort was to develop a broad range of characteristics and choices for thé
three most important FCPU subsystems. These subsystems are: (1) the fuel pro-
cessing subsystem, (2) the fuel cell subsystem and (3) the electric power con-
ditioning subsystem. The results of this effort are covered in Section 3.0.

Using the subsystem characteristics and choices developed previously, process
(schematic) designs were created and modified to satisfy design requirements

and minimize anticipated 1ife cycle costs in terms of production unit costs and
fuel costs. The development risks associated with the design were then assessed
and the costing analysis extended to site specific operating, maintenance and
installation costs; all in an interative manner,

The third design step involved taking the schematics and tabular descriptions
of the preliminary conceptual design step and creating conceptual physica]
embodiments for each design. These physical embodiments are in the form of
layout drawings and artist's renditions.

The application and design characteristics, development risk assessment, life
cycle costing and cost comparisons for each of the conceptual FCPU's created

are reported in self-contained sections of this report.

Report section numbers covering the various FCPU's are as follows:

2-4
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FCPU
Application Electrical Heat Generic

No. kW Btu/Hr Application

1/6 23 NA Unattended
Remote

2 60 238,000 Attended
Remote

3 100 NA Attended
Remote

4 60 NA Tactical
Mobile

5 60 145,000 Tactical
Mobile

2-5
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Example
of
Use

MX Shelter,
Methanol
Ethanol

DEWLine,
PIN-1

Menqrca,
Spain

Foreward
Air
Controller
Radar

Tactical
Aircraft
Maintenance

, ¥ g W W

Report
Section

4.0

5.0
6.0

7.0

8.0
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3.0 SUBSYSTEM CHARACTERISTICS

The principle non-commercial items in a FCPU are the fuel processing subsystem
and the phosphoric acid fuel cells (PAFC) and power conditioner of the power
generation subsystem. These items are identified in the generic type block
diagram of Figure 3-1 and are discussed in detail in Sections 3.1, 3.2 and 3.3.

As indicated in Figure 3-1, steam (and sometimes air) and fuel are heated,
mixed and converted in the fuel processing subsystem to a hydrogen rich gas.
This gas, along with fresh air, is introduced into the fuel cells where the
hydrogen is electrochemically oxidized to water, producing heat and DC electric
power. This power is controlled and conditioned into a form suitable for using
apparatus consumption. In this study the unattended remote site units produce
conditioned 120 volts DC power. The attended remote site units produce 60 Hz
AC power and the tactical mobile units produce 400 Hz AC power. Standard volt-
ages in the 110 V to 416 V range are available, depending on the requirements.

The fuel to electric power conversion efficiency of PAFC systems is higher than
that of most competitive power systems. In addition, if the application has a
requirement for heat and electric power the waste heat from the FCPU can be
recovered for further use. This might be in the form of hot air, hot water, or
steam. The maximum temperature at which meaningful fuel quantities of (truly)
waste heat are available from PAFC systems is about 350°F. Combined electric-
ity plus process heat thermal effiencies of over 80% are obtainable.

A1l the designs of this study use steam to reform the fuels into a hydrogen
rich gas suitable for PAFC's consumption. The tactical mobile units also
introduce air directly into the fuel processor, making the system thermally
self-sufficient. To make the FCPU's water self-sufficient, a portion of the
water vapor in the FCPU's exhausts is condensed for reuse in the fuel process-
ing step. This water for fuel processing could have been provided without the
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condensing step by recirculating a portion of the FCPU exhaust through the fuel
processor and fuel cells. However, this seriously dilutes the hydrogen concen-
tration in the fuel cell. This in turn leads to a 10 percent to 15 percent
increase in fuel consumption for a given power output. Also, it probably will
) result in a net increase in system size because of the increased gas volume

ii throughput even through the [large] condenser element is eliminated*.

’ . LI B t .

3.1 FUEL CELL CONCEPT

;17 The basic phosphoric acid fuel cell concept used throughout this study is that
(" of the air cooled cell. This is a concept developed by the Energy Research
Corporation (ERC) for use in small (1.5 kW-5 kW) units for U. S. Army Mobile
Electric Power. This ERC concept has been adopted by Westinghouse for its use
on-site integrated energy and utility fuel cell programs.

Other cooling schemes that could have been used include water cooling and lig-
uid coolr.ig using a dielectric fluid. The liquid-cooled designs require the
use of numerous tubes to convey and contain the liquid. As a result, there are

\¢ a large numcer of tube connections that present potential leakage problems.
Since reliability is a most important design requirement for all the FCPU's
conceived under this program, air-cooled design appears preferable. It is felt
that overall study results will not be significantly affected by the choice of
a fuel cell cooling method.

Two detail fuel cell design configurations were used. The first of these is

. the original ERC developed DIGAS** MARK I cell. This first configuration was

& used in the 23 kW unattended remote site FCPU's (MX individual shelter power
A example). The unattended remote site units are direct derivatives of the pre-
. viously mentioned 1.5 kW-5 kW units which incorporate the MARK I cells.

4

: *There is some expert opinion that holds that the recycle water to the fuel
processor will have to be cleaned before reuse. If required, this can be done
by standard procedures with a liquid return. Procedures for cleaning a water
vapor return have not been developed to our knowledge.

¢

{ - **U. S. Patent 4192906

h

¢
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The balance of the FCPU's are designed around the MARK II derivative of the
original ERC MARK I cell. The MARK II fuel cell configuration was developed
under a NASA sponsored on-site integrated energy system program, contract
DEN3-161.

The details of a MARK II configuration are illustrated in Figure 3-2. The
individual fuel cell is comprised of bipolar plates, two gas diffusion elec-
trodes and an acid matrix. The "Z" patterned channels in the bipolar plates
direct the flow of the reactant hydrogen-rich gas and air in a counter flow
mode and in channels of equal length.

Heat is removed from the cell stacks by air directed through cooling plates
located at approximately every fifth cell. The cooling channels are configured
in a "tree" shape to achieve a flat temperature profile across the stack, and
to keep the peak to average temperature ratio as Tow as possible.

In the predecessor MARK I configuration the reactant flows are directed in a
crossflow pattern. The hydrogen rich gas flows lengthwise of the cell and the
air crosswise in the same direction as the cooling air flow. The cooiing air
and reactant air are mixed together in the MARK I cell configuration rather
than separated as in the MARK II configuration. This MARK I arrangement is
simplier than the MARK II but suffers from some dilution of the oxygen content
of the reactant air.

For performance and structual reasons it is desirable for the incoming cooling
air to be close to cell temperature. This is usually accomplished by recircu-
lating the cooling air through a waste heat exchanger where the air temperature
of the cooling air to be returned is carefully controlled. Because in the MARK
I cell the reactant air and cooling air are mixed together, there is a reduc-
tion in the oxygen content of the mixture exiting the fuel cell. This oxygen
reduction is carried back to the cell air inlet by the recirculating cooling
air. Some, but not all, of the reduction in oxygen content, below standard air
value, can be made-up by introduction of fresh air at cell inlet.

?;i
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Another advantage of the MARK II cell separation of the reactant air and coo]inéii
o air streams is that the two streams can be supplied at different pressure lev-
:!5 els. This can be used, sometimes, to obtain a better overall FCPU system opti-
- mization.

The performance level demonstrated in a MARK I DIGAS stack of six intermediate
F!! size cells is 620 mV/cell at 50 psia, 374°F and 300 MA/cmz. At atmospheric
pressure, a MARK II separated gas stack of 23 full size cells has demonstrated
performance of 600 mV/cell at 150 MA/cm2 and 347°F, These results are not
directly comparable since cell voltage varies with operating temperature, pres-
sure, and current density. The demonstrated 1ifetime of the baseline compo=-
nents is greater than 25,000 hours for the electrodes and matrices, and 10,000
hours for the bipolar plates. Full size (1200 cmz) versions of all baseline
components have been manufactured and tested in 23 cell stacks with both MARK I
DIGAS and MARK II separated air cooling.

Y T

LA B A

Eh

'frvwz.
f

The MARK II bipolar and cooling plate designs are recent innovations. Accord-
ingly, the accumulated operating time is 10,000 hours in a small cell. A num- .fj
ber of stacks of intermediate size cells (three 3-cell and one 10-cell) and one -
5-cell stack of full size components have operated for over 7,000 hours. Two
23-cell stacks, including cooling plates, were recently built and have operated
stably for hundreds of hours.

ey !.v

Y e

A MARK I DIGAS stack of six intermediate size (340 cm2) cells has been operated
stably for hundreds of hours at an elevated pressure. The measured performance
of this stack at 15 psia (atmospheric pressure) and at 65 psia is plotted in
Figure 3-3. Several stacks of 80 intermediate size cells have been built and
tested at ERC and tested at other organizations (MERADCOM, LASL, and
Westinghouse Research and Development Center).

[ The cell performance values used in the conceptual designs of this study were
derived from MARK I DIGAS data. Design conditions did not correspond exactly
to test data conditions. Corrections to design conditions were made to the
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test data base using empirical factors. An important parameter in this respect
is cell operating pressure, which is represented by:

Vp = V]S + Aln Pr

where Vp is the cell voltage at a given current density at a particular pres-
sure and

V]5 is the cell voltage at the same current density at 15 psia
Pr is the ratio of the particular pressure to 15 psia
A is a constant derived empirically from the test data.

This rationalization expression is illustrated by the pressure parameter lines
of Figure 3-3. In the design process other empiric corrections for cell tem-
perature and reactants concentrations were made to the MARK I data base.

As observed in Figure 3-3, as the load (current) drawn from a cell is reduced,
at constant pressure, the cell voltage goes up. This is the same phenomenon
that occurs with other electrochemical devices such as a battery. The increase
in cell voltage represents an increase in cell electrical generation effi-
ciency. As can be observed, also, an increase in cell operating pressure at
constant current density increases cell voltage and electrical generation effi-
ciency.

"The increase in cell voltage with reduced current density, at constant pres-

sure, is the reason for the oft quoted remark that fuel cells have good part
load efficiency. This is particularly so for systems operated at atmospheric
pressure, such as the two unattended remote site units of this study. Atmo-
spheric pressure is essentially constant at a given site.

Operating PAFC at above atmospheric pressures yields substantial dividends in
electrical generation efficiency and power density. This characteristic was
used in the design of the attended remote site and tactical mobile units of
this study. This was primarily to increase efficiency in the remote site units

3-8
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and to reduce size in the tactical mobile units while maintaining good effi-
ciency.

Pressurization is accomplished by a system exhaust motivated turbocharger.

This approach markedly increases electrical generation efficiency and power
density relative to atmospheric operation. An example operating line for such
a system is indicated by the dashed line of Figure 3-3. For these more complex
pressurized systems, the voltage-current characteristic can either rise, fall
or remain nearly constant with electrical demand, since the operating pressure
varies with load.

3.2 FUEL PROCESSING CONCEPTS

The unattended remote site units of this study use methanol and ethanol. Sub-
stantial development work has been done on methanol reformers by ERC in connec-
tion with their development of 1.5 kW-5 kW portable FCPU's.

ERC has been successful in catalytic steam reforming of methanol using a copper
catalyst. The reforming temperature is low (400°F to 600°F). At these temper-
atures, sufficient CO shift conversion (CO + H20 + CO2 + Hz) occurs to elimi-
nate the need for the separate shift converter required with most other fuels.

Less work has been done on ethanol by ERC (or anybody else) than methanol.
However, laboratory work using a modified methanol reformer has been most
encouraging. More steam, higher temperatures (600°F-800°F), and a separate
shift converter are required compared to methanol fuel processing.

The potential applications of the two attended remote site and two tactical
mobile unit designs uf this study require the use of USAF logistic fuels, JP-4
and diesel fuel.

Commercial and developmental processes were reviewed for their potential use
with logistic aviation and diesel fuels (see Table 3-1). Of these many reform-
ing processes, three were identified as potentially suitable for Phosphoric
Acid Fuel Cell (PAFC) system integration. These are:

3-9




e Conventional Steam Reforming (STR)
e Autothermal Reforming (ATR)

e High Temperature Steam Reforming (HTSR)

Conventional steam reforming is used commercially to produce hydrogen from
methane and naphtha and can be potentially extended to handle aviation jet fuel
(JP-4). Fuel feeds are limited normally to low sulfur grades because of prac-
tical problems caused by the removal of large amounts of sulfur. High Tempera-
f‘ ture Steam Reforming and Autothermal reforming processes operate at tempera-

1 tures at which catalysts are less succeptable to sulfur poisioning. Both pro-
cesses show good potential for handling high sulfur fuels because they minimize
the problems associated with sulfur removal.

R

Both ATR and HTSR are considered development processes because they operate at
temperatures where carbon depositien is a potential problem. Other processes,
jdentified in Table 3-1, are not considered advantageous in PAFC systems either
because of severe operating conditions, low thermal efficiencies or operational ,.Z..
problems of soot formation, catalyst regeneration, and process control.

vﬂ.--_.,. —or
S
e
T

3.2.1 CONVENTIONAL STEAM REFORMING

Fl A conventional steam reforming process modified for PAFC application is
depicter in Figure 3-4, a and b. In this process, desu]furized fuel vapor is

mixed with steam and endothermally reformed into a hydrogen-rich gas. The sul-

fur content of the desulfurized fuel gas must be less than 1 ppm. Reforming

f. takes place in a nickel catalyst bed, operating at outlet temperatures of
1200-1400°F, for logistic fuels (Ref. 3-1, 3-2)*. Heat is supplied to the
reformer by combustion of unused fuel cell hydrogen, supplemented by additional
liquid fuel depending upon overall system design. The reformer operates with a

¢ steam/carbon ratio of approximately 4.0 to avoid carbon formation and blockage
of the catalyst bed. Praduct gases leave the reformer at 1400°F, and are

¢ *References for Section 3.0 may be found in Appendix A-1
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cooled to 600°F, before entering a shift converter. The purpose of the shift
converter is to reduce carbon dioxide (CO) content in the gas to <2 percent
while increasing hydrogen content via water gas shift reaction. Product gases
are then dehumidified to remove moisture and effectively improve cell perfor-
mance by reducing diluents. CO shifting is necessary to protect the fuel cell
catalyst from poisoning as this reduces cell voltage.

The key step in this process is the desulfurization of fuel vapor which takes
place in a dual catalyst reactor. Vaporized fuel is mixed with recycled hydro-
gen gas and passed through a nickel or cobalt molybdenum catalyst to hydroge-
nate fuel sulfur and olefins. Fuel sulfur is converted to hydrogen sulfide
(HZS) and removed in a zinc oxide (Zn0) absorbent bed. The reactor is operated
at 700-750°F to obtain maximum HZS removal (30 1bs $/200 1bs ZnO).

To achieve low outlet HZS concentrations, the hydrodesulfurizer unit must oper-
ate at high hydrogen partial pressure (Ref. 3-3). Both empirical studies and
bench-scale tests have demonstrated that desulfurization of high sulfur fuels
(No. 2 oil at 8500 wppm S*) is feasible. However, a two stage process operat-
ing at pressures in excess of 300 psig is required. Desulfurization of naphtha
(<500 wppm S) is achieved commercially at 300 psig. Operation at these high
pressures is not considered practical for USAF fuel cell applications. How-
ever, desulfurization of JP-4 (<350 wppm S) (Ref. 3-4) is potentially feasible
using a single reactor operating at lower pressures. The actual operating con-
ditions need to be verified by experimentation. To accommodate variations in
fuel sulfur levels, considerable design margin in recycle hydrogen rates, oper-
ating pressures, and zinc oxide capacity, may be needed to adequately protect
the reformer catalyst.

The thermal performance of the STR option is dependent upon system design and
integration with the fuel cell. Based on the conditions specified in Figure
3-4, a and b, and assuming no thermal losses, a conventional steam reformer can

*Weight Parts per Million Sulfur
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produce approximately 0.34 1bs Hz per pound of JP-4 consumed. As shown in
Table 3-2, endothermic reforming and preheating of reactants requires 14308 Btu
per 1b of fuel entering the reformer. Energy available in product gases and
combustion of unused fuel cell anode gases provides about 60 percent of this
needed energy. The remaining 40 percent can be obtained by utilizing fuel cell
waste heat and burning additional fuel. Approximately 13 percent additional
1iquid fuel is needed. If fuel cell waste heat is not used, additional fuel
requirements are approximately 20 percent, yielding a hydrogen production of
0.285 1bs/per 1b of fuel consumed.

!l This option offers the following advantages over HTSR and ATR options as
- applied to PAFC systems:

ki e Lower thermal losses due to lower temperature operations
o Lower equipment sizes and weights

e Lower cost materials of construction

» lower overall cost of design.

The key disadvamtage to conventional steam reforming is its limitation on fuel
sulfur content. Th'% process is not considered applicable to diesel grade
logistic fuels because™f sulfur content (Ref. 3-5) and may be marginal when
applied to JP-4 type fuels®

3.2,2 HIGH TEMPERATURE STEAM RE \vING (Ref. 3-6, 3-7)

A high temperature steam reforming ptﬁagss, modified for PAFC application is
depicted in Figure 3-5, a and b. The pkimary difference between a HTSR and a
STR is the operating temperature and desulfurization step. The reformer oper-
ates at 1600-1800°F where sulfur poisoning is limited and pretreatment fuel
desulfurization is not needed. Desulfurization occurs at the reformer outlet
in a single bed of Zn0, where removal to <10 ppm HZS is needed to protect

the shift catalyst.

3-15




e

K R R -
. L P

—— s

..............

TABLE 3-2
THERMAL PERFORMANCE OF REFORMING OPTIONS

STR HTSR ATR
Steam/Carbon Ratio 4 4 3
Air/Carbon Ratio 0 0 1.8
Product Gas Temp, °F 1,400 1,800 1,800
Heat Requirements, btu/1b fuel reformed
Endothermic ﬁeforming 6,014(]) 6,048(2) 0(3)
Reactants to Inlet Conditions 8,294 9,978 8,450
Total Heat Required 14,308 TBTG?E !ﬂi?ﬁ

Heat Available, btu/1b fuel reformed

Product Gas Cooling a,185(4)  5,588(4) 4,995(5)

Spent Anode Gas Combustion(6) 4,252 4,252 3,455

Additional Fuel Combustion 2.252(7)  ¢,186(8) 0

Usable Cell Waste Heat 3,619 0 0

Tosal Heat Input 14,308 716,026 8,450
Low Grade Waste Heat,(10) btu/1b Fuel 3,173 3,173 3,146
Hydrogen Productinn,(11) 1b/1b Fuel Consumed

With cell waste heat .34 .284 .276

Without cell waste heat .285 .284 .276

(1) Steam @ 1,000°F, Fuel @ 700°F

(2) Steam @ 1,600°F, Fuel @ 600°F

(3) Steam @ 1,400°F, Air @ 1,400°F, Fuel @ 700°F

(4) Product Gases Cooled to 267°F before H20 Condenser
(5) Product Gases Cooled to 475°F before H,0 Condenser

(6) Anode Gas Combustion to 475°F before H20 Condenser, 85% cell H2
utilization.

(7) Additional Fuel Combustion to 475°F Exhaust (13.1% Fuel Match)

(8) Additional Fuel Combustion to 475°F Exhaust (36% Fuel Match) Combustion of
Gas & Fuel @ 1.15% Stoair

(9) Cell Waste Heat Boiler @ 25 psig, 267°F Saturated Steam Temp.
(10) Condenser Sensible & Latent Heat
(11) Assumes Shift Conversation to <2% vol. CO

3-16
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The process operates on similar steam/carbon ratios to the conventional steam
reformer, and produces similar gas quantities and concentrations at the fuel
cell inlet. Hydrogen yield, however, is lower because more fuel is consumed in
the reformer burner to maintain proper temperature for heat transfer into the
reactor bed (see previous Table 3-2). Because of the higher operating tempera-
tures, fuel cell waste heat cannot be utilized.

The key component in this process is the high temperature reformer, which may
be subject to carbon deposition at these high operating temperatures. The most
promising catalysts for high temperature steam reforming have been developed by
Toyo Engineering and Tokyo Gas of Japan. Carbon deposition is minimized by
using a nickel-free calcium oxide Toyo (T-12) catalyst at the reformer inlet,
followed by a nickel Toyo catalyst (T-48) at the outlet. Although high cata-
lyst volumes are needed in this process, this is the only reported commercial
process capable of handling high sulfur fuels without carbon deposition. Main-
taining acceptable levels of unreacted carbon (dry methane slip) leaving the
reactor while utilizing reasonable catalyst volumes is a performance goal.

This process has reportedly been tested in pilot plant runs on No. 2 fuel oil
for up to 4000 hours without catalyst deterioration or pluggage. Shorter term
testing was performed by Kinetic Technology International Corp., California,
with reported similar carbon free performance. Additional testing is being
performed.

If the Toyo catalysts prove durable and performance goals can be achieved, the
high temperature steam reformer will offer multiple fuel capability, and over-
all plant performance efficiency similar to a conventional steam reformer. The
disadvantages of using a HTSR for PAFC service compared to other options are:

e Higher Catalyst Volumes (and perhaps lower fuel conversion)
e Higher Cost Design for Reformer Tube Materials

¢ Longer Starting Times because of Higher Mass and Higher Operat-
ing Temperatures
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3.2.3 AUTOTHERMAL REFORMING (Ref. 3-6, 3-7, 3-8)

] Autothermal process conditions are depicted in Figure 3-6, a and b. This pro-
cess operates at temperatures similar to a HTSR (1600-1800°F) with post desul-
furization. Reforming heat is provided within the catalyst bed by insitu com-
bustion of fuel and oxygen. Approximately 25-35 percent of the fuel is con-
sumed in providing reartion heat. This results in a hydrogen yield after CO
shifting of 0.28 1bs H/1b fuel used*. Sufficient energy is available in the
?‘ product gases and combustion of spent fuel cell gas to heat reactants to incom-
ing temperatures. Therefore, this proces does not require any additional fuel
combustion, nor can it utilize fuel cell waste heat. Overall fuel cell plant
efficiency with an ATR is projected to be lower than with an HTSR or a conven-
tional steam reformer. This is a result of the less effective utilization of
the heat of combustion of the unreacted hydrogen in the fuel cell exhaust.

vakt

Developmental work on this process is being carried out by United Technologies
Corp. (UTC), Engelhard Industries (EI), and the Jet Propulsion Laboratories
(JPL). Based on their work, this process appears capable of operating at
steam/carbon ratios of 3.0, and air/carbon ratios of 1.8, and using commercial
high temperature catalysts. Complete hydrocarbon conversion (methane slip)
appears to be a potential problem with this process because of the reactor tem-
perature profile. However, it is anticipated that proper reactor design and
catalyst quantities can reduce this problem. '

The key advantages of using an ATR are:

® Good Transient Response Capability

e Low Starting times

*Note that the ATR and HTSR produce approximately the same amount of hydrogen
per pound of fuel used. The difference is that all of the fuel is fed to the
ATR*reactor, while only 74% of the total fuel is sent to the HTSR, the remain-
der being burned in the reformer furnace.
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e Siuplier Reactor Design

o Multi-Fuel Capability

The disadvantage of using an ATR compared to other options is its somewhat
Yower hydrogen yield (see previous Table 3-2), potentially lower fuel cell
voltage, and overall plant efficiency. Because hydrogen concentrations are
lower in the fuel cell feed, cell voltage is lowered in comparison to STR and
HTSR systems. To obtain similar power ratings a system using an ATR will prob-
ably consume 25 percent more fuel than a HTSR.

3.2.4 STR, HTSR, ATR QUALITATIVE COMPARISONS

The three reforming options can be compared qualitatively as follows:

TABLE 3-3
QUALITATIVE COMPARISON OF REFORMING OPTIONS
- STR HTSR ATR
K ¢
¢ Fuel Capability LF F F
Fuel Consumption MF F LF
Effective Cell Voltage F F LF
i. Thermal Response F LF MF
L Subsystem Starting M LF MF
Subsystem Size & Weight MF F LF
f Subsystem Cost MF LF
¢ Maintenance Cost MF
Life Cycle Cost MF F LF
’ MF - Most Favored (10 points each) 50 0 20
¢ F - Favorable (5 points each) 15 30 15
LF - Least Favored {1 point each) il 3 4
Total Points 66 33 39
¢
, L
¢ 3-23
L L . - .




Clearly a STR system is preferable to either a HISR or ATR fuel system if these
comparisons are made without regard to application. However, if a constraint
is added that the systems must be able to use either diesel fuel or both jet
and diesel fuel, then the STR system must be eliminated from consideration for
small power plants. The STR system cannot handle a diesel fuel without a very
complex and high pressure desulfurization subsystem. The comparison then has
to be between HTSR and ATR fuel systems. The strong points of the HTSR system
relative to an ATR system are: fuel consumption, effective cell voltage, sub-
system size and weight, maintenance costs and life cycle costs. The strong
points of the ATR system are thermal response, starting time and lower subsys-
tem cost.

The qualitative comparison then becomes:

TABLE 3-4
HTSR, ATR QUALITATIVE COMPARISON
HISR AR

Fuel Capacity F F
Fuel Consumption MF LF
Effective Cell Voltage MF LF
Thermal Response LF MF
Subsystem Starting LF MF
Subsystem Size and Weight MF LF
Subsystem Cost LF MF
Maintenance Cost F F
Life Cycle Cost MF LF
MF - Most Favored (10 points each) 40 30
F - Favorable (5 points each) 10 10
LF - Least Favored (1 point each) 3 K

Total Points 53 44

3-24
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On the basis of this Table 3-4 comparison, a HTSR fuel system will be favored
over an ATR system for the most applications required in diesel fuel or multi-
fuel capability. Exceptions might be where the importance of starting or ther-
mal response outweigh the importance of fuel consumption or life cycle cost.

In these cases, "weighting factors" would have to be added to arrive at a semi-
quantitative comparison. For certain applications (e.g. tactical mobile), the
HTSR might be ruled out solely based on its inability to meet certain mandatory
application requirements, such as size, weight, or transient response.

3.3 POWER CONDITIONING

The 23 kW methanol/ethanol FCPU's deliver 120V + 5 percent DC power. As these
units operate at atmospheric pressure there is a wide swing in cell voltage
output with load (see preceeding Figure 3-3). DC to DC power conditioning is
required to maintain output voltage within acceptable limits. The power condi-
tioners conceived for the 23 kW DC units of this study are scaled-up versions
of those of the ERC 3 kW-5 kW portable units.

The four logistic fuel units of the study deliver AC power. Obviously, since
the fuel cells produce DC power, considerable power conditioning is required.
Westinghouse is in the process of developing a family of multi-kilowatt DC to
AC converters to be used with solar photovoltaic arrays. These solar photovol-
taic DC to AC converters have the basic characteristics required for logistic
FCPU use such as:

e they produce high quality (less than 5 percent harmonic distor-
tion) 3-phase AC efficiently;

e they are self-starting, self controlling and self protecting.

e they can be used either "stand-alone"” or in multiunit parallel-

ing.

However, the units cannot be used "off-the-shelf" with the logistic FCPU's.
This is partly because the control logic for use with a solar array is differ-
ent from that required for fuel cells and partly because the power conditioning
units are designed to meet commercial environmental standards and size and
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weight (which are less stringent than miulitary requirements). Hence, develop-
ment effort will be required to modify the solar array units to logistic FCPU's
needs. However, the solar array units represent an advanced starting point.

An example of the Westinghouse power conditioning units for photovoltaic appli-
cations is the AVI 503-A. A picture of this unit with control cabinet covering
stripped away is shown in Figure 3-7. Some of the parameters of the AVI 503-A
are as follows:

o KVA 50 Continuous, 100 for 5 §econds

o Output 60 Hz, 3-Phase, 4-Wire, 120/208 Volts
e Harmonic Distortion Less than 5 Percent

e Efficiency At 0.9 Power Factor:

Under 5% Load, 64%
Under 25% Load, 86%
Under 100% Load, 91%

e Output Protection Over Voltage
Under Voltage
Over Current
Abnormal Frequency

e Input 200-300 Volts OC
(Up to 350 volts DC with slight
deviations to specifications?

e Environment Ambient Temperature: -10 to +45 Celsius
Relative Humidity: 96% (non-condensing)
Barometric Pressure: 790-520mm Hg

e Weight (1bs) 1,830

e Size 24 Inch Standard Rack on 4 Inch Casters
28.3 Inches Wide, 30.3 Inches Deep
91.0 Inches High Including Casters

® Additional Information Solar Photovoltaic Array Peak Power
Tracking
Load Shed Signal on Overload
Battery Charger Control Signal
Automatic Startup and Utility Grid
Paralleling

3-26
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4.0 SMALL RES* UNATTENDED REMOTE POWER SYSTEMS

4.1 INTRODUCTION

An application analysis, preliminary conceptual design, development risk
assessment and Life Cycle Cost (LCC) analysis has been carried out. The appli-
cations studied are two of the six generic applications specified for analysis
under the U. S. Air Force Fuel Cell Application Analysis program, Contract F
33615-80-C-2038.

The specific application selected by the Air Force was that of providing the
base load electrical power required by a MX missile shelter using either metha-
nol (wood alcohol) or ethanol (grain alcohol) as the power plant fuel. Both
fuels are classed as RES* fuels. This application requires a nominal electric
power output of 15 kWe, with a peak power of 23 kWe, at 120V dc. There is no

L requirement for use of the waste heat from the electrical generation power
plant. A preliminary conceptual design of phosphoric acid fuel cell (PAFC)
systems that fulfills the operational requirements of an electrical power plant
to service such as a MX missile shelter has been created. Some of the major

< features of the design are as follows:

e Fully automated operation and control for remote, unattended
operation
e Current state-of-art component technology

e Single integrated skid-mounted all-weather package to minimize
installation costs

® Heat rate less than 9,000 Btu/kW-hr

*Renewable Energy Source

4-1
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o Uses RES fuels (methanol, ethanol)

e Operates at ambient air pressure and is air cooled. This mini-
mizes system complerity and increases reliability.

A more complete summary of the two 15 kWe nominal output power fuel cell system
characteristics is given in Table 4-1 and Table 4-2.

A technical development risk analysis of the preliminary conceptual designs was
carried out. Because the designs use current state-of-art cﬁmponent technol-
ogy, no technology breakthroughs are required to achieve operational hardware.
However, a program to develop the fuel reformers and to provide fully qualified
power plants for such as the MX shelter power application will be required.

The last items in Tables 4-1 and 4-2 are dollar values for Life Cycle Costs
(LCC) for individual Fuel Cell Power Units (FCPU). The largest uncertainty in
these values is the cost of the fuel.

Methanol is now generally made from natural gas but can be made from coal.
This is a cheaper resource than natural gas.

Ethanol is now made by the centuries old protess of fermenting food and dis-
tilling the result. It can be made from much less expensive feed stocks, such
as cellulose waste, and more efficiently. There is reason to believe that if
there were sufficient emphasis placed on using 190 proof alcohols as fuel,
thei; price would be similar to that of other combustible fuels. This is not

true at present.

In this study it is assumed that the future price of 190 proof alcohol will be
competitive with that of other fuels. Future generic fuel price projections of
the EPRI Utility Fuel Cell Users Group have been used. The 1990 fuel price
range of the Fuel Cell Users Group is $7 to $10 per million Btu's. Table 4-1
and 4-2 cost values were calculated using $7/106 Btu. If a value of 510/106
Btu is used, the LCC's increase about 17 percent.
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TABLE 4-1

FUEL CELL POWER UNIT PARAMETERS
FOR UNATTENDED REMOTE UNIT - ETHANOL FUELED

1. PHYSICAL PARAMETERS
a) Type of Fuel: Ethanol

Composition - C2H§OH ~ 95,6% (by volume)
Higher Alcohols - Trace
Water - 4.4%

b) Fuel Consumption: 13,470 gallons per year

c) Volume/Size: Volume: 105 ft%
Size: 19 ft

d) Weight: 1,500 1bs
e) Environmental Constraint:
Thermal Discharge - 80,000 Btu/hr

Air Pollution - NOy <0.24 1bs/MWh generated
Others: 502, C0, etc. - nil.

Noise - <70 db @ 25 ft. (Specified)
Solid Waste - None

Chemical Discharge - Trace H3P04
Radioactive Wastes - None
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2. PERFORMANCE PARAMETERS
a) Reliability:

B aa an oh ol be ae e

4-3

..
: Mean Time Between Failures - 3,690 hours (calculated)
Availability - >99.9% required
b) Lifetime: 12.5 years required (20-30 years capability)
o c) Operation and Maintenance:
1 Ease of Operation: Unattended
Ease of Maintenance: Trouble shooting, component replacement and
{ checkout.
» Maintenance Skills Required: E-4 or civilian equivalent.
k‘
¢
4
b
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TABLE 4-1 (Continued)

d) Growth Potential: Major elements are of modular construction. Growth

potential without size increase is low. Growth potential with size
increase is large.

e) Start-up/Shutdown Time:

Start-up - One hour
Shutdown to Hot Standby - <15 minutes
Cold Shutdown - Two hours

f) Thermal Energy Available: No thermal energy requirement identified.
Could provide about 50,000 Btu/hr above 200°F.

g) Electrical OQutput: 15 kW average, 23 kW maximum, four to five max imumg|

per year for up to eight hours per each.

Voltage - 120V DC
Voltage Regulation - 3%
Voltage Ripple - <5.5%

COST PARAMETERS (1980 §)
a) Capital Costs:
Fuel Cell Power Unit - $56,100 (1000 unit production run)
Fuel Tanks and Lines - $11,600
Site Preparation - $500
Installation and Other Costs - $1,200
TOTAL - $69,400
b) Maintenance Cost:
Transportation for Repair - $60/yr
Personnel Cost - $580/yr civilian personnel @ 342,000 per year
Special Equipment Cost - $26/yr
Replacement Hardware Costs ~ $4,700/yr
TOTAL - ~$5,400/yr
c) Operation Costs:
Fuel and Fuel Transportation Costs - $8,000/yr (@ $7/106 Btu)
Supplies - $6/yr
Operating Personnel Costs - None
d) Life Cycle Cost: $258,700, 12.5 years, $7/10% Btu Fuel Cost

4-4




TABLE 4-2
3 FUEL CELL POWER UNIT PARAMETERS

FOR UNATTENDED REMOTE UNIT - METHANOL FUELED

1. PHYSICAL PARAMETERS
a) Type of Fuel: Methanol

Composition - CH30H - 96% (by volume)
Higher Alcohols - 1.5%
Water - 2.5%

b) Fuel Consumption: 18,800 gallons per year

c) Volume/Size: Volume: 97 ft%
Size: 17 ft

d) Weight: 1,430 1bs
e) Environmental Constraint:
Thermal Discharge - 126,500 Btu/hr max, 78,800 Btu/hr aver.

Ty Air Pollution - NOy <0.24 1bs/MWh generated
Others: 502, €0, etc. - nil.

Noise - <70 db @ 25 ft.
Solid Waste - None
Chemical Discharge - Trace H3P04

Radioactive Wastes - None

2. PERFORMANCE PARAMETERS
a) Reliability:
Mean Time Between Failures - 3,770 hours (calculated)
Availability - >99.9% required
b) Lifetime: 12.5 years required (20-30 years capability)
c) Operation and Maintenance:

;‘ Ease of Operation: Unattended
Ease of Maintenance: Trouble shooting, component replacement and
checkout.
Maintenance Skills Required: E-4 or civilian equivalent.
. -
q
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TABLE 4-2 (Continued)

d) Growth Potential: Major elements are of modular construction. Growth

potential without size increase is low. Growth potential with size
increase is large.

e) Start-up/Shutdown Time:
Start-up - One hour
Shutdown to Hot Standby - <15 minutes
Cold Shutdown - Two hours

f) Thermal Energy Available: Application does not require thermal energy.

Could provide about 54,000 Btu/hr above 200°F.

g) Electrical Output: 15 kW average, 23 kW maximum, four to five maximums

per year for up to eight hours per each.
Voltage - 120V DC

Voltage Regulation - 3%

Voltage Ripple - <5.5%

COST PARAMETERS
a) Capital Costs:
Fuel Cell Power Unit - $53,400 (1,000 unit production run)
Fuel Tanks and Lines - $12,500 '
Site Preparation - $500
Installation and Other Costs - $1,200
TOTAL - $67,600
b) Maintenance Cost:
Transportation for Repair - $60/yr
Personnel Cost - $580/yr civilian personnel @ $42,000 per year
Special Equipment Cost - $26/yr
Replacement Hardware Costs - $4,500/yr
TOTAL - ~$5,000/yr
c) Operation Costs:
Fuel and Fuel Transportation Costs - $8,000/yr (@ $7/106 Btu)
Supplies - $6/yr
Operating Personnel Costs - None
d) Life Cycle Cost: $258,800, 12.5 years, Fuel at $7/10° Btu

4-6
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An artist's concept of a small stationary un;ttended 23 kW RES fueled unit is
shown in Figure 4-1. The ethanol fueled unit will be about five percent larger
and heavier than the methanol unit. The ethanol fueled unit will be about five
percent more fuel efficient than the methanol unit. The LCC's of the two units
are the same within the accuracy of the estimates. The ethanol unit will prob-
ably be able to utilize methanol without major performance impact. The metha-
nol unit, however, will probably not be able to utilize ethanol.

The results of the MX application analysis, the preliminary conceptual design
descriptions, the developmant risk assessments of the designs, as applied, and
the Life Cycle Costing are covered in the following sections:

Section 4.2 - MX Application Fuel Cell System Requirements and Constraints
Section 4.3
Section 4.4
Section 4.5

Power Plant Designs
Development Risk Assessments
Life Cycle Costs

4.2 MX APPLICATION FUEL CELL SYSTEM REQUIREMENTS AND CONSTRAINTS

The nature of this application is to provide on-site electric power to the Res-
ident Operational Support Equipment (ROSE) of each individual MX missile system
shelter. Currently, the baseline system for providing the ROSE shelter power
is a utility power grid with back-up on-site diesel engine generators at each
cluster of shelters. With a utility grid power supply, all 4600 shelters of
the MX system are electrically interconnected. The electro-magnetic pulse
(EMP) from a single nuclear bomb can travel over the entire grid because of the
electrical interconnection. Such an EMP could, potentially, critically damage
the electrical equipment in many shelters; thus defeating the purpose of having
many disperse shelters.

Studies of a solution to the EMP problem have included on-site power generation
using diesel engine generators. This diesel solution has been ruled out
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because of its high life cycle costs (primarily fuel costs) and high mainte-
nance requirements (Ref. 4-1*).

The use of phosphoric acid fuel cell (PAFC) power systems to generate on-site
MX shelter power through the use of fuel cell power units (FCPU) will result in
both lower fuel costs and maintenance requirements compared to diesel engine

generators.

4.2.1 GENERAL DESCRIPTION OF MX APPLICATION
4.2.1.1 MX SYSTEM DESCRIPTION (Ref. 4-2)

General

The 200 missiles are the heart of the MX System, with each missile located in a
linear cluster of 23 shelters. The system survivability is assured by disper-
sal and a secure basing mode. Dispersal is achieved by deploying the system
throughout a large numbe- ~f valleys over a wide geographic area.

Secure basing is achieved by the ability to rapidly relocate the missile at
anytime between the 23 shelters in the cluster and the uncertainty of which
shelter houses the missile. The shelters and clusters are supported by a num-
ber of support facilities. Two hundred clusters are planned, each containing
23 shelters, for a total of 4600 individual shelters. A conceptual sketch of
the shelters and conceptual layout of the clusters is shown in Figure 4-2.

Shelters

Shelters will be constructed of reinforced concrete and covered by a soil over-
burden. Any one of 23 shelters in a cluster may contain the missile. To pre-
serve missile location uncertainty, each shelter will be powered to the same
degree, with dummy lcads imposed in "empty" shelters. Each shelter site will
cover approximately two and one-half acres enclosed by a stock fence. A

*References may be found in Appendix A-2
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Resident Operational Support Equipment Enclosure (ROSEE) will be situated at
each shelter site.

Clusters

Clusters will be geographically dispersed in valleys throughout the deployment
area. Each of the 200 clusters will consist of 23 shelters, interconnected by
a roadway. Clusters will also be interconnected by a road network, providing '
access to the Designated Assembly Area (DAA).

The shelters and clusters are supported by a number of operating bases and sur-
veillance, security, maintenance and assembly facilities.

4.2.1.2 MX BASELINE POWER SYSTEM CONCEPT

The MX Baseline Power System (BPS) is being designed as a conventional grid
system, served from commercial power sources.

General

The BPS concept layout shown in Figure 4-3 is being designed as a conventional
transmission grid which distributes power from the source to all MX system ele-
ments. For reliability, the BPS will obtain power at two or more utility
switching stations, located at geographically dispersed points. Definition of
the acronym's used in Figure 4-3 may be found in Appendix D-1.

BPS reliability will be further enhanced by standby diesel generators at each
distribution center. These standby diesel generators, which will have at least
30 days operational capability, will be activated by the Supervisory Control
and Data Acquistion (SCADA) system. A shelter emergency internal power system
will be capable of providing uninterrupted power for two hours at a reduced
survival level.

Avajlability Estimate

On the basis of at least two commercial utility interfaces and the generators
at the distribution centers, power availability at the shelters and clusters

4-1
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(including RSS's, but excluding the Cluster Maintenance Facilities (CMFS)), is
estimated at 0.999. Availability is defined as the ratio of the time power of
acceptable quality is available to the time it is required, which in the case
of MX is continuous.

The BPS will furnish normal commercial and standby diesel power for MX pre-
attack modes. MX post-attack power to critical mission loads will be furnished
by a separate survival power source carried on the Launcher.

4.2.1.3 INDIVIDUAL MX SHELTER DC POWER REQUIREMENTS

For all systems described hereafter, the loads given do not include losses
associated with systems control and maintenance, as well as transmission, dis-
tribution and conditioning losses from the power plant(s) to the user inter-
faces. These losses must be accounted for in the power plant design.

The projected shelter power loads and power levels associated with DC supply
are shown schematically in Figure 4-4. The fuel cell power unit (FCPU) needs
to provide regulated 120 +5 percent VOC electrical power of 14.5 kW (23.0 kW
peak) to each shelter interface. The distribution of the FCPU power to various
shelter functions is shown as steady and/or noncontinuous quantities as indi-
cated.

Throughout most of the year the shelter load demand has a steady state.value of
14.5 kW dc with an additional peak of 1.0 kW for 10 seconds every five min-
utes. The most severe shelter load transient has a peak power of 23.0 kW and a
duration of 48 hours before reverting to the steady state load. This transient
is expected to occur randomly, but only once a year per shelter, and its pri-
mary Yeature is an eight hour charge of the Mobile Operational Support Equip-
ment (MOSE) emergency battery at the 4.0 kW level and a 0.6 kW charge of the
Resident Operational Support Equipment (ROSE) emergency battery for four hours.

Random but possibly simultaneous functions including operation of the ROSE sump
pump (48 hours) and lighting (12 hours). These pump and l1ighting variations
may cause two kW swings in power demand for time periods as low as ten
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seconds. Four additional transients to peak loads of 23.0 kW are expected to
occur randomly throughout the year for durations of one hour or less.

2 4.2.2 MX SHELTER POWER APPLICATIONS AND REQUIREMENTS DATA SHEETS

To summarize investigations into the requirements for individual units to pro-

‘. vide MX shelter prime power, two documents have been prepared. They are:

-

s e Applications Data Sheet - W - ADS - 1/6

ﬁi e Requiremehts Data Sheet - W - RDS - 1/6

?. The two documents set forth the primary requirements and design considerations

fﬂ for the MX shelter prime power application. The Applications Data Sheet (ADS)

ﬁ; is specifically directed at the MX application. The requirements data sheet is
broader in scope and sets forth operating and performance characteristics and

performance requirements for 23 kW fuel cell power units. The Applications
Data Sheet is given in Agpendix C-1A. The Requirements Data Sheet is given in

. RN Appendix C-1B.
‘!l ‘]'. pp

”? The reasons for this duality of documents is the result of circumstances. The

= primary source of information on the MX shelter power system requirements was

- the U. S. A'r Force Ballistic Missile Office (BMO). However, BMO has been con-
cerned, primarily, with the utility grid baseline system. As such, BMO was
thoroughly familiar with detail requirements for'the utility grid system, but
was not in a position to provide, readily, detail requirements for a small
independent power source for MX service. BMO could provide information on the
magnitude and nature of the various MX shelter loads. This information was
obtained from BMO documents supplemented by private communications with 8M0
personnel.

5! For design purposes, the BMO information needed to be translated into a detail
f- set of FCPU requirements. The translation method selected was to first create
?. a generic spec (W-RDS-1/6) for a 23 kW FCPU based on military specifications

‘. for small diesel and gas turbine electric power units to service loads similar
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to that of a MX shelter. Specification W-RDS-1/6 was then modified to provide =
a fit to the specific MX application as W-ADS-1/6.

4.3 POWER PLANT DESIGN
4.3.1 INTRODUCTION

General requirements of a Fuel Cell Power Unit (FCPU) to provide MX shelter
power are:

o FCPU sized and configured to satisfy the electric power
requirements of an individual MX shelter

® Remote unattended operation of the unit

o A minimum of 99.9 percent electric power availability to the
individual shelter without electrical interconnections between
individual power uni*s. This is to minimize nuclear bomb
electro-magnetic pulse (EMP) effects. ’

e A design of FCPU that can be developed for quantity (4600
units) and quality delivery in a 1986-1989 time frame

e Minimization of FCPU capital, operation and maintenance costs
while satisfying the other requirements '

These characteristics can best be met by a simple design that employs proven
fuel cell de. -~ concepts.

The designs chosen were based on a thorough evaluation of various fuel cell
options. Tradeoff studies were conducted to arrive at preferred design
arrangements. The major subsystems and overall process options are described
in Section 4.3.2. System aspects, such as operation and control, size and
weight, etc., are discussed in Section 4.3.3. Power plant usage concepts and
considerations, such as the logistics of fuel supply and maintenance, and over-
all power system availability, are presented in Section 4.3.4.

4.3.2 PROCESS OPTIONS AND MAJOR SUBSYSTEM DESCRIPTIONS

Several options were considered for each of the following FCPU major subsystems:




gt s Oy a3 S T W vy » o g e .
OASOMICII LG L N ) e A e e g e O T G A A s e A AT DN AU ST ARG AR
.

..... e -

.
N
e Fuel Processing
(| | o Fuel Cells
' | e Power Conditioning
e Balance-of-Plant
The options -that were selected and the proposed FCPU designs are described
hereafter, along with a FCPU performance and major subsystem design parameters.
<: 4.3.2.1 SYSTEM OPTIONS AND COMPONENTS

= The key desired characteristics for an application such as a MX Shelter Power

Plant are high reliability, low fuel consumption, and low capital cost balanced

against other needs. The PAFC concept most favored for meeting these charac-

[ teristics is an unpressurized, air cooled PAFC design, similar to designs under

;. development for U. S. Army portable electric power.

. N The RES fuels selected are methanol and ethanol. Fuel processing of ethanol

L o into a form suitable for fuel cell subsystem use is more difficult than with

: methanol. Ethanol reforming is done at higher temperatures and requires more
steam than methanol. The process designs of the two units are nearly identical
except for the fuel reforming operations. It is informed opinion than an etha-
rol fuel processing system will process methanol, satisfactorily. The reverse
situation is not promising.

Atmospheric air cooled design is recommended for a MX shelter power type unit.
Neither pressurized operation or water cooling is expected to offer a design
advantage and would result in a power unit with higher initial cost and lower
system reliability. Pressurized cell operation could be used to reduce stack

S size or improve cell voltage and system efficiency. Since power unit size is

, not a major constraint and the proposed designs are capable of heat rates below

5 9000 Btu/kW, there is 1ittle incentive for proposing pressurized operation.
Pressurized design will increase stack cost and add additional components to

. the system. More importantly, these components will decrease the ability to

@ _ meet the high reliability goals established for the application.
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A water-cooled fuel cell design offers some advantages to the MX power unit,
but has not been recommended for this application. In the MX power unit, the
size of system heat exchangers, air ducting, and blower size and auxiliary
powe? requirements could be decreased. However, it is doubtful that the margi-
nal capital and operating dollars savings that would result would be enough to
offset the increased stack cost for water-cooled design. To provide adequate
cell cooling and avoid hot spots, a large number of small diameter tubes must
be uniformly distributed throughout the stack and connected to a common supply
and return manifold. To prevent localized chilling, the system is normally
pressurized to maintain water temperature below the boiling point but close to
cell operating temperature. Each of these tubes are therefore operating under
pressure, in an environment where stack acid leakage may occur. The cost and
reliability of this design is considered less favorable than an air cooled
design.

4.3.2.2 POWER PLANT PROCESS DESIGN DESCRIPTION

A conceptual schematic identifying the major process components in the methanol
unit is shown in Figure 4-5. Mass flow rates, temperatures, and heat exchanger
loads at 23 kW peak output are listed in Table 4-3.

The system operates on a proportioned mixture of fuel and water (58 percent wt.
methanol, 42 percent wt. water). To minimize overall system fuel consumption,
the amount of water used in the reforming process should be minimized commensu-
rate with satisfactory operation of the reformer. Energy Research Corporation
experience with methanol reformers is that the minimum ratio of methanol to
water that can be used satisfactorily is the 58 percent wt. to 42 percent wt.
selected.

Vaporization of the mixture takes place in a liquid/air heat exchanger situated
in the fuel cell air cooling loop. The vaporized fuel is superheated to
approximately 600°F and steam reformed into a 70 percent vol. hydrogen gas
within a single unit. Endothermic reforming heat is provided by combustion of
unused hydrogen exiting the fuel cell anode. With fuel vaporization located
outside the reformer, there is sufficient energy in the anode waste gas to
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provide for all superheat and reforming heat requirements, based on a fuel cell
operating at 85 percent hydrogen utilization.

The catalyst used in the reformer is a commercial copper - zinc oxide grade.

It promotes both reforming and water-gas shift reactions, thereby limiting the
amount of carbon monoxide in the product gas. Typical reformed gas concentra-
tion of 70 percent vol Hz, 23 percent vol COZ, 6.5 percent vol HZO, and less
than 0.5 percent vol CO is obtained at equilibrium outlet temperatures near
350°F. No additional fuel conditioning is needed before entering the fuel cell.

Oxygen consumed in the fuel cell reaction with hydrogen is providec / makeup
air supply. To enhance recovery of water from the cell exhaust air .dkeup air
should be limited to less than two times cell oxygen needs. Makeup © is com-
bined with recycled air to provide a sufficient total air mass for - cooling
while maintaining high inlet air temperatures necessary for good cell perfor-
mance. Waste heat is removed from the cooling air loop via the fuel/steam
vaporizer and an air/air heat exchanger.

Water is recovered from the process by combining both cell exhaust air and
reformer combustion products and utilizing an air to air heat exchanger.
Approximately 40 percent of the water in the system exhaust is recovered by
cooling to 120°F. This provides all of the water required within the process
(i.e. no fresh makeup water is required) up to an ambient temperature of about
110°F. For operation above 110°F excess condensate collected during the cooler
portions of a day is stored in the condenser sump. This water is used to sup-
plement the water supply during the hotter hours of a hot day.

A conceptual schematic identifying the major process components in the ethanol
unit are shown in Figure 4-6. Mass flow rates, temperatures, and heat
exchanger loads at 23 kW peak output are listed in Table 4-4.

The system operates on a proportioned mixture of ethanol and water which is

steam reformed into a hydrogen rich gas. Although there is little ethanol
reforming experience upon which to base the design, a steam/carbon molar ratio
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of 1.75 (steam/ethanol ratio of 3 ~) and a reforming temperature of 650°F :ﬂj
[!! (min.) was selected for this analysis. Ethanol reforming tests recently con-
- ducted at Energy Research Corporation indicate that these values appear reason-
able. Developmental tests will be needed to verify the ideal operating temper-
ature and fuel mix.

?!! As with the methanol unit, vaporization of the mixture takes place in a liquid/
: air heat eXchanger situated in the fuel cell air cooling loop. The vaporized
fuel is superheated to approximately 650°F and steam reformed into raw gas con-
taining 69 percent hydrogen using a series chain of three elements, a reformer,
cooler, and shift converter. Endothermic reforming heat is provided by combus-
tion of unused hydrogen exiting the fuel cell anode. With fuel vaporization
located outside the reformer, there is sufficient energy in the anode waste gas
to provide for all superheat and reforming heat requirements, based on a fuel
cell operating at 85 percent hydrogen utilization. No additional furnace fuel
is required under normal operating conditions.

The reformed gas is cooled to 350°F in the fuel superheater and passed through Q;J
a low temperature shift converter. The gas composition exiting the shift con-
verter, and entering the fuel cell, consists of 69 percent H2’ 22 percent C02,
7.3 percent Hzo and 1.5 percent CO.

Oxygen consumed in the fuel cell reaction with hydrogen is provided by a makeup
air supply. To enhance recovery of water from the cell exhaust air, makeup air
is 1imited to less than two times cell oxygen needs. Makeup air is combined
with recycled air to provide a sufficient total air mass forice11 cooling while
maintaining high inlet air temperatures necessary for good cell performance.
Waste heat is removed from the cooling air loop via the fuel/steam vaporizer
and an air/air heat exchanger.

Water is recovered from the process by combining both cell exhaust air and
reformer combustion products and utilizing an air to air heat exchanger.
Approximately 54 percent of the water in the system exhaust is recovered by
cooling to 112°F. This provides all of the water required within the process
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(i.e., no fresh makeup water is required) up to ambient temperatures of about
100°F. For operation above 100°F excess condensate collected during cooler
portion of the day is stored in the condenser sump. This water is used to sup-
plement the water supply during the hotter hours of a hot day.

4.3.2.3 POWER PLANT DESIGN PERFORMANCE

A cell current density of 150 amps/ft2 (ASF) was selected as the design basis
for both power units during 23 kW peak output. Based on reformer product gas
compositions and existing state-of-the-art PAFC cell performance, the projected
system operating points for fuel cell voltage and current characteristics are
shown in Figure 4-7.

The fuel cell stack design for the units was chosen primarily to obtain high
cell voltage and electrical efficiency at normal output, while limiting waste
heat removal, fuel requirements, and associated equipment sizes at peak out-
put. It was determined during the design of the methanol-fueled FCPU that the
chosen current density (150 ASF) results in the lowest 1ife cycle costs. A
summary of the cost analysis results are given in Table 4-5.

Higher current density designs offer considerable reduction in stack size for a
given power requirement. Changing the proposed fuel cell design from 150 ASF
to 225 ASF at peak output offers a 30 percent reduction in stack size. How-
ever, it also results in a 16 percent loss in cell efficiency and 16 percent
increase in fuel use and waste heat removal requirements. This increase
affects the majority of components in the power unit (air, fuel, water, elec-
trical). The capital costs of these components exceed those of the fuel cell
stack. The largest impact, however, may be in the increased cost of fuel over
the power plant life. Assuming a stack 1ife of five years, a variable cell
cost of $50/ft2, and methanol at 80¢/gal, changing the cell operating point
from 150 ASF to 255 ASF will result in an additional annual outlay of $1,540.
This does not include the increased costs of designing all auxiliary components
to support 255 ASF operation. To obtain output voltage, higher current density
design also leads to smaller cell sizes which result in a higher cell cost per

square foot.
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The methanol FCPU performance is shown in Table 4-6. The major component
design parameters and predicted performance are given in Table 4-7. A conser-
vative reformer thermal loss of 9,000 Btu per hour (2.6 kHt) was assumed. This
heat loss could most likely be reduced, resulting in a higher reformed furnace
exhaust gas temperature. However, it is not clear that this would result in
lower FCPU heat rates. If the hotter exhaust gas was utilized to preheat com-
bustion air, the furnace fuel requirements could be reduced. Since unreacted
hydrogen in the anode exhaust is the sole source of reformer furnace fuel,
reduced fuel requirements necessitate operating the fuel cell with a higher
hydrogen utilization. High hydrogen utilization has further implications
including reduced cell voltage and lower furnace flame temperatures. There-
fore, further improvement of plant heat rate by reduction of reformer heat
losses requires careful study and overall performance optimization.

The ethanol FCPU performance is shown in Table 4-8. Major component design
parameters are given in Table 4-9., System electric generating efficiency,
defined as the net dc output divided by the higher heating value of the fuel,
is 40.4 percent at peak load (23 kW) and 41.5 percent at normal load (15 kW).
These represent plant heat rates of 8,450 and 8,220 Btu per kilowatt-hour,
respectively.

4.3.3 FUEL CELL POWER UNIT CHARACTERISTICS
4.3.3.1 SYSTEM OPERATION AND CONTROL

There are six major control functions which must be exercised to provide an
operational unit. These functions are outlined in Table 4-10. The nature of
the control required is similar to that required of smaller methanol fueled
units developed or under development by the Energy Research Corporation for the
U. S. Army. For these army units, a microprocessor based control was

selected. A similar concept has been selected for operational control of these
FCPU's. The two major reasons for using a microprocessor are: (1) flexibility
to accommodate the control system to either unanticipated or anticipated system
changes, such as a change in system design to allow use of either methanol or
ethanol fuel; and (2) minimum development risk on the control system because of
prior Energy Research Corporation experience.
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TABLE 4-6

DESIGN DATA SUMMARY SHEET
METHANOL FUEL CELL POWER UNIT

DESIGN BASIS

Power Qutput, kW (Nominal/Peak) 15/23

Regulated DC Qutput Voltage 120

Fuel Type Methanol

Ambient Temperature, °F =25 to 120

Altitude, Ft. Above Sea Level 5000

Make-up Water, gpm 0
PROJECTED PERFORMANCE

15 kW Normal 23 kW Peak
Qutput Qutput

Gross Power, kW 17.6 . 26.0

Parasitic, kW 1.7 1.7

DC/DC Conversion, % 95 95
Net Power, kW 15.0 23.0
Fuel Cell Voltage, VDC per cell .684 .640
Hydrogen Needs, 1bs/hr 2.12 3.34
Methanol Consumption, 1bs/hr 13.3 21.0
Fuel Rate, gal]onsoger hour 2.03 3.20
Fuel Heat Input, 105 Btu/hr(1) 130.0 205.0
Electric Qutput, 103 Btu/hr 51.2 78.5
System Efficiency, % 39.4 38.3
Heat Rate, Btu/kW-hr 8667 8913
System Starting Time, Minutes 30-40
System Weight (excl. Fuel
Storage), 1bs. 1500
System Volume, Ft3 97
System Footprint, Ft2 17

(1) Liquid methanol - HHV = 9764 Btu/ib; S.G = 0.787
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TABLE 4-7
MAJOR COMPONENT DESIGN PARAMETERS - METHANOL FCPU

FUEL CELL
Design Pressure, PSIA ATMOSPHERIC
Design Temperature, °F 350
Cell Hydrogen Utilization, % 85
Process Air Stoichiometry 2
Cooling Load, 10 Btu/hr 85,000
Output Voltage, DC 150
No. of Cells Required 235
Active Cell Area, ft 1.15
Operating Point, vpc* @ ASF '
23 kW Output .640 (@) 150 ASF
15 kW Output .684 (@) 95 ASF (D |
- Process/Cooling Air Rate, SCFM 700
= FUEL_CONDITIONER
P Design Pressure, PSIA ATMOSPHERIC
.Ej Catalyst Type | Cu=-Zn0
- Burner Blower Output, SCFM 550
[ Combustion Stoichiometry 1.5
E" Startup Firing Rate, GPH 4.5-6.3
3 , Btu/hr x 10° 360-480
5 Shift Catalyst Volume, ft3 .5
& MISCELLANEQUS EQUIPMENT
Cooler Fan Qutput, SCFM 400
E Water Condenser Fan Output, SCFM 800
E,‘ *ypc = volts OC per cell
1 )
bo
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TABLE 4-8

DESIGN DATA SUMMARY SHEET
ETHANOL FUEL CELL POWER UNIT

DESIGN BASIS

Power Qutput, kW (Nominal/Peak)
Regulated DC Output Voltage
Fuel Type

Ambient Temperature, °F
Altitude, Ft. Above Sea Level
Make-up Water, gpm

PROJECTED PERFORMANCE

15/23

120
Ethanol
-25 to 120
5000

0

(1) Liquid ethanol - HHV = 12,780 Btu/1b; S.G = 0.789

15 kW Normal 23 kW Peak
: Output Output
w
Gross Power, kW 17.6 26.0
Parasitic, ki 1.7 1.7
DC/DC Conversion, % 95 95
Net Power, kW 15.0 23.0
Fuel-Cell Voltage, VDC per cell .684 .640
Hydrogen Needs, 1bs/hr 2.12 3.34
Ethanol Consumption, 1bs/hr 9.65 15.2
Fuel Rate, gallons per hour 1.47 2.31
Fuel Heat Input, 103 Btu/hr(l) 123.3 194.3
Electric Output, 103 Btu/hr 51.2 78.5
System Efficiency, % 41.5 40.4
Heat Rate, Btu/kW-hr 8220 8450
System Starting Time, Minutes 30-40
System Weight (excl. Fuel
- Storage), 1bs. 1500
¢ System Volume, Ft3 105
z System Footprint, Ftl 19
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TABLE 4-9
MAJOR COMPONENT DESIGN PARAMETERS - ETHANOL FCPU

FUEL CELL
g. Design Pressure, PSIA ATMOSPHERIC
- Design Temperature, °F 375
- Cell Hydrogen Utilization, % 85
tl Process Air Stoichiometry 2
S Cooling Load, 10° Btu/hr 85,000
t Output Voltage, DC 150
3 No. of Cells Required 235
- Active Cell Area, ft? 1.15
Operating Point, vpc* @ ASF
23 kW Qutput .640 (@) 150 ASF
15 kW OQutput .684 (@) 95 ASF
Process/Cooling Air Rate, SCFM 700

FUEL CONDITIONER

Design Pressure, PSIA ATMOSPHERIC
~ Catalyst Type Cu~Zn0

Space Velocity, hr! 1,500

Catalyst Volume, ft3 .35

Burner Blower Output, SCFM 5-50.

Combustion Stoichiometry 1.5

Startup Firing Rate, GPH 6-8

, Btuhr x 108 360-480

MISCELLANEQUS EQUIPMENT
Cooler Fan Output, SCFM 400
Water Condenser Fan Output, SCFM 800

*vpc = volts DC per cell
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TABLE 4-10
MAJOR CONTROL REQUIREMENTS

FUNCTION METHOD

Load Following Current measurement feedback
to fuel valves

_ * Fuel & Water Mixing Constant Pressure
L X Proportioning valves
Reformer Temperature Burner Air Control Supplemental
Firing
Fuel Cell Temperature Recirculation Air Temperature

Control via Cooler Fan Speed

Exhaust Gas Water Load Following damper control
Concentration to maintain 2.0 Stoair supply
Water Condenser Cooling Differential Temperature Control
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FCPU starting is achieved by heating the reformer catalyst and fuel cell to
operating temperature by combusting fuel in the reformer and diverting a por-.
tion of the combustion gases for fuel cell heating. Heating of the fuel cell
is accomplished by circulating cell air through a startup heat exchanger, situ-
ated at the fuel cell air inlet. Thermocouple (RTD) sensors are used to con-
trol burner firing rate. For starting, a battery of 0.75 kWh at the one hour
rate will provide sufficient power for operation of system components (exclud-
ing cooler fan and water condenser fan) for the 30-40 minute starting period.
This could be the two hour Ni-Cd battery in the MX ROSE or an auxiliary battery
carried by the “startup" crew.

Load following is obtained by measuring fuel cell current output (demand) and
adjusting fuel and water proportioning valves. This controls the volume of
reactants entering the reformer and hydrogen output to the fuel cell. Rapid
transient response capability (two seconds from 15 kW to 23 kW with full volt-
age recovery) is obtained by supplemental liquid fuel combustion, plus an
increase in fuel cell anode flow passages total design volume of 0.5 ft3 over
steady state required volume.

Thermal System Control is obtained by monitoring reformer and fuel cell temper-
atures and adjusting flow rates, accordingly. Reformer catalyst temperature is
controlled by changing combustion temperatures by controlling combustion air
fan speed or damper positioning at the reformer exhaust outlet. Fuel cell
plate temperature is maintained at 350°F by controlling temperature of the
recirculation air. As load decreases on the fuel cell, recirculation air tem-
perature is increased to maintain cell air outlet temperature at 350-375°F.
Recirculation air temperature is increased by reducing cooler fan speed or
damper c¢pening.

To maintain water concentrations in the cell exhaust at high levels during part
load, fresh air supply is reduced. This is accomplished by using an air damper
controlled in response to current demand. The damper would be proportioned to
maintain desired makeup air to the process air blower during all load condi-
tions. This function is necessary to maintain a high dewpoint for water
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recovery. At part load conditions the water condenser fan speed would be
reduced to conserve power. To insure adequate water recovery, fan speed would
be controlled to maintain system exhaust below the design dewpoint temperature;
ambient temperatures permitting (see previous Section 4.3.2.2).

4.,3.3.2 SYSTEM SIZE AND WEIGHT

The projected volume and weight of the power units is shown in Table 4-11.
These projections are based on scaleup of existing designs with allowances for
additional components, including water recovery and heat removal equipment.

The fuel cell stack is the largest and heaviest component, comprising about

40 percent of the assembled power unit weight and approximately 12 percent of
system volume. Electrical control equipment, including the main power condi-
tioner, and parasitic power control equipment comprises about 25 percent of
power unit weight and 10 percent of system volume. Water recovery equipment is
the largest component by volume, comprising approximately 13 percent of pro-
Jjected power plant volume.

4.3.3.3 SYSTEM FIRST COST

An estimate of the production cost of uninstalled 23 kW FCPU's is shown in
Table 4-12. The basis of the cost estimate is an internal cost study by the
Energy Research Corporation (ERC) of the costs of ERC's conceptually similar
1-1/2 kW U. S. Army unit as produced in 1000 unit production lots. The costs
for the smaller unit were updated, adjusted for equipment size differences, and
addition of water recovery apparatus to arrive at the 23 kW FCPU valves. As
can be seen, the units are estimated to cost $2,440/kW for ethanol and
$2,320/kW for methanol.

Westinghouse carried out an independent analysis of the cost of the 23 kW etha-
nol FCPU. This analysis of the cost was derived from costing studies in sup-
port of the Westinghose programs on FCPU's for electric utilities and much
smaller on-site integrated energy systems. Westinghouse estimates the cost of
the ethanol FCPU at $2,490/kW. Because of the preliminary conceptual nature of
the design, the difference of $50/kW between the ERC and Westinghouse ectimates
is not significant.

4-35

— 5 - e g . - . . s Lo . N S e T N



A |
S0
0°8
¢'0
0°9
0°L
§°¢cl

V1341
oel
0G¢
0cL
08 08
08 0°0lL 09
o€ - -
0L 0°olL 0cl
€ - -
o€ 0°9 0€
oL 01 ot
0g9 §°¢l 0€9

€

34 ‘suniop sqL “3yblap

Lun Louey33

c3¥ “oun(oj SqL “IubLap

3tun [ouey3aN

S3ZIS 1IN3INOIWOI SW3ILSAS
LL-¥ 378Vl

(%05) 4030e4 bulbeyoey
aseg pLyS ‘uoLjegnsuj
Burdig <6up3Iong "Ity
A3UOL3LpPU0) J43MO4 Inding
sjusuodwo) jouajuo) pue
sal|ddng Jamod bHuidaayasnoy
BuLApep ‘sJamo|g B sueq “sdung
J95U3puUO) AUDA0I3Y JDIEM
40303y 33LUS
ALQURSSY J43uang/Jsuio043y
431009 Ssey
Jabueyox3y Jeay uoLIe[NnIALIDY
J48Zaodep |ang
SplOjLuel/m Yoe3s | |3) [9Nn4

4-36

_ . N

P Y




....................................................................

TABLE 4-12

,
+‘ PROJECTED cosT(1)
4 23 kW POWER UNITS

] Ethanol Methano)

Fuel Cell Assembly . 17,400 17,400
Reformer/Burner Assembly 8,500 8,000
Fuel Delivery 3,000 3,000
o Air Delivery 5,500 5,500
e Water Delivery 2,500 2,500
Heat Exchangers 10,000 8,000
Automatic Control Unit 1,200 1,200
Sensors and Drivers ‘ 3,000 2,800
“Housekeeping" Power Supply 2,000 2,000
Structural 3,000 3,000
$56,100 $53,400

$ 2,440/kW $ 2,322/k

(1) The above represents cost projection for 1,000 units of production, 1980%.
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4.3.3.4 SYSTEM RELIABILITY

The Mean Time Between Failures (MTBF) of the FCPU's are estimated to be 3,770
hours for the methanol unit and 3,690 hours for the ethanol unit. The antici-
pated failure rates of FCPU components are given in Table 4-13. Most of the
values come from typical failure rate data associated with USAF fixed ground
support systems as reported by Rome Air Development Center (NPRD-1). For the
fuel cell and reformer, it was assumed that failures will be of the "wearout"
type, with the “wearout" caused by catalyst degradation over a lifetime of
40,000 hours. At the present time, this is the PAFC industry lifetime goal
before cell replacement.

The MTBF of the FCPU's can be increased by adding redundant components, and
increasing ducting and tubing wall thickness and support to improve the ducting
and tubing mechanical integrity. For example, if the housekeeping power sup-
ply, automatic control unit circuits, flow valves, temperature sensors and
reforming catalyst were "doubled-up" and reinforced ducting and tubing used,
the FCPU's MTBF is estimated to increase to approximately 5,500 hours and 5,400 -
hours .for the methanol and ethanol units, respectively. These changes will 'Qj
increase the estimated capital cost of the units about 23 percent.

4.3.3.5 DESIGN LIFE AND MAINTENANCE CHARACTERISTICS

The major design and maintenance characteristics for the MX Shelter power unit
are shown in Table 4-14. Maintenance of the PAFC system is expected to be min-
imal in comparison to alternative systems. The fuel cell stack represents the
primary maintenance cost, with replacement anticipated within 4.5 years. Life
testing of fuel cell stacks have demonstrated performance of 40,000 hrs and
above without major voltage losses. Typical voltage loss projected by the PAFC
industry over 40,000 hours is 10 percent. This is largely due to deactivation
of the fuel cell platinum catalyst. A voltage loss in excess of 10 percent
from the MX shelter FCPU fuel cell stacks could 1imit output power to less than
23 kWe peak.

Reformer catalyst deactivation can be expected to occur within a similar time
frame. Deactivation would be caused by poisoning or catalyst sintering. Life 1
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TABLE 4-13
RELIABILITY ESTIMATE(D)
MAJOR COMPONENT FAILURES
23 kW POWER UNITS
Methanol Ethanol
Failure Rate Failure Rate
No./106 Hours No./106 Hours
Fuel Cell 25.0(2) 25.0(2)
Reformer 25.0(2) 25.0(2)
Burner 15.0 15.0
Heat Exchangers 6.0 7.0
Fuel Pump 7.5 7.5
Water Pump 2.8 2.8
Air Blowers 22.5 18.5
Microprocessor 20.0(3) 20.0(3)
"Housekeeping" Power Supply 20.0(3) 20.0(3)
Valves
Flow 24.9 24.9
Pressure Regulating 7.2 7.2
Solenoid 8.0 11.2
Relief 4.8 4.8
Check 12.0 12.0
Sensors
Pressure 2.7 2.7
Level 4.8 7.2
Temperature 29.0 34.8
Current, Power 3.2 3.2
Ducting 15.0 15.0
Tubing 10.0 10.0
265.4 MTBF = 270.9 MTBF =
3,770 Hours 3,690 Hours
(1) Based on average data from non-electric parts reliability data NPRD-1, Rome
Air Development Center, 1978.
(2) Assumes fuel cell and reformer catalyst 1ife of 40,000 hours.
(3) Assumed values for high reliability designs.
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TABLE 4-14
SYSTEM DESIGN LIFE AND MAINTENANCE CHARACTERISTICS

SYSTEM DESIGN LIFE GOAL 20 yrs min,

MAJOR REPLACEMENT

Fuel Cell Stack 4.5 yrs
Reformer Catalyst 5 yrs
Power Conditioning 12.5 yrs

FORCED OUTAGE MAINTENANCE
General Inspection & Cleaning yearly
Component Failures (MTBF) 3,770/3,690 (5 months)

ON_LINE MAINTENANCE

Fuel and Air Filter Replacement 6 months
Acid Replacement yearly
Calibration & Adjustment yearly
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test data on methanol reforming catalysts have demonstrated 10,000 hrs without
loss of catalyst activity or integrity. Similar catalyst lifetimes are antici-
pated when reforming ethanol. It is anticipated that proper reactor thermal
design and catalyst tube design can support a five year or higher catalyst
replacement life.

Under “Forced Outage Maintenance" and "On-Line Maintenance” of Table 4-14;
there are five items. The characteristics designated as yearly are derived
from Energy Resesrch Corporation's experience on other PAFC programs.

Because the expected MTBF for a unit is five months, the yearly maintenance for
a majority of the units can be taken care of during a shutdown for repair.
Those units which do not fail can get a yearly service call.

4.3.4 POWER PLANT USAGE CONCEPT/CONSIDERATIONS FOR MX SHELTER POWER

The proposed concept consists of individual Fuel Cell Power Units (FCPU's)
located adjacent to each MX shelter. Each FCPU consists of a single phosphoric
acid fuel cell power generator rated at 15 KWe (nominal), 23 KWe (peak) capac-
ity. System availability is maintained at or above the desired 0.999 level by
a combination of FCPU reliability and maintenance procedures. A1l FCPU's for a
23 shelter cluster share common fuel facilities but are not electrically inter-
connected. A more thorough discussion of concept logistics considerations and
proposed solutions follows.

4.3.4.1 FUEL SUPPLY

The FCPU's are designed for use with commercial fuel-grade alcohols. Since the
fuel processing portion of the FCPU requires the intimate mixing and reaction
of alcohol and steam, the use of neat alcohol (moisture-free) is not required.
However, the FCPU is sensitive to a variety of fuel contaminants, most notably
sulfur, nitrogen, heavy metals, olefins, and heavy hydrocarbons. Therefore,
the content of these impurities should be limited to a few parts per million.
Traces of higher alcohols may be present in the fuel and should present no
problem. The choice of water content in the fuel is one of logistics and

cost. Lower proof (more water content) alcohol may be less expensive, but
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would require larger storage and distribution systems. For usage considera-
tions it is assumed that the FCPU uses fuel-grade alcohol with a minimum C,HOH
content of 95.6 percent (ethanol fuel) or a minimum of 96 percent CH3OH (metha-
nol fuel) as the case may be.

A central fuel receiving and storage facility is planned for each MX cluster of
23 shelters. Two months fuel storage of ethanol (approximately 60,000 gallons)
would require a tank 24 ft diameter by 20 ft high, while 80,000 gallons of

methanol would require a tank 30 ft dia x 15 ft high. Fuel would be delivered
‘!l , from the central storage facility to the FCPU's located at each shelter by pip-
. ing. Each FCPU would have a 100 gallon (two/three day) storage tank. Repairs
to gas or water utility lines do not usually take more than 48 hours.

A cluster consists of a linear array of 23 shelters on an average of 5,200 foot
centers. This is a distance of approximately 115,000 feet from the first shel-
ter in an array to the last. It will be assumed that the central fuel storage
will be placed near the first shelter of a cluster just behind the road bar- !;J
rier. Fuel at a rate required by a total cluster is initially introduced into
a single fuel pipeline extending the length of the cluster. The size of pipe
required is very small. The entrance (fuel tank) end fuel velocity would be
only 3 inches/second in a 1-inch internal diameter pipe at the nominal total
cluster fuel flow rate of 48 gallons/hour of methanol.

For cost estimation purposes, it is assumed that the central fuel tank would be
elevated above the levels of the shelters. The fuel would be fed by gravity to
shelters. The tank would be surrounded by a fence to prevent casual intru-
sion. The pipe would be buried to prevent casual damage by live-stock or other
intruders.

The costs are estimated as follows:




Ethanol Methanol

it h Cluster  Per Shelter Cluster  Per Shelter
Piping, Installed $172,500 $ 7,500 $172,500 $ 7,500
Main Tank, Installed 60,000 2,610 80,000 3,480
23 Individual Shelter Tanks, 11,500 1,500 11,500 1,500
Installed

TOTALS  $244,000 $11,610 $264,000 $12,480

4.3.4.2 MAINTENANCE AND SPARE PARTS

L ) To establish the maintenance and spare parts requirements for application of an
FCPU to the MX application, preliminary study from an overall system level per-
spective was conducted. Five general areas were assessed in this preliminary
study: ’

1. The definition and selection of generic options.

. . 2. General features and considerations for the comparison matrix tradeoff
\ L) study of these options.

3. Availability scenarios, servicing considerations and uncertainty con-
clusions for reference option selected.

4. Annual cost of maintenance and spare parts.

5. The impact of change in the design reliability for the fuel cell power
unit.

Options for system design were defined as variations on the following basic
approaches to obtain enhanced availability with the FCPU:

e Power units interconnected electrically

- all units interconnected as net
- groups of units (partially interconnected)
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e Completely independent units with availability of on call
recovery service

- without use of on-site batteries

- with use of on-site batteries

- with use of on-site batteries and transportable Auxiliary
Power Unit (APU)

e No special system availability enhancement - provide scheduled
service and move missile if in faulted shelter until recovery
of the power unit in planned servicing operation.

The optional system concepts selected for assessment included three that had
the potential of meeting all of the basic requireménts and criteria and a
fourth which was included for comparison purposes, but which would impose a
departure from the general requirement of individual shelter availability.
These four generic system concepts were: 1) utilization of electrical inter-
connection between power units to provide the required availability and flexi-
bility, 2) complete separate units with stand-alone capabilities relying upon
on-site battery storage for two hours during which a repair crew could be pro-
vided to repair the unit (the two hour period of use of the on-sipe batteries
would be at reduced power. The on-site batteries do not have the capability of
providing 15 kWe continuously for two hours), 3) the same as the second option,
but providing the repair crew with an auxiliary power unit, probably diesel,
and that would permit them to extend the service time and minimize the use of
on-site batteries, and 4) no enhancement of availability but the option to move
a missile and reroute it to areas that had power. This latter option is not
acceptable since it imposes additional requirements on the SAC operation.

These four options were compared on the basis of a number of parameters to
establish which concept provided the greatest potential for a successful system
utilizing the fuel cell. Qualitative relative ratings were established on a
subjective scale to provide an initial comparative assessment. This comparison
is shown in Table 4-15. Of the parameters that were assessed, a heavier
weighting was considered for availability and cost. These were looked into in
more detail once the preferred system (System 3) was made visible.
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TABLE 4-15
FCPU MX TRADEOFF COMPARISON MATRIX®
« | GROUPED SYS. INDEPENDENT SYS.
oPTIONS | INTERCONNECT ON SITE BATTERY fA’APU FOR MISSILE
SITES FOR SERVICE TIME | SERVICE TIME | REROUTING
:- P R
' Parameters
_ 1 2 3 1 4
Req'ts Met
g o Safety Yes Yes Yes No
® Performance |{(OK on all) (Conditional) | (OK on a1l)
o System
Interface
Availability/?
Confidence
Level-Shelter ! 3 : 2 5
Power
s Vulnerability
¥ -Sabotage, etc S 2 2 2
EMP Survival 52 1 1 1
Service Skills 3 2 2 2
Level of Service |
Required 2 3 3 2
Cost - Capitald 5 2 2 1
- Operating 3 3 4 5
Overall
Complexity 4 2 3 L
Technology b
Status L 2 2 !
NOTES:
1$ tradeoffs for reliability needed vs. crew/equipment requirements.
2partial groupings are still high risk and costly.
32 tradeoffs needed to better compare these systems.
bSome fuel cell modules development for quick component replacement.
-~ SRating System: 1-Excellent, 2-Very Good, 3-Good, 4-Fair, 5-Poor.
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Hardware Costs

Looking at Table 4-15, the subjective assessment was that interconnection of .
the FCPU's would give the best shelter power availability of the four schemes
considered (System 1). However, it would also make the solution of the EMP
problem a technically difficult design requirement on an overall system basis.
In addition, there is the added cost of the interconnections which are not
required by any of the other three approaches. An estimate of these intercon-
nection costs was made. The results are summarized in following Table 4-16.

~ TABLE 4-16
SHELTER/INTERCONNECTION-DC-DC
Distance Between Shelter Units 5,200 Ft
Power Level 15 kW dc
Voltage - 120 Vdc +5%
Loss Accepted (voltage) ' 5%
~ Cable Cross-Section Needed 2.8 in? -
: Cost of Cable/Shelter Unit $400,000/unit ~
' Other Equipment/Shelter Unit $25,000/unit
Cost per Year - (12-1/2 years) $30,000/unit
I; It will be noted that the estimated cost of $30,000/unit/year is more than half
¢ the cost of an FCPU proper (see previous Table 4-12.).
. The spare parts needed to restore a FCPU to operating status after a failure,

on the average, is not changed much, if at all, by the particular usage/
servicing scenarios examined. The spare parts' costs are determined by what
needs to be replaced because of FCPU random and wearout failures.

In assessing replacement parts' cost, four scenarios were considered. The
first was to assume that replacement of the FCPU would take place at the end of
nominal five year service life of the fuel cell program. At the five year
point, the FCPU would start on time zero again and would operate potentially,
for another five years. The second scenario was to assume a reasonable salvage
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value (40 percent) for the items replaced under t@e first option approach. The
third scenaro was to permit the longer life items to be replaced on a 12.5 year
or failure initiated basis with only the major five year wearout items replaced
at five years. The fourth scenario was the third option assuming a 40 percent
salvage value for replaced parts.

The cost results from considering the four replacement options is given in
Table 4-17. The replacement parts' costs were assumed to be the same as the
initial parts' costs given previously in Table 4-12. The meantime between
failures was taken as 3,700 hours against the previously estimated 3,690 hours
and 3,770 hours for ethanol and methanol, respectively.

TABLE 4-17
REPLACEMENT PARTS COSTS

Ethanol Methanol
Cost Cost

Y3 Options $/Year $/Year

1. Replace complete FCPU at five year intervals $11,100 $10,600

2. Replace only five year wearout items at five $ 7.900 $ 7,500
years

3. Same as Option 1, with 40 percent used parts $ 6,700 $ 6,300

salvage value

4, Same as Option 2, with 40 percent used parts $ 4,700 $ 4,500
salvage value

It is an engineering judgment that Option 4, which results in the lowest
replacements parts costs, is a viable option for the MX application. There-
fore, it is assumed that hardware costs can be held to an average of
$4,500-%$4,700/year/FCPU.
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Servicing Costs

To arrive at an estimate of the maintenance-repair servicing costs associated
with a FCPU, the maintenance repair characteristics given in Table 4-18 were
assumed.

TABLE 4-18

MAINTENANCE REPAIR CHARACTERISTICS
Major Components - Replacement Time 6 Hours
Other Components - Replacement Time _ 4 Hours
Events per Day 30
Nominal Variance of Events per Day - (4,600 units) +50%
Crew Size 2 Men
Working Shift 8 Hours
Labor Cost with Benefits/Man $42,000/Year
Auxiliary Power Unit Cost $500/kW
Service Equipment Life (all) 5 Years
Trucks and Equipment (each) $20,000
Number Trucks and Equipment ' 1 Ea. Crew*
Variable Costs - Transportation 30¢/Mile

*NOTE: Provided for all crews to permit spares and maximum service capacity for
unusual outage rates.

The “events per day" estimate in Table 4-18 assumes a FCPU with a MTBF of 3,700
hours -averaged over a total of 4,600 units.

The crew requirements for service and maintenance are estimated with a 1.5 fac-
tor to cover the Table 4-18 normal variance of events per day of *+50 percent.
Using the FCPU components reliability "breakout" given in Table 4-13 as a guide
to the type of failures to be expected, a total of 26 crews would be needed on
an eight hour shift, three shifts per day operation to cover a design value of
45 events per day. The nature of the type of maintenance expected is
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illustrated in Table 4-19. To assess the adequacy of 26 crews to provide 99.9
percent availability of power to an individual MX sheiter, additional scenario
factors were assumed as follows:

Assume as a worse case that all 30 units normally expected to be out sometime
during any 24 hours period were out at the same time, and only the on-site bat-
teries were available as a backup. Under these conditions and utilizing the
time schedule of Table 4-20 for repair, plus assuming that 18 of 26 crews can
be called to work to the schedule of Table 4-20 (all 18 would be at work within
four hours). It is nearly, but not quite, possible to maintain 99.9 percent
shelter power availability. However, if each crew had an APU available, the
total average power unavailability of individual shelter power would drop to
just over one hour. This average one hour outage when averaged with the other
outages expected during a year yields well above 99.9 percent power availabil-
ity.

The average servicing costs per year for an individual FCPU for System 3 are
estimated to be as follows:

Labor Plus Overhead, G&A, etc. $475
Special Equipment $ 31
Transportation $ 45

TOTALS $551
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TABLE 4-19
SKILL LEVELS

(Modularization Dependent)

OPTIONS
SKILLS

a) F.C. System trained
Mechanical

b) Electrical

¢) Fuel Systems

d) Diesel/Elec/Mech

e) Emergency & Safety

SYSTEM CONCEPTS

Trained E4 Same
Level Skills| as (1)
Trouble-
Shoot Medu-
lar System
Replace Mod-
ules
Operate
Unit

Add Power
Transmis-
sion and
Distrib.
Skills

(As Includ-
ed in Above)

Trained E4 Same

Level Skills| as (1)
Methane

Handl ing

None None

H. Voltage Same as
Transmission| Imposed
System by (a)

Skills in Above
Addition to
Those of
(a) Above

Same
as (1)

(As includ-
ed in Above)

Same
as (1)

Diesel
Elect.
APU
Skills
(E4 Level)

Diesel
Fueled

APU Opera-
tion Skills
in Addition
Those of
(a) Above

2 | 3 l 4

Same
as (1)

(Plus
Need Use
of SAC
Crews
for
Trans-
port)

Same
as (1{

None

Same as
Imposed
by (a)
Above

fuel Cell System Skills - Level depends on modularizing

oW N =

Electrical circuits and switching operations/repair
Fluid systems and flow/compressor operations/repair
Instrumentation and troubleshooting

Fuel handling/reformer-combustor operations

» P S
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TABLE 4-20 :
ADDED ASSUMPTIONS FOR SERVICE AND REPAIR ESTIMATES

o Total Number of Crews 26
® Crews Available for Call 18
e Standby Crews 2 on 2 hours call
¢ Crews Available on 2 hour notice 4
o Crews Available on 4 hour Notice 6

o Travel Times

- 8 Crews 0 hours
- 4 Crews 2 hours
- 6 Crews 4 hours
¢ Fuel Cell Units - Standard MTBF 3,700 hours
o On Site Batteries Availability 2 hours (at reduced power)

It will be noted that the $551 maintenance-repair servicing cost is much less
than the estimated maintenance repair hardware cost previously given as
$4,500-$4,700.

Impact of MTBF on FCPU Maintenance Cost

In Section 4.3.3.4, System First Cost and Reliability, two levels of ethanol
FCPU MTBF and costs associated with each were given as follows:

MTBF FIRST COST
(Hours) ($/kwe) $/FCPU

3,690 2,440 56,100
5,400 3,000 69,000

The higher MTBF FCPU is obtained, largely, by doubling up on some of the more

failure prone components of the lower MTBF FCPU. With the higher MTBF unit
only 20 service calls per day would be expected as against 30 with the lower
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MTBF unit. This will result in a reduction of the servicing costs from $551
per unit per year to say $367 per unit per year, but will not result in any
decrease in hardware replacement costs. This is because both the high and low
MTBF units will require, on an average basis, replacement of the same compo-

- nents. In the case of the low MTBF unit all the spares are carried in some
central inventory. In the case of the high MTBF unit some of the spares are
carried in place on the unit. This drives the first cost of the high MTBF
unit, based on a 12.5 year usage time span to $925 per year per unit above the
low MTBF unit, or the net cost of the high MTBF unit is at least $741 per year
per unit higher than the lower MTBF unit. A similar assessment for the metha-
nol unit yielded a value of $696.

Fuel and Air Filter Servicing Costs

As discussed in Section 4.3.3.5, it is expected that the fuel and air filters
associated with an FCPU should be changed two times a year.

To estimate the costs of air and fuel filter replacement, the nature of the
crew and equipment was assumed to be the same as given in Table 4-18 on mainte-
nance, except that the trucks and equipment per crew were assumed to cost
$10,000 each. It was further assumed that because of the "spread-out" nature
of a cluster that it would take one two man crew two days to change all the
filters of the FCPU's in a cluster. For the total MX complex of 200 clusters,
with filter replacement every six months, a total of four crews on a single
shift 200 working days per year basis will be required.

With the foregoing assumptions, the filter servicing cost is $80 per year per
FCPU plus the cost of the filters, or a total of $100 per year per FCPU.

4.3.4.3 OPERATING COSTS

Since the FCPU is designed for unattended operation, the only strictly operat-
ing cost is that of the fuel for the unit. This is a major cost element.

In estimating the cost of fuel there is only minor uncertainty in the amount of
fuel required per year, but there is a major uncertainty in what this fuel will
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cost per gallon. Standard price projections for power plant fuel delivered in
Los Angeles, California, in 1990 in 1980 dollars are (Ref. 4-3):

Ethanol Methanol
High = $8.16/106 Btu - or approx. 69¢ per gallon, 52¢ gallon
Low - $7.04/106 Btu - or approx. 59¢ per gallon, 45¢ gallon

Recent prices are more 1ike 110¢/gallon for ethanol (Ref. 4-4) and 80¢/gallon
for methanol (Ref 4-5). To illustrate the importance of this parameter, calcu-
lations have been done using both, projected prices and recent prices. The
results are as follows for an individual FCPU:

Ethanol Methanol
Fuel Used (gal/yr) (fuel alcohol) - 13,470 18,846
Fuel Cost ($/yr) Projected Price - 7,947 8,481
Fuel Cost ($/yr) Recent Price - 14,817 15,077

For summary purposes, the more optimistic projected fuel costs have been used
hereafter.

The reasons behind the optimism are that FCFU's can use 190 proof alcohol,
rather than the anhydrous (200 proof) alcohol ordinarily bought for laboratory
or chemical use. One hundred ninety proof alcohol is considerably cheaper and
less energy intensive to make than 200 proof alcohol. If alcohol were in
demand for fuel use, its price would have to be similar on a dollars per mil-
1ion Btu's to the price of other fuels. This can be done using less expensive
feedstocks, such as cellulose wastes, rather than food stock, such as corn or
sugar, for ethanol, and coal rather than natural gas for methanol.

4.3.4.4 INSTALLATION COSTS

The FCPUs are skid mounted and can be designed to operate when tilted up to 15°
without problems. In principle then, there would be no need for any site pre-
paration for installation next to the ROSEE adjunct to the shelter. A unit
could be skidded up to the side of the ROSEE, the full line and electrical
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connections made and the unit started up. In practice, however, because of the
12.5 years or more that a FCPU may be installed, and the desirability of a
smooth, relatively clean surface from which to work when performing mainte-
nance, installation of a concrete pad with walkway clearance around the unit is
recommended. Cost of this pad, installed, is estimated at $500.

There are two elements that will be considered in the actual installation
costs, as distinguished from site preparation cost. These are: the cost of
transportation from the factory to the installation site and the cost of
installation, checkout, and initial operation at the site. According to the
Westinghouse Shipping Department, the common carrier rate, Pittsburgh,
Pennsylvania to Las Vegas, Nevada, is $15 per 100 pounds. This is $225 for a
1,500 pound FCPU.

The actual installation is considered to be split into two operations: (1) the
actual physical installation and hookup and (2) checkout and initial opera-
tion. For the first operation, it is assumed that a three man crew equipped
with truck and portable crane can install two units per day at a cost of $560 Q;]
per FCPU. For the second operation it is assumed that a two man crew, with
truck, will take one day to thoroughly check out the unit and place it in oper-
ation at a cost of $400 per FCPU. Therefore, the total installation cost is
estimated to be $1,185.

4.4 DEVELOPMENT RISK ASSESSMENT

“Technical development risk assessments were performed-at both the subsystem/
major component level and the overall system level. The technology status rat-
ing criteria is presented in Table 4-21. Each subsystem or major component was
evaluated with respect to the following factors:

e Current technology status
o Technology rating (Table 4-21 criteria)

o Required technology status to meet design requirements for the
proposed application
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® Proposed developmental program to achieve the required technol-
ogy status

e Estimated developmental effort expressed in terms of manhours
of R&D personnel (engineering plus technicians)

o Estimated developmental effort expressed in terms of develop-
ment dollars (labor and materials)

e Probability of success of the proposed developmental program

e Ongoing programs or potential design alternatives.

A summary of the development risk assessments is given in Tables 4-22 and 4-23
for methanol and ethanol, respectively. A1l ‘development items were given a
technology rating of Established (A) or Near Term (B). No major breakthroughs
are required to achieve the proposed performance and design characteristics
(e.g., reliability, lifetime, cost) of the phosphoric acid fuel cell power unit
for the MX Shelter power application. The characteristics of the power unit
for this or any comparable application that minimize the development risk are:

e Relatively low power rating (23 kW)

¢ Medium temperature €thanol or low temperature methanol fuel
processing

e Atmospheric pressure operation

e Minimal packaging (i.e., size and weight) and transportability
restrictions

e Relatively minor power conditioning requirements (DC-DC voltage
regulation)

¢ Minimal startup/shutdown requirements.

The total estimated development efforts are 156,600 man hours for the methanol
unit and 169,500 manhours for the ethanol unit (engineering, technicians,
administration) over a four-year period. The majority of this effort is asso-
ciated with design and testing of fuel cell power units to qualify this tech-
nology for military service and to verify performance and reliability esti-
mates. The estimated total development costs of $15.6 million or $17.3
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million, respectively, includes all labor and materials, including the various
test and demonstration FCPU's.

The total development cost estimated for the MX ethanol unit is $1.7 million
more than the development cost estimate for the MX methanol unit. The major
reason for the increase is a large amplification of the reformer development
program for ethanol versus methanol. There is no demonstrated ethanol reformer
practice upon which to base a design. The reformer art must be created in spe-
cific ethanol terms even though there is much related art to draw upon.
On-the-other-hand, except for size and detail changes for MX unit use, methanol
reformers are demonstrated state-of-art.

In carrying out the Development Risk Assessment, it has been assumed that the
FCPU's would be the primary power supplies for the MX system and that the first
production units would be required in 1986. Further, since the FCPU's are the
primary power supplies for the MX, FCPU reliability and performance must be
demonstrated to a high confidence level.

To demonstrate confidence in a statistical sense requires a large number of
operating hours. For example: (1) using standard statistical techniques (Ref.
4-6) (2) assuming that the units produced have an actual MTBF of 3,000 hours,
and (3) that the failures experienced during testing reflect the 3,000 hour
MTBF, a total of 36,000 test hours is required to demonstrate that the units
have at least a 2,000 hour MTBF to a 95 percent confidence level.

Most of these hours should be accumulated prior to delivery of field test qual-
ification units to the Air Force. Assuming that at least six months of field
trials are desirable and that the design and the minor, but necessary, compo-
nent development portions of the four year program occupy the first two years,
there are 18 months available during which major test hours may be accumu-
lated. If the three house FCPU's and the three endurance FCPU's are available
on the average of 50 percent of the time on a round-the-clock basis, just over
39,000 operating hours can be accumulated during the 18 month period.
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In summary, it is felt that the proposed fuel cell power unit design involves
relatively minor development risk with regard to component performance and
reliability. The minimal development risk is a direct result of the proposed
design concept, which utilizes the most proven and simplest phosphoric acid
fuel cell features (e.g., alcohol fuel, atmospheric pressure operation, dc
power conditioning, etc.). Despite the low development risk related to
subsystem/component performance, significant development expenses are required
to test and verify full-scale units for military use.

4.5 LIFE CYCLE COST

The following assumptions were made in computing the cost of the various Life
Cycle Cost (LCC) elements for an individual FCPU:

e No cost escalation over period of service
o Life cycle neriod - 12.5 years
e R&D and Technical Data costs spread over 1000 production units

e No complete FCPU replacements will be required during 12.5
years service use because pf units 20 year design life

e Capital, operation, and maintenance average yearly costs from
Section 4.3

e 1980 $ rounded off
e Fuel Price $7 per 106 Btu

The results of the LCC calculations are as follows:
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Cost Elements Ethanol Methanol

R&D $ 17,300 $ 15,600
Technical Data 200 200

Initial Spares 4,700 4,500

. FCPU Maintenance 67,500 64,600
;’-‘- FCPU Operation Costs 100,100 106,300
[ - FCPU Capital Costs 69,400 67,600
r. TOTAL (12.5 years) $259,200 $258,800

The cost of 190 proof alcohol in the future is the largest uncertainty in these
_ LCC's. For example, currently ethanol is made, as it has been for thousands of
#‘; years, from food. This is easy to do. It also uses an expensive feedstock and
3 is relatively energy inefficient. Ethanol can be made from considerably
cheaper feedstocks, such as cellulose wastes, and with greater energy effi-
ciency. Similarly, methanol is, at present, generally made from natural gas.
It could be made from coal, which is a cheaper feedstock. This is a developing
technology.

R

(¢

If alcohols were made in large volumes using more advanced processing methods,
there is reason to believe that alcohol fuel would be price competitive with
other fuels on a dollar per heat unit basis. This is the position taken in
this study. The price used is the most optimistic projected by the EPRI Fuel
Cell Users Group for fuels generally in the 1990's. The pessimistic price pro-
jected by the EPRI group is $10 per 106 Btu, rather than $7 per 106 Btu.

Using the $10 per 10% Btu price, the LCC of the individual FCPU would increase
about 17 percent.




5.0 60 KW DIESEL FUELED ATTENDED REMOTE POWER SYSTEM

5.1 INTRODUCTION AND SUMMARY

An application analysis, preliminary conceptual design development risk assess-
ment, and Life Cycle Cost (LCC) estimate of a Fuel Cell Power Unit (FCPU) has
been carried out. The application studied is the second of the six generic
applications specified for analysis under the U. S. Air Force Fuel Cell Appli-
cation Analysis program, Contract F 33615-80-C-2038. The generic application
as specified in Section 4.1.1.1.2 of the Contract Statement of Work is an
attended remote site with a power requirement between 30 kW and 60 kW.

The specific example selected for this application is that of providing elec-
trical power and hot water space heating to a Distant Early Warning Line
(DEWLine) radar site. The example site is designated PIN-1 and is located some
five miles northwest of Clinton Point, Canada, beside the Arctic Ocean.

The electrical power requirements of the PIN-1 site are of utility 60 Hz AC
type at voltages of 120/208V, 3-phase, 4-wire and 240/416V, 3-phase, 4-wire.
Average daily peak power requirement is 190 kW and the average electric demand
is 145 kW. Availability of power must be 99.5 percent or higher.

Electrical power to the PIN-1 site is currently supplied by 60 kW diesel- ‘
electric generators*. A portion of the space heating 1dad of the station is
provided by utilizing the waste heat from the diesel engines. Total space
heating requirements are approximately 550,000 But/hr and are nearly constant

year round. Diesel waste heat supplies the main Module Train Building only,
and represents approximately 41 percent of the total space heating load.

D

*In all, there are five diesel-electric units at the PIN-1 site. The normal
situation is three operating, one on standby, and one off-line for maintenance.

5-1




The proposed FCPU design satisfies both the electrical demand and 100 percent
(550,000 Btu/hr) of the space heating requirements. Since the FCPU's are more
efficient producers of electricity than diesels, and a greater percentage of
the reject heat is recovered, total site fuel consumption would be substan-
tially reduced if fuel cells were substituted for the diesel generators.

oY

It is proposed to satisfy the power and availability requirements of the PIN-1
site by using four 60 kW rating FCPU's. Although the unit rating is the same
as that of the present diesel units, only four FCPU's are required versus five
diesel-generators. The installation situation using FCPU's is somewhat more
favorable because the higher reliability of FCPU's eliminates the need for a
fifth backup unit required of the diesel installation. Estimated power avail-
ability using FCPU's is 0.9993.
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A preliminary conceptual design of a 60 kW phosphoric acid FCPU that fulfills
the operational requirements for use at the PIN-1 site (for example) has been
created. Some of the major features of the design are as follows:

g o Uses Air Force logistic diesel fuel (DF-A). Can also use JP-4
4 as a substitute fuel.

e Produces 12.0 kW-hrs per gallon of fuel used. (Current site
average fuel usage is equivalent to an electricity production
of 10.4 kW-hr per gallon of fuel.)

e No liquid waste disposal necessary (no oil changes).

o (Current state-of-the-art component technology, except for the
fuel reformer which is emerging laboratory technology.

A more complete summary of the 60 kW FCPU's characteristics is given in Table
5-1. ‘

An artist's conception of the 60 kW FCPU is shown in Figure 5-1. The fuel cell
unit proper and the power conditioning elements of the FCPU fit within the mod-
ule train building of the PIN-1 site. The water condenser would be mounted
external to the building. Its purpose is to recover water from the system
exhaust to be reused in the fuel processing step of the FCPU cycle.

5-2
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TABLE 5-1
60 kW FCPU CHARACTERISTICS SUMMARY. —-

PHYSICAL PARAMETERS
a) Type of Fuel: DF-A, alternate JP-4

b) Fuel Consumption: 26,400 gallons per year (per unit)
105,600 gallons per year (total, 4 units)

c) Volume/Size: Volume - 282 ft3; Footprint - 33.6 ft2 (Power Station)

- 7.5 §t2 (Power Conditioner)
- 10 ft© (Water Condenser)

d) Weight: 6,200 1bs
e) Environmental Constraint:

Thermal Discharge: 230,000 Btu/hr MAX
136,000 Btu/hr AVER

Air Pollution: NO, <0.24 1bs/MWH generated

S02 - 5 to 10 ppm
Others - Nil

Noise: <75 db at 1 ft

Solid Waste: 300 1bs per year of Zn0/ZnS
Chemical Discharge: Trace H3P04
Radioactive Waste: None

PERFORMANCE PARAMETERS

a) Reliability: .
Mean Time Between Failures: 3,000 hours
Availability: 99.5% required; 99.93% calculated

b) Lifetime: 20 years
c) Operation and Maintenance:

Ease of Operation: Record data; make minor adjustments once per day.
Fifteen percent operator attention assumed.

Maintenance Skills Required: E-4 or civilian equivalent.

5-3

Ease of Maintenance: Trouble shooting, component replacement and checkout.
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d)

e)

f)
g)

TABLE 5-1 (Continued)

Growth Potential:

Fuel cell stacks are of modular construction; growth potential of individ-
ual 60 kW FCPU's is limited by reformer and auxillary equipment capacities.
Growth potential by parallelling more FCPU's appears infinite.

Start-up/Shutdown Time:

Start-up: 1-2 hours

Shutdown to Hot Standby: 15 minutes

Cold Shutdown: Two hours

Thermal Enerqgy Available: 238,000 Btu/hr at 60 kW power output

Electrical Qutput:
Rating: 60 kW, 60 Hz, 120/208V or 240/416V

Class: 2 (Utility)
Operating Range: 20 kW to 66 kW

COST PARAMETERS

a)

b)

c)

d)

Capital Costs:

Fuel Cell Power Unit - $162,600; $2,710/kW

Fuel Tanks and Lines - Not applicable; existing installation.
Site Preparation - Not applicable; existing installation.
Initial Installation and Other Costs - $5,900

Maintenance Cost:

Transportation for Repair - $1,695/year
Personnel Cost - $8,830/year

Special Equipment Cost - None

Replacement Hardware Costs - $11,950/year

Operation Costs::

Fuel and Fuel Transportation Costs - $40,700/year (first year)
Supplies - $200/year
Operating Personnel Costs - $15,100/year

Life Cycle Costs:

20-year Life Cycle Cost - $2,466,000
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FUEL CELL POWER UMY

ELECTRIC CABLE

STEAM GENERATOR
60 kW, Diesel Fuel-Artic, Fuel Cell Power Unit

FUEL CELL STACK

Figure 5-1.

POWER CONDITIONE R
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A technical development risk analysis of the “oregoing preliminary conceptual
design was carried out. No technology breakthroughs are required to achieve
operational hardware. The design uses current state-of-the-art components
except for the fuel reformer. Fuel cell stack technology being developed for
utility and on-site integrated energy system applications is compatible with
DEWLine fuel cell requirements. There is sound experimental, but laboratory
based, knowledge on which to base the reformer design.

A program to develop the 60 kW DEWLine FCPU should have the following recom-
mended major elements:

e A development effort to fully qualify the fuel reformer for
FCPU service.

e A detail design and system analysis, integration, and optimiza-
tion effort.

® A FCPU experimental verification and qualification effort.

' .
It is estimated that the cost of such a development program will be approxi- '“J
mately $6,580,000. |

Preliminary life cycle cost estimates have been performed and indicate substan-
tial savings when using FCPU's in place of diesel-electric generators. Total
life cycle costs for a single 60 kW FCPU are $2.47 million over 20 years.

Total life cycle cost savings for the PIN-1 application, as a whole, are over
$2.8 million, and projected savings for the entire DEWLine System are $115 mil-
lion. These estimates were made using a base year fuel cost delivered to PIN-I]

of $1.75 per gallon, escalated at 5 percent per year.
An analysis of the DEWLine application, the preliminary conceptual design of a
60 kW FCPU, the development risk assessment of the FCPU and Life Cycle Cost

estimates are given hereafter:

Section 5.2 - DEWLINE APPLICATION DESCRIPTION
Section 5.3 - POWER PLANT DESIGN

5-6
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Section 5.4 - DEVELOPMENT RISK ASSESSMENT
Section 5.5 - LIFE CYCLE COST ESTIMATES
Section 5.6 - CONCLUSIONS

5.2 DEWLINE APPLICATION DESCRIPTION

A potential application of this Fuel Cell Power Unit (FCPU) is to provide prime
electric power and power plant waste heat to remote radar stations of the Dis-
tant Early Warning Line (DEWLine) System. Currently, DEWLine sites are powered
by diesel-electric generator sets. A major effort is underway to upgrade the
radar stations with newer and more efficient electric generators.

The remote location of the DEWLine sites increases the cost and logistic con-
siderations of supplying power generation fuel. Operation and maintenance of
the electric generators is considerably more expensive due to the remote loca-
tion. In addition, the disposal of lube 0il from the existing diesel genera-
tors presents environmental problems. Fuel Cell Power Units (FCPU's) have the
potential of reducing fuel, maintenance, and operation costs, while providing
highly reliable electric power in a clean, quiet, and environmentaily benign
manner.

5.2.1 GENERAL APPLICATION DESCRIPTION (*)

5.2.1.1 DEWLINE RADAR SYSTEM

History

The DEWLine, located along an arc-shaped line closely approximating that of the
Arctic Ocean coast and currently extending some 3,600 miles from Point Lay,
Alaska (200 miles north of the Arctic Circle) eastward through Alaska, Canada,
and Greenland to Kulusuk Island off the east coast of Greenland (at a point

L gun N A £ e o Lol L Adn Al vl bd

T —
I

*Note: Much of the following descriptive information has been taken directly
from the DEWLine Civil Engineering Information Brochure, Distant Early Warning
(DEW) System Office, Aerospace Defense Command, January 1976. Updated informa-
tion and additional comments were obtained directly from ADS personnel (primar-
4 ily Mr. Don Cain) and FSI personnel (primarily C. Martin).
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intersected by the Arctic Circle), was officially turned over to a civilian
contractor as a system in 1957, following a five-year conception, development,
and construction period.

The primary mission of the DEWLine was to provide an early warning of airborne
attack from the North in sufficient time to enable the United States and Canada
to take meaningful offensive and defensive action. The secondary mission, but
extremely important, is the management, operation and maintenance of a modern
wide-band communication system.

As originally constructed, the DEWLine extended only to the East coast of
Canada at Cape Dyer, Canada and contained six Main Radar Stations, twenty-four
Auxiliary Radar Stations, twenty-seven Intermediate Radar Stations, and three
communications oriented rearward sites. "Upgraded eqdipment and operational
techniques have eliminated the need for the original intermediate stations.
Today the DEWLine consists of the original Main and 21 Auxiliary Stations, and
four additional Aux%]iary Stations in Greenland.

Assigned Units

Military Units and Organization: The Aerospace Defense Command via its Distant
Early Warning (DEW) System Office, exercises functional control of the DEW Sys-
tem. Overall operational control is exercised through NORAD. Militarily, the
DEWLine is subdivided into three systems: (1) The DEW East Radar System con-
sisting of four DEWLine Auxiliary Radar Stations beginning with DYE-4 on
Kulusuk Island on the east coast of Greenland and running westward to DYE-1 on
the west coast at Quagatogaq; (2) the DEW Canadian System consisting of four
DEWLine Main Radar Stations and seventeen Auxiliary Radar Stations beginning
with DYE-M (main station) on the east coast of Baffin Island at Cape Dyer and
running westward to and including BAR-1 (auxiliary station) located at Komakuk
Beach on the coast of the Arctic Ocean (Beaufort Sea) close to the Canadian/
Alaskan border; and (3) the DEW Alaskan System consisting of two Main Radar
Stations and four Auxiliary Radar Stations beginning with BAR-M (main station)
on Barter Island, Alaska, and running westward to and including LIZ-2 (auxil-
iary station) located on the Arctic coast at Point Lay, Alaska. As indicated

5-8
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in the DEW System Organization Guide, Figure 5-2, military personnel are sta-
tioned at each of the six Main Radar Stations. Only contractor personnel are
stationed at the remaining stations listed.

Organization

As originally conceived, the DEWLine consisted of six sectors each organized
with a headquarters, including a military Data Center. For military functional
and operational purposes, this arrangement is still in effect today. However,
the Contractor has been permitted to restructure the DEWLine into four civilian
geogriphical areas for administrative and logistic purposes, as shown in the
Operation and Administrative Organization Chart, Figure 5-3. Civil Engineering
management is provided on the DEWLine from four sector headquarters located at
BAR-Main, CAM-Main, FOX-Main, and Sondrestrom AB (Greenland). The BAR-Main
sector will manage sites LIZ-2 through BAR-Main; CAM Sector will manage sites
BAR-1 through CAM-2; FOX sector will manage sites CAM-3 through DYE-Main; and
Sondrestrom sector will manage all sites in Greenland (DYE-1 through DYE-4).

Support is rendered by the USAF at Sondrestrom, AB, Greenland; U. S. Navy at
Point Barrow, Alaska, and Canadian Ministry of Transportation (MOT) at
Cambridge Bay, Tuktoyaktuk, and Hall Beach, Canada. Details of support ren-
dered at these locations are contained in the respective Host-Tenant, Cross-
Service and other Agreements. The Danish Civil Aviation Administration is
responsible for the operation and maintenance of the airstrip at DYE-4 and the
maintenance of the road from the airstrip to the NEW site.

Layout
The DEWLine is laid out as indicated in the DEWLine Layout Map, Figure 5-4.

5.2.1.2 PIN-1 AUXILIARY RADAR STATION

The generic category for this Fuel Cell application is "an attended remote site
with a power requirement between 30 kW and 60 kW". After interaction with per-
sonnel at the DEW System Office, Peterson AFB, Colorado, the PIN-1 Auxiliary
Radar Station was chosen as a representative DEWLine site that meets the

5-9
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category requirements. Although PIN-1 has a peak electrical demand of 190 kW,
it is powered by multiple 60 kW units.

General

PIN-1 is an auxiliary radar station of the DEW Canadian System. The civil
engineering management is conducted through the CAM Sector headquarters located
at the CAM-Main radar station. A complete site description and facilities
details are given in Appendix D-2. A summary of the most pertinent site char-
acteristics is given in the following paragraphs.

Location and Climate

Location: Clinton Point, Canada, on the Arctic Ocean shore of Amundsen Gulf.
PIN-1 is located some five miles northwest of Clinton Point and ten
miles east of Mount Rennel.

Precipitation: Annual (including 32-inch snowfall) = 8 inches

Temperature: Absolute minimum and maximum = -43°F, +83°F

Altitude: 300 feet above sea level

Facilities

Grounds: Total acres = 2,939

Buildings: Semipermanent
Temporary
DIAND Eskimo Housing Units
Total Number

19,700 ft2)
1,600 ft2)

a4
3
2
9
Aircraft Facilities: Total surface (gravel) = 95,018 square yards

Water Distribution

External - Accomplished by water-haul from fresh water lake

Internal - Consists of steel receiving tank, filter plant, softener, chlorina-
tor, primary and secondary potable water storage tanks, electric hot
water heater, pumps, valves, lines, etc.




Electric Power

Generation: Diesel-Electric Units
~ Number: Five.

Make: GMC Model 60275.

Rating: 60 kW, 1200 rpm, 120/208V, 3 ph, 60 cy at 80% PF.

Internal Distribution - System consists of switchboard, single bus system (ser-
vicing both technical and utility loads) and assorted
branch circuits in Module Train, with single bus ser-
vice provided to the technical and utility load.

0 B SR A S 4

External Distribution - System consists of ground and drum supported cable
runs, in general (with short buried runs under manmade

™ rre

[ obstructions), servicing buildings and areas requiring
. electric power and such transformers associated there-
re with.
p
] Number of primary power transformers 4
: a. Power plant to Garage (one, 120/208/2,400V) 75 KVA .
‘ . s 2, ) KVA Q
#(5 Garage (one, 2,400/120/208V) 75 KV \;]
3 c. Powerplant to Airstrip Area (one, 120/208/2,400V) 30 KVA
Airstrip area (one, 2,400/120/208V) 30 KVA

Pol Storage/Distribution

Product is delivered by sealift to receiving tanks for redistribution via pipe-
line to Building Site and other secondary tanks and transferred vi:. oumphouse
to various fill stands and building day tanks. The day tanks of isolated

o ana ol on

buildings are serviced by tank vehicle. Drum stocks transferred via portable
pump units or tank vehicle, as required.
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Total Storage Capacity, External Tanks

(U. S. Gallons) 282,550 GAL
1. Avgas: (5 drums, emergency stock) 225 GAL
2. Diesel 0il: (4 tanks, steel) ' 260,000 GAL
3. Mogas: (1 tank) 20,525 GAL
4. Athey Wagon: 1,800 GAL !
Total length of pipelines ‘
(including building feeder lines) 2 inch x 8560 ft
}‘ Heating
E- Module Train: 1. Primary System: Circulating hot water servicing single-
: tube, finned convectors. Heat recovered from powerplant
engine coolant and exhaust gases is transferred to heating
system via heat exchangers. .

2. Supplementary System: Electric unit heaters in areas not
fully serviced by convectors.

3. Emergency System: During periods when an insufficient num-
ber of engine-alternator units are operating to fulfill heat-
ing requirements, an oil-fired boiler (450,000 BTU/hr out-

(¢ put) is available to supply hot water for the heating system.
- 4. C&E Mission Modules: Heat recovered from electrovir . .:3p-
i ment is distributed and recirculated via fans and ducl. «.
! Other Buildings: 1. Garage: Hot air, oil-fired furnace (4500 cfm, 400,000
Btu/hr)
3 2. MWarehouse: Hot air, oil-fire! furnace (3400 cfm, 240,000
f' Btu/hr)
E. 5.2.1.3 ELECTRIC POWER REQUIREMENTS
[ Engineering Information Brochure
{ According to ADS personnel, (Ref 5-1)*, the electric power requirements at the
E. PIN-1 radar station have changed from those listed in the 1976 DEWLine Civil.
i *References given in Appendix A-3.
®
Fo
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Whereas the Brochure Tists an average electric demand of 192 kW and a daily
peak demand of 208 kW, the revised demands are 145 kW and 180-190 kW, respec-
tively. Assuming average monthly power consumption and average monthly fuel
0il consumption have been reduced in accordance with the reduced electric
demand, the revised consumption figures for PIN-1 are as follows:

TABLE 5-2
PIN-1 POWER AND FUEL CONSUMPTION

Average Electric Demand 145 kW
Average Daily Peak 180-190 kW
Minimum Electric Demand (after load shedding) 120 kW
Average Power Consumption

- Monthly 104,400 kW-hr.

- Annual 1,252,800 kW-hr
Fuel 0i1 Consumption (all purposes)

- Monthly 10,500 gal

Normal operation of the existing diesel-electric generators consists of three
operéting units, one standby unit, and one off-line maintenance unit. In the
case of a unit failure, the remaining two operating units are able to maintain
minimum station load by load shedding (shutting down of non-essential power
consumers such as lights, dishwashers, etc.) The standby unit is able to come
up to load in approximately one minute. The minimum Joad condition (after load
shedding) is a transient mode and the electric power'system must be able to
return the station to full power in a short time (several minutes maximum).

Overall electric power availability is maintained at 99.5 percent or higher.
The design operating life of the electric power generators is 20 years. Exist-
ing engine room dimensions at PIN-1 are 24'L X 12'W X 10'H.

5.2.2 FCPU DESIGN REQUIREMENTS

The PIN-1 radar station electric power requirements and operational require-
ments establish the overall design basis for a fuel cell electric power




T

system.

specific and include such things as physical dimensions and weight limitations,
voltage connection, reliability, electrical performance, environmental require-
ments, cost goals, etc. These items have been established from a variety of
sources, including:

The FCPU design requirements have been summarized in a document entitled,
“Requirements Data Sheet, Fuel Cell Power Unit, Attended Remote, 60 kW, 60 Hz,

However, the design requirements for individual FCPU's must be more

DEWLine Civil Engineering Information Brochure (January, 1976)

Personal conservations with Mr. Don Cain, 4700th Air Defense
Squadron (Support), TAC, Peterson AFB

Written comments from TAC Civil Engineering (Major S. Gray to
W. A. Summers, February 6, 1981)

Personal conversations with Mr. Craig Martin, FSI Civil Engi-
neering, Colorado Springs, Colorado

Mobile Electric Power Characteristic Data Sheets (MIL-STD-633E)
Other military and federal specifications and standards

Westinghouse and Energy Research Corp. experience related to
PAFC design and capabilities

No. W-RDS-2". A copy is included in Appendix C-2. Some of the important
requirements are:

Power Classification = Type II (prime)

Class 2 (utility)

Mode I (50/60 Hz)
Fuel Type: DF-A, Fed. Spec. VV-F-800B
Voltage Connection, 120/208V, 3 phase, 4 wire

240/416V, 3 phase, 4 wire

Reliability: MTBF (specified) = 1,500 hours
Fuel Consumption: 5.0 gph (max)
Cold Start-up: 1 hour at -20°F
Design Life: 20 years
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5.3 POWER PLANT DESIGN

Since'such sites as those of DEWLine require prime power, without a utility
grid back-up, high power system reliability is the most important design crite-
ria. The specified availability of electric power is 99.5 percent, with actual
availability (using diesel generators) even higher. This high availability is
maintained by the use of multiple power generators. At PIN-1 (145 kW average
electric demand), five 60 kW diesel-electric generators are employed. Using a
similar philosophy, four 60 fuel cell power units (FCPU's) are propgsed. Fewer
FCPU's are required than diesels due to their higher individual availabili-
ties. The FCPU concept is shown schematically in Figure 5-5.

In addition to high reliability, the remote DEWLine application requires high
system efficiency and minimal operating and maintenance requirements. These
characteristics not only have a major impact on life cycle costs, but are
important from a logistics standpoint as well. Other power plant requirements,
such as weight and volume, mobility, noise level, start-up time, etc., are of
lesser importance for this application.

Each individual FCPU can be subdivided into four major subsystems as shown on
Figure 5-6. These subsystems are:

e Fuel Processing
e Power Generation (PAFC)
e Power Conditioning (DC/AC Conversion) -

e Waste Heat Recovery

In order to establish the preferred system design and arrangement, a thorough
evaluation was made of the various subsystem and major component options, and
tradeoff studies were conducted to determine their effect on overall system
performance, etc. These studies are discussed in Section 5.3.1. The chosen
Fuel Cell Power Unit (FCPU) design concept is described in Section 5.3.2, along
with subsystem design summaries and projected FCPU performance. Power plant
usage considerations, such as design 1ife and maintenance requirements, fuel
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supply, system operation, and availability of power are presented in Section
5.3.3. A preliminary cost analysis is given in Section 5.3.4.

5.3.1 MAJOR SUBSYSTEM OPTIONS AND TRADEOQFFS

The major tradeoffs studied for this application concerned the method and type
of fuel processing system, the design (e.g. cell size, cooling method, etc.)
and operating point for the phosphoric acid fuel cell stack, and overall system
options concerning water recovery, waste heat utilization, and system operating
pressure.

5.3.1.1 FUEL PROCESSING SUBSYSTEM

The Fuel Processing Subsystem (FPS) converts the process fuel, normally a gase-
ous or liquid hydrocarbon, into a hydrogen-rich fuel gas stream that can be
utilized in the anode of the phosphoric acid fuel cell. In addition, the FPS
must remove any fuel contaminants, such as sulfur, to acceptable levels. A
number of FPS designs have been tested or proposed, and the choice of a partic-
ular design is highly dependent on the type of raw fuel and the fuel cell
requirements.

The DEWLine radar stations are presently powered by diesel-electric generators
fueled with a light Arctic-grade diesel fuel, DF-A. Most sites also have jet
fuel, JP-4, available. However, due to present storage and logistic considera-
tions, it is preferred to continue to utilize DF-A as a powerplant fuel. A
summary of DF-A Fuel properties is given in Table 5-3.

Diesel fuel is a heavier feedstock than those presently employed in conven-
tional hydrogen production plants. Due to its greater tendency to crack and
form carbon deposits, and its relatively high sulfur content (compared to natu-
ral gas or naphtha), it requires an advanced FPS design. A study of fuel pro-
cessing systems for jet and diesel fuels reached the following major conclu-
sions (Ref 5-2):

5-20
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e Of the various fuel reforming processes available, only the
following three were deemed desirable for PAFC powerplants:

1) Conventional Steam Reforming (STR)
2) High Temperature Steam Reforming (HTSR) '
3) Autothermal Reforming (ATR)

e For light fuels, perhaps including JP-4, conventional steam
reforming is preferred.

o STR ié not practical for heavy feedstocks due to the complexity
and potential operational problems associated with high pres-
sure desulfurization.

e HTSR is preferred over ATR on the basis of higher process effi-
ciency and lower life cycle costs.

e ATR may be preferable for applications requiring rapid startup
or reduced system cubage and weight.

Based on specification W-RDS-2 requirements a high temperature steam reformer
was selected. The HTSR has a slightly higher hydrogen yield per pound of fuel
and a higher hydrogen concentration in the reformed gas than an autothermal
reformer, resulting in reduced gas flowrates and greater system fuel economy.
Although the ATR has advantages in transient response, startup time, and lower
system weight, these characteristics were not considered major requirements for
this application. A summary of the candidate fuel reforming processes is given
in Table 5-4.

5.3.1.2 PHOSPHORIC ACID FUEL CELL

The processed fuel gas is electrochemically reacted in a phosphoric acid fuel
cell (PAFC) module to produce DC electricity and process heat. The PAFC module
consists of individual fuel cells arranged in a vertical stack, associated
structural components, anode and cathode gas feed and distribution system, and
a fuel cell cooling system. The major design options include fuel cell size

(active cross sectional area per cell), stack arrangement, the type and design
of the cooling system, and selection of the design current density.

5-21
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TABLE 5-3
FUEL. PROPERTIES

Type DF-A, Arctic Diese)
H/C Molar Ratio 1.8
Arg. Molecular Wt. 175
Representative Formula C12.7H22.8
Distillation End Point, °F 572
Sulfur (max), ppm 1,500
AP] Gravity 41.0
Higher Heating Value

Btu per pound 19,780

Btu per gallon 133,500
Delivered Cost, $/gal. 1.75

TABLE 5-4
FUEL REFORMING PROCESSES
OPERATING
PROCESS CONDITIONS CHARACTERISTICS
Conventional 1,400-1,600°F - Low S Tolerance
Steam Reforming 20-40 atm - Limited to Heavy Naphtha
or Lighter Feedstocks
High Temperature 1,600-1,800°F - Good S Tolerance
Steam Reforming 1-10 atm - Can Handle Heavy Fuels
- Large Catalyst Volume
Autothermal 1,600-2,200°F - Adiabatic Operation
Reforming 1-10 atm - Simpler System Design

- Cannot Use Fuel Cell Waste Heat
- Higher Plant Heat Rate
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Cell Sizing

The basic building blocks of the PAFC subsystem are the individual fuel cells,
composed of bipolar plates, anode and cathode layers, the electrolyte (H3P04)
matrix, and associated components. Various overall cell sizes (width and
length) have been employed by different designs and for different applica-
tions. For a given cell voltage and current density, the active cell area
determines power output per cell and therefore the total numhzr of cells
required.

For the DEWLine application, a 12" X 17" cell size was chosen. This is the
standard PAFC design being developed by Westinghouse Electric Corporation and
Energy Research Corporation (ERC). By using a standard cell design that is
being developed for other fuel cell applications, the development risk for the
fuel cell subsystem is markedly reduced. If a non-standard cell design was
chosen, basic cell development and testing would be required.

It is noted that other cell designs and sizes, such as those under development
by United Technologies Corp. or Engelhard Industries, could also have been
selected. However, the Westinghouse/ERC cell design is compatible with the
system requirements and was the design for which the most information was
available. No advantage was determined for selecting one of the alternate
designs. It is felt that the study results and conclusions are valid for
PAFC's on a general basis, although it was necessary to choose a particular
design in order to size system components and prepare a complete plant design.

Stack Arrangement

Tradeoffs were evaluated in respect to the number of cells per stack, number of
stacks, method of electrical interconnection (i.e., series versus parallel),
and output OC voltage. An existing power conditioning system design was
employed, requiring an input DC voltage of the range 200-300 volts. Since the
voltage per cell under pressurized conditions is approximately 0.7 volts
(depending on design conditions of current density, etc.), the required number
of cells in series is 285 to 425. At a design current density of 135 amps per
square foot and cell voltage of 0.72 volts (see following discussion of current
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density selection), the total number of 12" X 17" cells required to produce a
gross power output of 69 kwAis 640. To limit stack height and provide the
required output voltage, .these are arranged into two stacks of 320 cells each,
connected in parallel fashion. Output DC voltage is approximately 230 volts at
rated load.

Cooling Method

Various cooling methods are feasible for PAFC stacks. The Westinghouse/ERC
concept utilizes recirculating air cooling, and was the design selected for the
FCPU. Other cooling schemes include water cooling and liquid cooling employing
a dielectric fluid. The liquid-cooled designs require the use of numerous
tubes to contain and convey the liquid. As a result, there are a large number
of tube connections that present potential leakage problems. Since reliability
is the most important design requirement for the application, the air-cooled
design appears preferable. However, it is felt that the overall study results,
including FCPU performance and cost, will not be significantly affected by the
choice of fuel cell cooling method.

Current Density

Due to polarization and internal resistance (ohmic losses), the obtainable cell
voltage decreases with increasing current density (amps per square foot of
active cell area). The designer is therefore faced with a tradeoff between
efficiency (i.e., high cell voltage at low current density) and capital cost
(i.e., smaller cell area at higher current densities).

A preliminary tradeoff study comparing various current densities for a 60 kW
pressurized FCPU is shown in Table 5-5. It can be seen that higher current
densities do result in substantially smaller stack sizes, but they also require
larger auxiliary (primiarily heat removal) svstems and have higher plant heat
rates. A moderately Tow current density of 135 amps per square foot results in
the lowest life cycle cost.
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5.3.1.3 SYSTEM DESIGN OPTIONS

Both water recovery and waste heat recovery have been incorporated into the
60 kW FCPU system design. Approximately 70 percent of the water contained in
the system exhaust is condensed and returned to the process. This makes the
FCPU water self-sufficient; no fresh makeup water is required.

Waste heat recovery is utilized to provide 210°F hot water for space heating
and also to reduce the heat load on the water condensers. To provide a high
waste heat potential, and also simplify reformer thermal design, all the waste
heat from the fuel cell cooling loop is used for space heating. This results
in a "“nonintegrated" fuel processing subsystem, which requires a slightly
higher system fuel consumption, but allows for better thermal integration in
the reformer subsystem. Approximately 70 percent of the cogeneration heat for
heating hot water comes from the fuel cell cooling loop, while the remaining 30
percent is recovered from cooling of the reformed gas and the reformer furnace
flue gas.

The choice of system operating pressure was based on a performance and cost
comparison between an unpressurized (atmospheric) system design and a pressur-
ized (60 psia) design. Although atmospheric operation is normally assumed for
small on-site PAFC systems, pressurization increases system efficiency and
reduces the size of must major components. On the other hand, pressurization
increases system complexity and control, and requires the addition of a rela-
tively expensive turbocompressor. Since high system efficiency was deemed a
major requirement of the 60 kW power system, a tradeoff study of system pres-
sure was conducted. System flowsheets and material balances for atmospheric
operation are shown in Figure 5-7 and Table 5-6. Those for pressurized opera-
tion are given in later Section 5.3.2.1, Process Description.

The performance of the pressurized and unpressurized systems are shown in
Table 5-7. The pressurized system has a 13 percent lower plant heat rate
(11,200 versus 12,800 Btu per kW-hr). Both systems provide 100 percent
(550,000 Btu/hr) of the station space heating needs, although the atmospheric
system has the potential to supply an additional 140,000 Btu/hr. A potential
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STATE POINTS - ATMOSPHERIC

TABLE 5-6

CELL OPERATION

MOLAR FLOW, 1b-m/hr FLOW TEMP | PRESS
1b/hr °F PSIA
STREAM Ha CO2 CHe H20 N2 02 HC
1. Fuel to' Reformar 1.946 27.00 600 60
2. Stean to Reformer 7.781 140.06) 1600 60
3. Reformer Product [(4.279 0.797| .097{ 5.136 167.06| 1800 60
4. Shift Exit 5.194 1.711| .097( 4.221 167.06 700 60
S. PAFC Peed Gas 5.194 1.711{ .097 0.203 94.73 350 -
6. PAFC Exit Gas 0.779 1.711) .097] 0.203 85.87 350 -
7. Fuel to Burner 0.657 9.11 190 60
8. Burner Air Supply 7.000(1.8%9 255.5 240 -
9. Reformer Exhaust 2.601 1.792] 7.000(0.242, 350.4 465 -
10. PAFC Air Supply 1€.61(4.414] 606.2 60 -
1l. Recycle Air 52,136 219.6 29.18| 8134.8 265 -
12. PAFC Air In 52.36 236.233.59 8741.0 250 -
13. PAFC Air Out 62.79 | 236.2(31.3° 8750.0 350 -
14. PAFC Exhaust 4.414] 16.61[2.207 615.2 350 -
15. Total Exhaust 2.601 6.207{ 23.61(2.450 965.6 350 -
16. Recovery Wz .er 3.665 * 66.0 132 -
17. Recovery Water 4.116 47.1 100 -
18. Hot Water Supply 98.3 2.8 3485 120 -
19. Condenser Air Flow 236.7 [62.9 8640 60 -
HEAT EXCHANGER LOADS (BTU/HR)
DESIGN BASIS
SENSIBLE LATENT ARER, fe?
85% Cell H: use
95V Fuel Conversion 1. Air Heater 12400 10
18550 BTU/LB DF=-A (NHV) 2. Fuel Vaporizer 6730 5590 [}
52018 btu/Lb CO 3. Primary Stm. Vaporizer == 106290 15
21758 btu/lLb CHY4 4. Reformer Bed 163300 17
2.0 Cell Stoair 5. Steam Superheater 96260 33
1.15 Burner Stoair 6. Gas Cooling Coil #1 9833 3
60°F, O8 Rel. Hum. 7. " - L 7 1765¢C 6
69 kW Gross Power 8. . " 3 26130 16
60 kW Net Power 9. Gas Reheater 14070 10
10. Heat Recovery Coil #1 176190 190
1. - . - "2 59265 120
12. " #3 12050 64000 150
13. water Cndr Coil #1 11210 65660 362
14. - " ®2 2640 6175 30

5-28




»

FUOEL VLWL WL WL

0SS 0S5 JH/Mig (0L ‘puewsq butjesy aoeds
(peoy -bay aM) Gyl ‘situn g)
w.“, 0SS 069 H/N38 0L “3LGeLLRAY J3H $S3204d
@ 002°1L 008°2L JH-MA/N1g 330y JBAH Jtup
91 0 .c_.z\.a— .wumm MO 4 Lommeanu..oaL:._.
o 08, 056 4 B3 XH 1e30)
- olLL 518 34 ‘B 113D (30l
e 2L°0 v9°0 JdA “9be3(op 113) et

09 G VISd ¢34nssadg Hurjedadg hdd 1

GEl GEl 4Sv ‘A31suag jusuun) y

3 0°69 §°0L MY ¢43MOd Dp SSOUD A_

: 09 09 MY 43M0d4 oe 39N “

:

037 1¥nSS3IYd I14IHASOWLY “

;

LINQ ¥Y3IMOd 113D 13N MX 09
NOI1vd3d0 Q3ZI¥nSS3dd SNSYIA IIYIHISOWLY

(-G 318V1

.
-




economic comparison is shown in Table 5-8. The pressurized units cost $52,000
more than the unpressurized units, but the cost differential is recovered, in
less than two years, by reduced fuel costs.

TABLE 5-8

ATMOSPHERIC VERSUS PRESSURIZED OPERATION
ECONOMIC COMPARISON

ATMOSPHERIC PRESSURIZED
Annual Power Consumption, 10® kW-Hr 1.26 1.26
Annual Fuel Use, 10° Gallons 18 103
Percent Space Heating Needs 100 100
Capital Cost Differential (4 Units) - $52,000
Annual Fuel Savings at $1.75/Gal. - $26,300
Payback Period ' 2 Years

5.3.2 FCPU DESCRIPTION
5.3.2.1 PROCESS DESCRIPTION

The Fuel Cell Power Unit consists of a pressurized fuel processor, a pressur-
ized phosphoric acid fuel cell stack, DC-AC power conditioning, and associated
pumps, compressors, and heat exchangers. Figure 5-8 and Table 5-9 show the
system schematic and associated flow streams and state points (at rated load of
60 kW).

Arctic-grade diesel fuel, DF-A, is steam reformed in a high temperature steam
reférmer operating at 65 psia, 1800°F outlet temperature, and a steam-to-carbon
ratio of 4.0. Fuel conversion to carbon oxides is 95 percent, resulting in a
dry methane slip (dry volume percent CH, in reformer exit) of 1.6 percent.
Reformed gas composition is near equilibrium at the exit temperature and con-
tains 38 percent HZ’ 9 percent CO, 7 percent COZ’ 1 percent CH4, and the
remainder water. The product gases exiting the reformer are then cooled to
750°F, passed over a Zn0 bed to remove HZS’ further cooled to 560°F, and passed
through a shift converter. The shift converter reacts approximately 87 percent
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TABLE 5-9
STATE POINTS - PRESSURIZED OPERATION - 60 kW FCPU
TOTAL TEMP PRESS
MOLAR FLOW, LB-p/hxr 1bs/hr °F PSIA
STREAM Hz | CO | CO2 CHe | H20 | N2 | 02 HC
1. Reformer Puel 1.737 24.11 600 60
2. Steam To Reformer 6.947 125.00¢{ 1600 60
3. Reformer Products 3.821(.938| .712] .087|4.586 149.17} 1800 60
4. Shift Exit 4.637).12211.528] .087)3.769 149.17 700 60
S. Tuel Cell Feed 4.637].122}1.528| .087(0.180 84.58 3150 60
6. Exit Feed Gas .69%].122[1.528} .087|0.180 76.67 350 60
7. Burner Fuel 0.59 8.1R 190 60
8. Burner Air Supply .24111.659 227.84, 325 60
9. Reformer Exhaust 2.323 1.60006.241]0.216 312.64] 500 60
10. PAFC Air Supply 14.8213.94 541.10| 1328 60
1l. Cooling Air [153.5[40.56 5595.0 350 14.7
12. PAFC Exhaust Air + 13.94 pe.8211.97 548.90! 137% 60
) : 13. Total Exhaust 2.323 5.54 [21.06|2.18 861.66 180 -
14. Vaporizer Exit 1.17 21.00 293 60
15. Reformer Vap. Exit 5.78 104.00| 293 60
d 16. Water Recovery 2.78 50.00| 140 -
17. vater Recovery 4.17 75.00} 100 -
18. Hot Water Supply 175,6 3160.0 120 -
19. Condenser Air Flow 226.0160.0 8250.0 | 60
E - DESIGN BASIS : HEAT EXCHANGER LOADS (BTU/HR)
858 Cell H: use TENT AREX 2
F 958 Fuel Conversion SENSIBLE IATENT Lt
- ;:3?: ::“;:: el (V) 1. Fuel Vaporizer 6010 4990 10
P u 2. Prim. Steam Vaporizer - 94900 13
4 21758 btu/Lb CH4
s : 3. Reformer Bed 145800 - 16
2.0 Cell Stoair
4 1.15 Burner Stoair 4. Steam Superheater 84920 . - 30
. 60°F, OF Rel. Hum 5. Gas Cooling Coil 9810 - 2.5
+-@ ’ : : 6. Gas Cooling Coil 15760 - 5.5
. 69 kW Gross _ 7. Gas Cooling Coil 21150 - 13.0
b 60 kW Net 8. Gas Reheater 12560 - 5.0
{ 9. Hot Water Heater 12000 45775 100
9 10. Hot Water Heater 201400 250
. 11. Hot Water Heater 10080 50
p 12. Condenser Coil 10000 .58600 300
;. 13. Condenser Coil 2360 8200 40
3
L
3
3
[ o
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of the residual CO with steam to produce additional H2 and lower the CO concen-
tration to less then 2 percent. The purified gases are then cooled to condense
out the moisture and reheated to 350°F before entering the fuel cell anode.

The fuel cell reacts 85 percent of the available hydrogen with oxygen to pro-
duce DC power and process heat. The oxygen is supplied by a once-through air
flow with an inlet stoichiometry of 2.0 and a pressure of 60 psia. The process
heat is removed by a separaie cooling air flow that enters at 250°F and leaves
at 350°F.

Unreacted H2 in the anode exhaust, along with residual CO and CH4, are burned
in the reformer furnace to provide heat for the endothermic reforming reac-
tion. Additional liquid fuel, representing 25 percent of the total FCPU fuel
requirements, is also burned in the reformer furnace. The fuel reforming takes
place in 2 high temperature steam reformer of the type being developed by Toyo
Engineering Corporation. It consists of a fixed bed of two types of catalysts
(designated T12 and T48) placed in series. Total gas space velocity (TGSV) is
BOOV/V/hr'] (volumetric flowrate of gas per catalyst bed volume).

The hot reformer exhaust gas is used to vaporize the fuel and generate approxi-
mately 83 percent of the process steam. The remaining steam is generated in an
external feedwater heater/steam generator. The two steam flows are combined
and superheated to 1,600°F by hot product gas leaving the reformer.

Air is supplied for reformer furnace fuel combustion and fuel cell process air

via a turbo-charger/compressor operating on reformer combustion gases and cell

exhaust air. There is sufficient energy in these streams to develop the 22 BHP
needed to compress ambient air to 60 psia. Total air requirements are based on
burner combustion at 1.15 stoichiometry and fuel cell stoichiometry of 2.0.

Cell cooting air is recirculated in a pressurized, closed loop system. Sepa-
rate air manifolding provides flexibility in cell cooling channel design and

air requirements. Heat absorbed by the cooling air is used to heat hot water
to 210°F for integration with the DEWLine space heating system. Additional
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waste heat is recovered during the cooling of reformer product and system
exhaust gases prior to the water condenser. Total cogeneration heat, supplied
by heating recycled water from 120°F to 210°F, is 238,000 Btu per hour, or 36
percent of the total fuel higher heating value. System thermal efficiency,
defined as net AC electric power plus cogeneration heat divided by the total
fuel heat input (based on the higher heating value), is 66.1 percent.

Power plant heat rate is 11,200 Btu per kilowatt-hour.

Design parameters for each of the major subsystems are given in Table 5-10.

5.3.2.2 POWER PLANT PERFORMANCE

The FCPU performance profile for 60 percent, 100 percent, and 110 percent load
levels is shown in Table 5-11. A complete design and performance summary at

rated load is given in Table 5-12. The electric generating efficiency and

thermal utilization are nearly constant over the load range. Four FCPU's,
operating at 60 percent load each, provide the required electric load of 145 kW

and 100 percent of the station space heating needs. Fuel to electric power
conversion rate is 12.0 kilowatt-hours per gallon. »-

5.3.2.3 FCPU SIZE AND WEIGHT

The projected volumes and weights of major system components and the assembled
power unit are shown in Table 5-13. These projections are based on scale up of
exiéting designs with allowances for additional components, including water
recovery and heat recovery equipment. Items not included are auxiliary battery
power, fuel and water storage, and inert gas vessels used for system starting.

The estimated package weight and volume are slightly higher than would be
required with a similar 60 kW system used with natural gas or naphtha. These |
differences are attributed to additional fuel processing components and heat
recovery equipment.

The overall volume of the power unit is projected near 282 ft3

with a system
weight of 6200 1bs. To accommodate the existing PIN-1 engine room size

requirements, the FCPU is physically divided into the following three sections:
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TABLE 5-10
MAJOR FCPU DESIGN PARAMETERS

FUEL CELL SUBSYSTEM

Design Pressure, psia 60

Design Temperature, F 350

Cell Hydrogen Utilization, % 85

Process Air Stoichiometry, 2.0

Cooling Load, 10° Btu/hr 170

Output Voltage, VDC 230

No. of Cells Required 640

No. of Cell Stacks 2

Active Cell Area, ft2 per cell 1.1

Operating Point, vpc @ ASF
110% Design .71 @ 150 ASF
100% Design .72 @ 135 ASF
60% Design .74 @ 80 ASF

Cooling Air Required, CFM @ STP 1,530

FUEL CONDITIONING SUBSYSTEM

Design Pressure, psia 65
Reformer Design Temp, °F 1,800
Space Velocity, v/v/hr™! 800
Catalyst Type (Toyo T12/T48) Ca0, Ni0
Catalyst Volume, ft3 A 5.5
Shift Catalyst Type, Cu/In0
Shift Catalyst Volume, ft3 3.6
Desulfurization Catalyst Zn0

Desul. Catalyst Volume, ft3 2.5
Design Fuel Sulfur, wppm 1,000
Turbo-Charger Output, CFM @ STP 190
Design Combustion Stoichiometry 1.15
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TABLE 5-10

MAJOR FCPU DESIGN PARAMETERS (Continued)

POWER CONDITIONING SUBSYSTEM

KVA Rating (continuous)
Input, Volts DC
Qutput

Type

Harmonié Distortion

Efficiency @ 0.9 Power Factor
50% Load (35 KVA)

100% Load (69 KVA)

HEAT RECOVERY SUBSYSTEM

Total Heat Recovery (4 units),
103 Btu/hr

Inlet Water Temperature, °F

Qutlet Water Temperature, °F

Heat Exchanger Type

Percent Space Heating Demand

69
200-300
60 Hz, 3-phase,
4-wire, 120/208 volts
Voltage Fed, Forced
commutated
Less than 5 percent
91%
92%

550
120
210
Shell and Tube
100

o
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TABLE 5-12
FCPU DESIGN AND PERFORMANCE SUMMARY

DESIGN BASIS

Power Qutput, kW (Nominal/Peak) 60/66
Voltage, Regulated AC , 120/208
Fuel Type DF-A
Ambient Temperatures, °F -65 to +85
Altitude, feet above SL . : " 10,000

PROJECTED PERFORMANCE'

Parasitic Power Req., kW 3.5
ac/dc Conversion Eff., % 92
Gross Cell Power, kW 69
Thermal Losses, % Input 5
Power Efficiency, kw-hr/gal 12.0
Heat Rate, Btu/kW-hr @ A 60 kW 11,200
Cogeneration Heat, Btu/hr @ 60 kW 238,000
Water, Gal/hr @ 60 kW 15
Recovered Process Water, % Needs 100
System Thermal Efficiency, % 66.1
System Starting Time, hrs 1-2 '
System Weight, 1bs (exluding storage tks) 6,200
System Footprint, ft2 51
System Volume, ft3 282

(1) Based on DF-A, 0.81 Specific Gravity, 133,500 Btu/gal (HHV)

«@
.
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TABLE 5-13

60 KW FCPU COMPONENT SIZES

" Weight, 1bs.

Fuel Cell Stack w/Manifolds
High Temperature Steam Reformer
Shift Reactor and Zn0 Vessel
Heat Exchangers
Pumps, Blowers, Turbocharger, etc.
Controls, Packaging Skid Base, etc.
Subtotal
Power Conditioner
Water Condenser
Total

Approximate Dimensions:
Power Generator

1,500
650
400
500
250

__600

3,900

2,200

__100

6,200

6'6!!L X 5!2" N X 5'4IIH

Power Conditioner 3'L. X 2'6"W X 7'H

Water Condenser

4'L X 2'6"W X 5'1"H

Volume, Ft.

3

35
10
8
35
6
85
179
52
51

282
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5 ‘ e Power Generator - 6'6"L X 5'2"W X 5'4"H; 3,900 1bs
:(? e Power Conditioner - 3'L X 2'6"W X 7'H; 2,200 1bs.
: e MWater Condenser - 4'L X 2'6"W X 5'1"H; 100 1ibs.

A11 four power conditioners (one per FCPU) could be located side-by-side in one
corner of the engine room. The air-cooled water condenser would be located
outside of the engine room, presumably on the roof. The power generator units
can be spaced in the engine room to allow ready access to each unit.

5.3.2.4 FCPU CONTROL AND OPERATION

Microprocessor based control is recommended for use with the 60 kW FCPU. Table
5-14 1lists the primary control functions which will be needed for minimum con-
trol of the power plant. Assessment of all operational requirements is unknown’

at this level of effort because the system incorporates developmental reformer
technology. Two key problems, coking and sulfation, may occur within the

hdF

reformer subsystem, requiring a means of detection and avoidance. Carbon depo-
sition and pluggage of the reformer catalyst can be detected by an increase in .f
reformer pressure loss; this can be minimized or avoided by proper control of

the reformer. Also, sulfur : 2moval rate and absorption capacity of the Zn0
desulfurizer bed must be mw..1tored to protect downstream catalysts. This

requires the use of two Zn0 beds in series, with HZS detection between beds.

:u—v ne e am e ¢

These control requirements will need additional study with working models to
adequately assess control set points and detection means. In addition to using
an automatic control system, operational assistance will be needed during sys-

P
-

tem warm-up and starting. Normal operation will be "hands-off," with operator
attention required on a "walk-by" basis.
Power unit starting is achieved by heating the reformer, desulfurizer, and
q shift catalyst to operating temperatures by firing fuel in the reformer
: burner. A separator burner/heat exchanger unit is utilized in the cooling air
{ loop for fuel cell heating. Starting time will be governed by the reformer
{ subsystem due to its higher operating temperature and 1imits imposed by
q reformer metallurgy and catalyst heating. Heating of reformer subsystem
]
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TABLE 5-14

MAJOR CONTROL FUNCTIONS

Controlled Variable

Power Output (load following)

Fuel & Steam Flow
Reformer Temperatures

Fuel Cell Temperature

Shift Qutlet Temperature

Zn0 Bed Temperature

System Pressure

Fuel Cell Pressure

Water Condenser Temperature

Exhaust Gas Water Concentration

Control Means

Current Measurement Feedback to Control
Valves

Proportioning Control Valves

RTD Feedback to Burner Firing Rate

RTD Feedback to Recirculation Cooling Air
Flow Valve

Thermostatic By-Pass Flow Control on Steam
Vaporizer

Thermostatic By-Pass Flow Control on Steam
Vaporizer

Turbocharger Output Pressure Regulation

Differential Pressure Regulation on Anode
& Cathode

Air Cooler Fan Number and Speed or Damper
Flow Control

Load Following Damper Control to Maintarr
2.0 Cell Air Supply
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& catalyst may require the use of moisture free or inert gas (e.g. nitrogen) to {fi
! prevent moisture condensation or oxidation of catalysts. Thermocouple (RTD)
sensors would be used to control burner firing rates. A separate aiy blower is
needed to provide combustion air until sufficient thermal energy is available
to drive the turbocharger compressor. Power for operating system components

'I during start-up can be provided by adjacent operating power units or by a com-
mon battery pack. Although starting time cannot be fully assessed at this

;{ time, a minimum of one to two hours is estimated. Starting power for operation
; of the-system, excluding the water condenser fan, for the two hour period is

?! projected near 5 kW.

Load following is obtained by measuring fuel cell current output (demand) and
adjusting reformer fuel and steam flow valves, accordingly. This controls the
volume of reactants entering the catalyst bed and hydrogen output to the fuel
cell. Rapid demand, if required, is tied into the reformer burner control to

provide increased combustion and reaction heat. Gas phase flow control valves
would be used to modulate steam and vaporized fuel flow. Combustion air and )
fuel cell process air flow valves control air flow rates in response to Q!ff
demand. Preliminary analysis of transient response rates indicates the capa-

bility of applying a simulated 10 kW motor load while operating at 50 kW output.

Thermal system control is obtained by monitoring reformer catalyst, shift cata-
lyst, desulfurizer bed, and fuel cell temperatures and adjusting flow rates,
accordingly. Reformer catalyst temperature is maintained by adjusting burner
combustion rate during changes in system demand. Desulfurizer and shift cata-
¢ lyst temperatures are maintained by controlling the amount of gas entering or
by-passing the external water vaporizer. If necessary, steam superheat and
fuel vapor temperature may have to be controlled to avoid carbon deposition in
the reformer, or maintain gas outlet temperatures. These control functions may

o4

be necessary depending on reformer design.

R 2B 0 25w ade & IR SN
r 2

Fuel cell plate temperatures are controlled by the rate of heat removal from
the cooling air loop. This requires adjusting water heating system flow rates
[] between the facilities storage tanks and the heat recovery unit. A near
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constant space heating load has been assumed. If large variations in space
heating demand exist, an air cooler, operating parallel with the space heating

system, may be required.

System pressures would be maintained by pressure regulators at the fuel and
water pumps and in the process air and anode gas stream entering the fuel
cell. To prevent crossleaks in the cell stack, the cooling air loop and stack
assembly are encased in a pressure vessel. Loss of system pressure would sig-
nal shutdown of the power unit.

Water recovery rate in the system exhaust condenser would be subject to changes
in system flows. To ensure adequate recovery for system needs, temperature of
gases entering the unit would be controlled by upstream heat exchangers, and

air flow would be varied to control the exhaust temperature leaving the system.

5.3.3 POWER PLANT USAGE CONSIDERATIONS
5.3.3.1 DESIGN LIFE AND MAINTENANCE REQUIREMENTS

The Fuel Cell Power Units will require both scheduled and unscheduled mainte-
nance. Major component design life and maintenance requirements are shown in
Table 5-15. Based on reliability estimates performed during this study for
other FCPU's, the mean time between failure for each 60 kW FCPU is estimated to
be 3,000 hours. This assumes that preventative maintenance and routine system
inspections (during operator "walk-by") will be performed. The MTBF estimate
includes unscheduled outages only, and does not represent scheduled outages for
overhauls, catalyst replacement, etc.

TR
C

In general, the FCPU's are expected to require substantially less maintenance
than diesel-electric generators. Therefore, no additional maintenance person-
nel will be required beyond those used presently. It may be possible to reduce
the size of the maintenance crew, but this is unlikely since the same mainte-
nance personnel that service the electric power generators also service other
radar station equipment. At present, the power plant is manned approximately
25 percent of the day. It is estimated that this can be reduced to 15 percent
- for a fuel cell power plant.
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TABLE 5-15
SYSTEM MAINTENANCE CHARACTERISTICS

Major Component Replacement

tg Fuel Cell Stack 5 Years
;- Reformer Catalysts 3-5 Years
Shift Catalyst 3-5 Years
Desulfurizer Catalyst 6 Months

Forced Outage Maintenance

Fuel Vaporizer Cleaning 1-6 Months
Inspection & Cleaning Yearly

On Line Maintenance

Acid Replenishment Yearly
Calibration & Adjustment Yearly
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A six month scheduled outage is assumed for each FCPU, on a rotating basis.
This outage is planned to allow replacement of the Zn0 desulfurization catalyst,
cleaning of the fuel vaporizer, and replabement of any short-1ife components
(e.g., filters, etc.). The replacement of Zn0 catalyst is dependent on the
actual sulfur content of the fuel. A catalyst bed of 150 pounds has been used,
which allows 1,250 hours of full load operation (60 kW) with DF-A containing
1,000 ppm sulfur. The catalyst 1ife would be 4,150 hours with 60 percent load
operation and 500 ppm sulfur. Cleaning of the fuel vaporizer is required due
to coking at vaporization temperatures. The actual severity of coking with
typical DF-A fuel needs to be assessed. If severe coking occurs, it may be
necessary to use parallel vaporizers and decoke while the FCPU is operating.
The estimated total duration of the six month scheduled outage is 12 hours,
which includes time for cool down and restart.

The FCPU's will require overhauls at 2-1/2 year and 5 year intervals. The pri-
mary reason for the 2-1/2 years overhaul is to replace the reformer and shift
catalysts. These catalysts are anticipated to have a 3-5 years life. There-
fore, it is uncertain whether or not they will remain active until the five
year major overhaul. Replacement after 2-1/2 years is a conservative approach,
and experience may show that 5 year replacement intervals are sufficient.

Total outage time for the 2-1/2 years overhaul is estimated to be 60 hours.

The 2-1/2-year overhaul will also be used to replace any short-1ife components
such as pump seals, burner components, etc. Even though the estimated Mean
Time Between Failures of the FCPU's is 3,000 hours, preventative maintenance
during the six month scheduled outages and 2-1/2 and 5 year overhauls may
mar@edly increase unit reliability.

The purpose of the five year overhaul is the replacement of the fuel cell
stack. Fuel cell performance will slowly degrade with time, and 40,000 hours,
or roughly five years, is the design 1ife of a stack. Typical voltage loss
over this period is expected to be 5-10 percent. The high temperature steam
reformer will also be overhauled at five year intervals. If required, reformer
tubes will be replaced.
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Since the five year overhaul requires replacement of a major component (the fi
fuel cell stack), the logistics of this overhaul need to be studied. The fea-
sibility of on-site replacement of the stack will depend on the final FCPU
design arrangement and the availability of on-site maintenance capabilities.
The full stack, 1e§s manifolds, will weigh approximately 1,000 pounds. An
alternative to on-site stack replacement is the shipping of the FCPU to a fuel
cell maintenance facility, perhaps at the manufacturer's factory. In this
case, a replacement FCPU, or alternately a replacement fuel cell subsystem,
would be substituted for the unit to be overhauled. Again, the final unit
design must be consistent with the proposed maintenance program. Shipping of
the FCPU to remote maintenance facilities will impose additional transportabil-
ity requirements. Replacement of the fuel cell subsystem for maintenance will
require suitable modulization of the design. Life cycle cost estimates have
been based on on-site stack replacement with round trips' transportation costs
for the replaced elements.

in determining FCPU availability, seven days were allowed for the five year
overhaul. It is felt that this is sufficient time for either maintenance Q:
approach, on-site stack replacement or replacement with a new unit and remote
maintenance.

5.3.3.2 FUEL SUPPLY AND STORAGE

The FCPU's have been designed to utilize the same power plant fuel (DF-A) as
the existing diesel-electric generators. The present storage and fuel distri-
bution system can be utilized without modifications.- Since the fuel cell units
are more efficient than the diesels, they will use less fuel and will be able
to operate longer on the same amount of stored fuel. With an average electric
demand of 145 kW and an FCPU power rate of 12 kilowatt hours per gallon, the
existing 260,000 gallon diesel oil storage would last for approximately 900

days if used exclusively for power production.
Consideration was given to designing the FCPU's for operation with jet fuel,

JP-4. Due to its lower boiling point and lower sulfur content, JP-4 is some-
what easier to steam reform than diesel oil. However, the severe arctic
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conditions require special precautions in handling and storing fuels due to the

possibility of freeze-up. Also, the use of JP-4 would require a modification
of the existing logistics of fuel delivery. Diese! o1l would still be required
for other site uses. Therefore, it was decided to design the FCPU's for normal
operation on diesel fuel, with the pro#ision to use JP-4 as a back-up fuel.

When JP-4 is used, the fuel rate measured in gallons per hour, will increase
about 10 percent. JP-4 has a lower heating value on a volumetric basis than
DF-A.

5.3;3.3 SYSTEM OPERATION AND AVAILABILITY OF POWER

Overall electric power system availability at DEWLine sites must be 0.995 or
higher. This is accomplished with existing diesel-electric units by a combina-
tion of multiple units with backup and load shedding. The present operating
procedure calls for three operating units, one standby unit, and a fifth unit

‘which is presumed off-]ine for maintenance. The three operating units must -

have sufficient reserve margin such that any two units can maintain minimum
station demand should the third unit trip. This is accomplished by load shed-
ding, whereby non-essent?>1 power consumers (e.g., 1ighting, dishwashers, etc.)
are shutdown until the backup unit can be started (usually one minute).

The present diesels at PIN-1 have a rated capacity of 60 kW plus 10 percent
overload. The average electric load is 145 kW, with an average daily peak of
180-190 kW. In the case of a unit failure, load shedding permits critical sta-
tion loads to be maintained by two operating 60 kW units.

As part of the upgrading of DEWLine sites, the existing diesel-electric genera-
tors will be replaced by 150 kW turbo-charged diesel units. For the PIN-1

site, four 150 kW units would be required (i.e., two operating, one standby,
one maintenance). At the normal station electric load (145 kW), the two oper-
ating units would operate at 48 percent capacity, substantially reducing their
efficiency. The use of 150 kW units also results in 600 kW of installed elec-
tric generating capacity, versus 300 kW installed capacity for five 60 kW units.
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The proposed FCPU capacity is 60 kW, which is comparable to the existing diesel
units.. The use of 60 kW units results in lower capital costs than 150 kW due
to the lower installed capacity. Since the FCPU's have a slow startup rate
(i.e., approximately one hour), it is not possible to use the same load shed-
ding and standby unit procedures as with diesels. The load shedding is a tem-
porary condition and cannot be tolerated for more than a few minutes.

Howéver, fuel cells also have the desirable characteristic of high part load
efficiency. Therefore, it is proposed to utilize four operating 60.kWw FCPU's.
At the average load of 145 kW, each unit would be running at 60 percent of
rated capacity. If a single unit failed, the remaining three units could sup-
ply all of the station electric power demands, including the 180-190 average
daily peak. This would permit sufficient time to repair or replace the failed
unit while still maintaining the specified electric power availability.

Mean Time Between Failure (MTBF) for the FCPU's is estimated to be approxi-
mately 3,000 hours. This compares to a specified MTBF of 500 hours for
MEP-006A 60 kW diesel engine driven generator sets. The higher reliability of
the FCPU's aliows the specified power system availability (0.995) to be main-
tained without a fifth backup unit. Table 5-16 shows the projected FCPU avail-
ability (including scheduled maintenance and overhauls) to be 98.9 percent.
Since at least two units must fail before there is a power outage, the electric
power availability is 0.9993 (see Appendix D-2B). This exceeds the specified
availability by a safe margin and no back-up FCPU is recommended.

It should also be noted that even in the case of two FCPU failures, the remain-
ing two units have a rated capacity of 120 kW and an overload capacity of 132
kW. Therefore, even in this rare case the radar station would be able to main-
tain critical functions. The availability of at least two FCPU's is estimated
to be 0.999995 (see Appendix D-2B). Therefore, availability of critical elec-
tric power for the radar units is nearly 100 percent, with less than three min-
utes per year average outage. '

QE*




TABLE 5-16
FCPU AVAILABILITY

Hours Unavailable in Year Indicated

Cause of Outage

YEAR 1 2 3 4 5

1. Unscheduled 35 35 35 35 35
(MTBF = 3,000 hrs., MTTR = 12 hrs

N

2. Six-Month Scheduled Maintenance 24 24 12 24 12

3. 2-1/2 Year Overhaul (Catalyst 0 0 60 0 0
Replacement, etc.)

4, Five Years Overhaul (Stack 0 0 0 0 168
Replacement, etc.) :

Subtotal 59 59 107 59 215

Five Years Total 499
Availability = Total Hour;o;a?o:&s’rlznavaﬂab]e - W 0.989
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5.3.4 FCPU COST ANALYSES ' i
5.3.4:1 CAPITAL COSTS

An estimate of FCPU capital costs by account number is given in Table 5-17. A
breakdown of equipment included in each account is given in Appendix B. Total
FCPU capital cost, based on 1980 dollars, is $162,600. This represents a unit
cost of $2,710 per kilowatt.

These estimates are based on a mature FCPU market with a 1,000 units of cumula-
tive production. Except for existing commercial components, such as pumps,
fans, etc., an experience curve effect was assumed. Experience curve effects
have been observed in many types of production processes and are a measure of

- the cost reductions that occur with increases in the cumulative size of a pro-

duction run. These cost reductions are due to the combined effects of improved
labor efficiencies (i.e., learning curve effects); technical and manufacturing
improvements; economies of scale; and volume purchasing of components and mate-
rialé. An 80 percent experience curve means the cost per unit will decrease by
20 percent when the cumulative number of units produced is doubled. Q!f
Similarly, an 85 percent experience curve will result in'a 15 percent cost
reduction when the cumulative number of units is douﬂled. Based on analysis of
experience curves for similar types of equipment, an 85 percent experiehce
curve was assumed. For a cumulative production of 1,000 FCPU's, the experience
curve reduces initial capital costs of the non-commercial components by 80 per-
cent.

5.3.4.2. OPERATING AND MAINTENANCE COSTS

Normal operation of the FCPU is automatic and does not require constant opera-
tor attention. Start-up and shutdown, fault correction, and other abnormal
operating conditions do require operator assistance. At present, DEWLinc nower
generators are manned approximately 25 percent of the time. It is conserva-
tively estimated that this can be reduced to 15 percent of the operating time
for FCPU power generation. Based on operating labor costs supplied by the DEW
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ACCOUNT

1000
2000
3000
4000
5000
6000
7000
8000
9000

TABLE 5-17

CAPITAL COST ESTIMATE
60 KW DEWLINE FCPU

DESCRIPTION

Fuel Cell Assembly

Fuel Processing

Fuel Delivery

Water Delivery

Air Delivery

Heat Exchangers

Controls & Instrumentation
Power Regulation
Structural

Total =

COST (1980%)

45,500
33,100
3,300
4,800
10,000
30,300
6,000
24,800
4,800

$162,600
$ 2,710/kw




..........................
..................................................................

System Office, a labor costing rate of $46 per hour was assumed. The annual
power plant operating cost .is, therefore, $60,400, or $15,100 per FCPU.

A breakdown by account number leading to an estimated total yearly hardware .
replacement cost of $11,950 per year is illustrated by Table 5-18. The failure
rates per million operating hours are the same as used to estimate a MTBF of
3000 hours. Cleaning of the fuel vaporizer. and replacement of the sulfur
removal catalyst are assumed to occur at six month intervals. Other scheduiad
maintenance such as changing fuel and air filters can also be accomplished at
the same time.

In constructing Table 5-18, the major subsystems (Account Nos. 1000 through
9000) were assumed to be totally replaced in case of a failure. The failed
parts were assumed to have a salvage value that ranged from 40 percent of the
initial cost for the fuel cell, to 85 percent of the initial cost for the power
conditioner. Replacement part costs of the major subsystems were cumulated

without regard to costs of valves, ducting, tubing and sensors associated with
these subsystems.

L
Valves, ducting, start-up battery, etc. were evaluated under the -special
accounts at the bottom of Table 5-18. The failures were treated as individual
valve, sensor, etc., replacements with no salvage value for the failed part.

Table 5-18 indicates that an unscheduled repair because of a unit failure can
be expected to occur 2.9 times per year on the average, reflecting the MTBF
estimate of 3000 hours. When added to the scheduied maintenance outages, total
hours of maintenance and service are 96 hours per year per FCPU. The nature of
the maintenance skills required would be trained E4 level skills: (1) trouble
shoot modular system, (2) replace modules, and (3) return unit to operating

. condition. These are the same skills required for servicing and repair of all
\ the FCPU's of this study.

The total operating, servicing, and maintenance costs are estimated as follows:

5-52
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Maintenance Crew Size 2 Persons
Costing Rate per Crew $92/Hour ($92,000/Year Each Person)
:!5 Hours of Maintenance 96 Hours/Year .
3 & Service
E;g Service & Maintenance $8,830/Year
b Labor Cost
! Special Equipment None
-, Hardware Replacement Costs $11,950/Year
2 Supplies (Filters, Sulfur $200/Year
r‘ Catalyst, etc.)
3 Hours of Operator Attention 3,299 Hours/Year
¥ Operator Costing Rate " $46/Hour
- Operating Labor Cost $15,100/Year
- Total 0&M Cost $36,080/Year
e
.

5.4 DEVELOPMENT RISK ASSESSMENT

R

A technical development risk assessment was performed at both the subsystem/
major component level and the overall system level. The technology status rat- ‘CJ
ing criteria are presented in Table 5-19. Each subsystem or major component
was evaluated with respect to the following factors:

a

™

.

Current technology status

.

e Technology rating (Table 5-19 criteria)

e Reguired technology status to meet design requirements for the
proposed applications

Proposed developmental program to achieve the required technol-
ogy status

o Estimated developmental effort expressed in terms of manhours
of R&D personnel (engineering plus technicians)

B oAl A0 an o e e cung a4 o o gm e e 4

:. o Estimated developmental effort expressed in terms of develop-
3 ment dollars (labor and materials)
E e Probability of success of the proposed developmental program
P.» e Ongoing programs or potential design alternatives.

E

o
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A summary of the development risk assessment is given in Table 5-20. Those iiﬁ
areas presenting the greatest risk (and largest development requirements) are

=

r

y

:

(v

Ef& as follows:
E;;

P

[

Fuel Processor

The production of hydrogen by steam reforming of hydrocarbons is a well estab-
lished technology, and is used extensively in the petrochemical industry for
the production of ammonia, etc. However, the hydrocarbon feedstock is normally
a mixture of low molecular weight compounds, such as natural gas or light naph-

g' tha. Heavy naphtha, with a distillation end point up to 350°F and containing
- up to 30 percent aromatics, has also been used in some instances, primarily in
India.

The DEWLine application calls for the production of hydrogen from Arctic-grade
diesel fuel, DF-A. This fuel has a distillation end point of 572°F, contains
up to 2,500 ppm sulfur, and has a high aromatic content. These pkoperties
require a non-conventional steam reformer design. The use of heavy fuels, such -
as DF-A, in conventional steam reformers results in coke formation and sulfur ‘:1
poisoning of the nickel catalyst. Extensive pretreating, to lower the sulfur
content to less than 1 ppm and partially crack the larger molecules, is deemed

uneconomical and impractical for fuel cell applications.

Based on the results of an EPRI-sponsored study (Ref 5-3), the most promising
fuel-processing alternatives are high temperature steam reforming and autother-
mal reforming. The tradeoffs between these two options are discussed in Sec-
tion 3.1.1. High temperature steam reforming was chosen as the preferred pro-
cess for the DEWLine application.

The Department of Energy has sponsored a development program for distillate

fuel steam reforming technology. A summary of the status of this program was
presented in a recent report by Catalytica Associates, Inc. (Ref 5-4). Auto-
thermal reforming is receiving the largest share of DOE funding, with develop-

® ment programs being carried out by United Technologies Corporation (UTC),

' Engethard Industries, and the Jet Propulsion Laboratories. In addition, J

¢
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analysis-oriented work is being conducted by several other organizations.
Research on high temperature steam reforming is included in the Engelhard DOE
contract. The Electric Power Research Institute (EPRI) has also sponsored sev-
eral studies of high temperature steam reforming including contracts with
Catalytica, UTC, and Kinetics Technology International Corporation. The most
promising HTSR process appears to be the Total Hydrocarbon Reforming (THR) pro-
cess developed by Toyo Engineering and Tokyo Gas of Japan. This process has
reportedly been run in pilot plant runs for up to 4,000 hours with no catalyst
deterioration or deactivation.

It is felt that a further developmental effort is required to qualify HTSR for
Fuel Cell Power Unit service. The areas of concern are:

e Carbon formation in the feed preheater

e Methane slip (i.e., conversion in reactor)
e Catalyst'stability and Tlife

¢ Thermal response and start-up rate

e Subsystem cost

The proposed developmental program would include lab-scale catalyst testing and
evaluation, a multi-tube reformer test, and a design, analysis, and economic
study of a full-scale (DEWLine unit capacity) fuel processing system. Total
estimated man-hours (engineers plus technicians) required are 20,000. Esti-
mated development cost (including haterials) is $2,000,000.

Fuel Cell Stack

The proposed fuel cell operating conditions are:

¢ Current density at full load = 135 amps per Ftl
e Cell temperature = 375°F A
¢ Nominal cell pressure = 60 psia

e Cell voltage at 100% output = 0.72 VDC

5-60
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o Active cell area = 1.1 Ft2
o Number of cells = 6§40
e Number of stacks = 2

e Reformed DF-A fuel

Although phosphoric fuel cells have been tested and operated successfully under
similar conditions, several areas require further investigation and develop-
ment. Most existing PAFC stacks are operated under atmospheric pressure at
approximately 350°F. In addition, they are usually fueled by pure hydrogen or
a clean, reformed gas derived from methano! or natural gas. The reformed DF-A
fuel gas will be cleaned prior to entering the fuel cell stack, but the effect
of trace impurities, such as heavy metals or nitrogen, and the high carbon
oxide content, require further testing.

Several development programs are presently being conducted on phosphoric acid
fuel cell technology. The primary sources of funding are DOE, EPRI, GRI, vari-
ous electric utilities, U. S. Army, and the fuel cell developers. Work is
being conducted by Westinghouse/Energy Research Corporation, United Technology
Corporation and Engelhard Industries. The various applications that these
development programs are directed at include:

e Small, mobile units for the U. S. Army (3-5 kW)
e On-Site Integrated Energy Systems (40-150 kW)
o Dispersed utility power plants (5-10 M)

The extent of these programs, and the applicability to the DEWLine application
requirements, are uncertain at this time. The most closely related work appears
to be the Onsite Fuel Cell Field Test Project, which is jointly sponsored by
the Gas Research Institute (GRI) and DOE. Up to fifty 40 kW phosphoric acid
fuel cell energy systems, built by United Technologies Corporation, will be
fabricated and installed at 20-30 industrial sites. This program will supply
considerable data and knowledge that can be utilized to refine the DEWLine FCPU
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design. However, these units are natural gas fueled, unpressurized, and do not - -

have the same thermal integration rquirements as the proposed FCHY's.

Based on the projected development of PAFC cell and stack technology, no addi-
tional development effort is deemed necessary at this time. This is a result,
primarily, of the decision to use a standard (12" X 17") fuel cell size and
design that is already under development and is projected to be commercially
available in the time frame required for DEWLine installations.

System Integration and Testing

The packaging and integration of the various subsystems/major components into a
Fuel Cell Power Unit is developmental in the sense that previous units with
similar requirements (especially fuel type) have not been built and operated.
The requirements for a high temperature steam reformer and pressurized cell
operation (using a turbo-compressor unit) present unique system considera-
tions. In addition, the FCPU must be designed for water recovery and waste
heat utilization. As noted above, the planned 40 kW Field Test Program will
help answer many of these concerns. It is suggested that a system verification
and qualification program be conducted. The verification program would include
construction and testing of the following units:

e Laboratory units of major subsystems
e House development unit (full size)

o Field qualification unit

The estimated cost of materials and test apparatus is approximately
$1,250,000. Estimated manpower requirements (engineers and technicians) are
45,000 hours. Total developmental cost for the system verification and quali-
fication program is $4,500,000.

The total recommended developmental program, based on the development risk

assessment as discussed above, requires 66,700 man-hours of development labor
(engineers plus technicians). The total program cost is approximately

5-62
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$6,580,000. These estimates are based on the present status of technology
development and the assumed future commercial availability of fuel cell mod-
ules. Considerable research, development, and testing are presently being con-
ducted or are planned in all areas of appreciable developmental risk. The
impact of these programs, most of which are subject to funding review, on the
DEWLine application development risk is highly speculative. The estimated
development risk assumes moderate input from these parallel programs. Acceler-
ated development in these areas may substantially reduce the development risk,
whereas an absence of parallel development will require a larger developmental
program,

5.5 LIFE CYCLE COSTS (LCC)
5.5.1 INDIVIDUAL 60 kW FCPU

The basic LCC elements used and assumptions about each are as follows:

R&D - Cost from Section 5.4 spread over 1000 units

Production - Capital Cost from Section 5.3.4.1

Initial Spares - One years supply of spare parts from Section 5.3.4.2
Fuel Cell Power Unit Replacement - none over 20 years

Maintenance - Cost per year from Section 5.3.4.2

Operating Personnel - Cost per year from Section 5.3.4.2 ]
Repair Transportation - $1.28 per pound of spare parts required
Initial Transport and Installation - $0.95 per pound of FCPU
Technical Data - Same as Ref. 5-5 spread over 1000 units

Fuel - Base year cost of $1.75/gallon escalated at 5% per year
LCC Period - 20 vears

The 20 year cost for each LCC element and the total for an individual FCPU is
given in the following table:
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LCC Element Cost (1980 $)
R&D | 6,600
Production 162,600
Initial Spares 12,000
Fuel Cell Power Unit Replacement 0
Maintenance . 415,600
Operating Personnel 302,000
Repair Transportation 33,900
Fuel 1,525,900
Technical Data 200
Initial Transport and Installation 5,900

TOTALS 2,465,500

5.5.2 COMPARISON WITH DIESEL ENGINE-GENERATOR SETS

A comparison of FCPU life cycle costs to those using diesel engine-generator
sets at the PIN-1 DEWline station was made. The comparison was done on the
basis of the replacement 150 kW diesel-electric generators proposed for this
site.” As for the individual FCPU LCC estimates, the LCC period was taken as 20
years. Fuel costs for both FCPU's and diesels were assumed to be $1.75/gallon
in the base year, escalated at 5 percent/year thereafter.

ihi’

The comparison is given in Table 5-21. As shown, use of FCPU's in preference
to the diesel engine-generator sets would result in a total 20 year savings of
about $3.1 million. Total LCC savings for all 32 DEWline stations (6 main and
25 auxiliary) would be approximately $115 million.

5.6 CONCLUSIONS

A 60 kW FCPU has been designed that meets U. S. Air Force requirements for
remote attended electric power and on-site heating. An example application for
the 60 kW FCPU is the PIN-1 Auxiliary Radar Station of the DEWLine System.

Four 60 kW FCPU's are proposed to supply the PIN-1 average station loads of

145 kW and 550,000 Btu/hr thermal. The FCPU's have lower fuel consumption,
higher cogeneration efficiency, greater reliability, less operating needs, and
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TABLE 5-21
FCPU'S VERSUS DIESEL GENERATORS
Diesel FCPU
Installed Capacity, kW 4 x 150 4 x 60
Average Heat Rate, Btu/kW-Hr 14,830 11,100
Percent of Space Heating Needs 4] 100
Noise Level High Low
Mean Time Between Failure 500 3,000
Capital Cost 240,000 749,200
0&M Cost (20 years) 3,420,000 3,006,000
Power Plant Fuel Cost (20 years) 8,061,800 6,103,600
Heating Fuel Cost (20 years) 1,213,500 0
i LCC Totals 12,935,300 9,858,800
«

lower life cycle costs than the 150 kW diesel-electric generators now being
installed as DEWLine replacements. Estimated 1ife cycle cost savings over the
projected power plant 20 year lifetime are over $3 million for PIN-1. Pro-
jected savings for the entire DEWLine System are approximately $115 million.

The proposed FCPU design uses state-of-the-art fuel cell technology, with the
exception of the fuel processing system. A development risk assessment was
performed, and it is estimated that a development program of 66,000 man-hours
and a total cost of $6,580,000 will be required to develop and qualify an FCPU
for a DEWLine type application.
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6.0 100 KW DIESEL FUELED REMOTE ATTENDED POWER SYSTEM

6.1 INTRODUCTION AND SUMMARY

An application analysis, preliminary conceptual design, development risk
assessment and Life Cycle Cost (LCC) estimate of a Fuel Cell Power Unit (FCPU)
has been carried out. The application studied is the third of the six generic
applications specified for analysis under the U. S. Air Force Fuel Cell Appli
cation Analysis program, Contract F 33615-80-C-2038. The generic application
as specified in Section 4.1.1.1.3 of the Contract Statement of Work is an
attended remote site with a power requirement between 100 kW and 250 kW.

The example application selected by the Air Force was that of providing elec-
trical power to a European communications station. The site analyzed is desig-
nated MENORCA and is located off the coast of Spain in the Mediterranean Sea on
Islas Baleares.

The electrical power requirements of the example site are of utility 60 Hz AC
type at voltages of 120/208V, 3-phase, 4-wire. Average daily peak power
requirement is 200 kW and the average electric demand is 180 kW. Availability
of power must be 99.99 percent or higher.

Electrical power to the example site is currently supplied by 250 kW diesel~

electric generators. In all there are four 250 kW units. One unit is kept on

line, one on automatic standby, one on manual standby, and one disconnected for
maintenance. No commercial power is available.

It is proposed to satisfy the power and availability requirements of the exam-
ple site by using three 100 kW rating FCPU's. Although the unit rating is less
than that of the present diesel units, only three FCPU's are required versus
four diesel-generators. The installation situation using FCPU's is somewhat
more favorable because the higher reliability of FCPU's eliminates the need for
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a fourth backup unit required of the diesel installation. Estimated power
availability using FCPU's is 0.9999.

A preliminary conceptual design of a 100 kW phosphoric acid FCPU that fulfills
the generic operational requirements for use at attended remote U. S. Air Force
sites and is suitable for use at the MENORCA example site has been created.
Some of the major features of the design are as follows:
® Uses logistic DF-2 fuel. Can also use JP-4 as a substitute
fuel.
® Produces 14.2 kW-hrs per gallon of fuel used. (Current MENORCA
site average fuel usage is equivalent to an electricity produc-
tion of 11.5 kW-hr per gallon of fuel.)
e No liquid waste disposal necessary (no oil changes).
¢ Current state-of-the-art component technology, except for the
fuel reformer which is emerging laboratory technology.

A more complete summary of the 100 kW FCPU's characteristics is given in Table
6-1.

An artist's conception of the 100 kW FCPU is shown in Figure 6-1. The fuel
cell power unit and power conditioning elements would be installed within

" existing engine rooms at sites such as the MENORCA site. The water condenser

would be mounted external to the engine room. The purpose of the water con-
denser is to recover water from the system exhaust for reuse in the unit's fuel
processing element.

A technical development risk analysis of the foregoing preliminary conceptual
design was carried out. No technology breakthroughs are required to achieve
operational hardware. The design uses current state-of-the-art components
except for the fuel reformer. Fuel cell stack technology being developed for
utility and on-site integrated energy system applications is compatible with
the 100 kW FCPU's requirements. There is sound experimental, but laboratory
based, knowledge on which to base the reformer design.

6-2
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3 TABLE 6-1
2 100 KW FCPU CHARACTERISTICS SUMMARY

1. PHYSICAL PARAMETERS
a) Type of Fuel: DF-2, alternate JP-4

. b) Fuel Consumption: 36,500 gallons per year gper unit)
X 109,400 gallons per year (total, 3 units)
! c) Volume/Size: Volume - 388 ft3; Footprint - 40 ft2 (Power Generator)

[ - 12 £t3 iPower Conditioner)
2 - 11 ft© (Water Condenser)

_ d) Weight: 10,300 1bs

Fi e) Environmental Constraint:
3

3

Thermal Discharge: 300,000 Btu/hr AVER.
i Air Pollution: NO, <0.24 1bs/MWH generated
L SOE - 5 to 10 ppm

‘Others - Nil
§e Noise: <75 db at 1 ft.
Solid Waste: 3 tons. per year of Zn0/ZnS
Chemical Discharge: Trace H3P04

Radioactive Waste: None

) 2. PERFORMANCE PARAMETERS

! a) Reliability:

2 Mean Time Between Failures: 2,680 hours

o Availability: 99.99% required; 99.99% calculated (5-year average)
b) Lifetime: 20 years

c) Operation and Maintenance:

. ‘ Ease of Operation: Record data; make minor adjustments once per day.
}' Fifteen percent operator attention assumed.

Ease of Maintenance: Trouble shooting, component replacement and
checkout.

- Maintenance Skills Required: E-4 or civilian equivalent.
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d)

f)

g)

TABLE 6-1 (Continued)

Growth Potential:

Fuel cell stacks are of modular construction; growth potential of
individual 100 kW FCPU's is limited by reformer and auxillary equipment
capacities. Growth potential by parallelling more FCPU's appears
infinite. ‘

Start-up/Shutdown Time:

Start-up: 1-2 hours

Shutdown to Hot Standby: 15 minutes
Cold Shutdown: Two hours

Thermal Energy Available:

Not designed for waste heat recovery as example site did not require
it. Could provide 233,00 Btu/hr above 200°F at rated load.

Electrical Output:

Rating: 100 kW, 60 Hz, 120/208V or 240/416V
Class: 2 (Utility) _
Operating Range: 33 kW to 110 kW

COST PARAMETERS

a)

c)

d)

Capital Costs:

Fuel Cell Power Unit - $231,500; $2,315/kW

Fuel Tanks and'Lines - Not applicable; existing installation.
Site Preparation - Not applicable; existing installation.
Initial Installation and Other Costs - $9,800

Maintenance Cost:

Transportation for Repair - $2,060/year
Personnel Cost - $1,860/year

Special Equipment Cost - None

Replacement Hardware Costs - $19,540/year
Operation Costs:

Fuel and Fuel Transportation Costs - $44,530/year (First year)
Supplies - $200/year

Operating Personnel Costs - $32,700/year

Life Cycle Costs:

20-year Life Cycle Cost - $3,219,700

6-4
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A program to develop the 100 kW FCPU should have the following recommended
(] major elements:

® A development effort to fully qualify the fuel reformer for
FCPU service.

! @ A detail design and system analysis, integration, and optimiza-
e tion effort.

@ A FCPU experimental verification and -qualification effort.

It is estimated that the cost of such a development program will be approxi-
mately $7,530,000.

Preliminary life cycle cost estimates have been performed and indicate substan-
tial savings when using FCPU's in place of diesel-electric generators. Total
life cycle costs for a single 100 kWe FCPU are $3.2 million over 20 years.
Estimated total 20 year life cycle cost savings for fuel cells versus diesels,
at the MENORCA site, are in excess of $3.0 million. The LCC savings are ca]cu-i;i
lated on a base year fuel cost of $1.22/gallon escalated thereafter at seven -
percent/year.

q The results of the application analysis, the preliminary conceptual design of a
F 100 kW FCPU, the development risk assessment of the FCPU, and Life Cycle Cost
L (LCC) analysis are given in the following sections:

k Section 6.2
E:'. Section 6.3
Section 6.4
‘ Section 6.5
b Section 6.6

Application Description

Power Plant Design
Development Risk Assessment
Life Cycle Costs

- Conclusions
o
¢
6.2 APPLICATION DESCRIPTION
6.2.1 GENERAL APPLICATION DESCRIPTION
;.. This is the third of five generic applications specified by the Air Force
{ Wright Aeronautical Laboratories for assessment of phosphoric acid fuel cell
t
b
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systems. The general apblication category is “an attended remote site with a
power requirement between 100 kW and 250 kW". Initially, it was intended to
choose a Digital European Background (DEB) site for study. However, most DEB
sites with the required electrical generating demand are grid-connected and use
diesel generators for backup power only. Since a prime power site was desired,
it was decided to use a European communications site which is not part of the
DEB system. For information on suitable sites, contact was made with Mr. John
Siska, Chief Civil Engineering, Communications Group (AFCS), Torrejon AFB,
Madrid, Spain. The following site requirements and description were based on
information and discussions with Mr. Siska. |

6.2.1.1 MENORCA COMMUNICATIONS SITE

The chosen radar site is located at Menorca, Spain on Islas Baleares. It is a
general communications site and is located on an island in the Mediterranean
“Sea off the coast of Spain.

[6‘ Menorca, Spain has an elevation of 853 feet above normal sea level and a tem-
perate climate. Ambient temperature ranges from 38°F to 88°F. No space heat-
ing is supplied from the power plant system. A requirements sheet for Menorca,
completed by Mr. Siska, is given in Appendix D-3A.

6.2.1.2 ELECTRIC POWER REQUIREMENTS

Average electric load at the MENORCA site is 180 kW. Peak electric load is 200
kW. Present plant power supply consists of four 250 kW diesel-electric genera-
tors. No commercial power is available, although a feasibility study of com-
mercial power is being conducted.

The 250 kW diesels are somewhat oversized and were actually chosen for site

electric loads greater than those at present. Operating procedure calls for

one operating generator, one on automatic standby, one on manual standby, and

one disconnected for maintenance. The automatic standby unit is capable of

providing power in 0-8 seconds, while the manual standby unit requires 2-3 min-
- utes.




Required system availability is 99.99 percent, or 53 minutes per year of powef’éJ

outage. The existing diesel system exceeds this requirement.

Present diesel fuel cost is $1.22 per gallon, which is the result of special
considerations given to the USAF by the Spanish government. Open market fuel
0il prices are approximately double this cost, or $2.50 per gallon. Jet fuel
ijs available at approximately the same price, but diesel fuel is preferred.

6.2.2 FCPU DESIGN REQUIREMENTS

The MENORCA site electric power requirements and operational requirements are
as discussed in previous Section 6.2.1. These requirements establish the over-
all design basis for a fuel cell electric power system. However, the design
requirements for individual FCPU's must be more specific and include such
things as physical dimensions and weight limitations, voltage connection, reli-
ability, electrical performance, environmental requirements, cost goals, etc.
These items have been established from a variety of sources, including:

® Personal conversations with Mr. John Siska, Chief Civil Engi-
neering, Communications Group (AFCS), Torrejon AFB, Madrid,
Spain

e Written comments from Mr. Siska (John Siska to W. A. Summers,
March 31, 1981)

e Personal conversations with AFCC personnel, Scott AFB, (primar-
ily J. Hassel and J. Zych)

e Mobile Electric Power Characteristic Data Sheets (MIL-STD-633E)
e Other military and Federal specifications and standards
e Westinghouse and Energy Research Corporation (ERC) experience

related to PAFC design and capabilities

The FCPU design requirements have been summarized in a document entitlied,
"“R quirements Data Sheet, Fuel Cell Power Unit Attended Remote, 100 kW, 60 Hz,
No. W-RDS-3". A copy is included in Appendix C-3. Some of the important

requirements are:
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Power Classification = Type II (prime)

Class 2 (utility)

Mode I (50/60 Hz)
Fuel Type: DF-2, Fed. Spec. VV-F-800B
Voltage Connection, 120/208V, 3 phase, 4 wire

240/416V, 3 phase, 4 wire

Reliability: MTBF (specified) = 1,500 hours
Fuel Consumption: 8.0 gph (max)
Cold Start-up: 1 hour at -20°F
Design Life: 20 years

6.3 POWER PLANT DESIGN

Since the example application requires prime power, without a utility grid
backup, high power system reliability is the most important design criteria.
The specified availability of electric power is 99.99 percent, with actual
availability (using diesel generators) even higher. This high availability is
maintained by the use of multiple power generators. At MENORCA (180 kW average
electric demand), four 250 kW diesel-electric generators are employed. Using a
similar philosophy, three 100 kW fuel cell power units (FCPU's) are proposed.
Fewer FCPU's are required than diesels due to their higher individual avail-
abilities.

In addition to high reliability, the example application requires high system
efficiency and minimal operating and maintenance requirements. These charac-
teristics not only have a major impact on life cycle costs, but are important
from a logistics standpoint as well. Other power plant requirements, such as
weight and volume, mobility, noise level, start-up time, etc., are of lesser
importance for example type applications.

Each individual FCPU can be subdivided into four major subsystems as shown on
Figure 6-2. These subsystems are:

e Fuel Processing

e Power Generation (PAFC)

6-9




e Power Conditioning (DC/AC Conversion)

o Waste Heat Recovery

In order to establish the preferred system design and arrangement, a thorough
evaluation was made of the various subsystem and major component options, and
tradeoff studies were conducted to determine their effect on overall system
performance, etc. These studies are discussed in Section 6.3.1. The chosen .
Fuel Cell Power Unit (FCPU) design concept is described in Section 6.3.2, along
with subsystem design summaries and projected FCPU performance. Power plant
usage considerations, such as design life and maintenance requirements, fuel
supply, system operation, and availability of power are presented in Section
6.3.3. A preliminary economic analysis is given in Section 6.3.4.

EXHAUST
POWER |
TIONING - AC POWER
oc
CELL COOLING
Mo-Rich
A'A'A'A"' M. ' A ' c m‘ 'ATER
o l GAS
STEAM
L_SPENTGAS |
FUEL l l FUEL | | POWER I | WASTE HEAT
STORAGE | PAOCESSING | GENERATION l RECOVERY
Figure 6-2. FCPU Major Subsystems

6.3.1 MAJOR SUBSYSTEM OPTIONS AND TRADEOFFS

The major tradeoffs studied for this application concerned the method and type
of fuel processing system, the design (e.g. cell size, cooling method, etc.)
and operating point for the phosphoric acid fuel cell stack, and overall system
options concerning water recovery, waste heat utilization, and system operating
pressure.
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6.3.1.1 FUEL PROCESSING SUBSYSTEM

The Fuel Processing Subsystem (FPS) converts the process fuel, normally a gase-
ous or liquid hydrocarbon, into a hydrogen-rich fuel gas stream that can be
utilized in the anode of the phosphoric acid fuel cell. In addition, the FPS
must remove any fuel contaminants, such as sulfur, to acceptable levels. A
number of FPS designs have been tested or proposed, and the choice of a partic-
ular design is highly dependent on the type of raw fuel and the fuel cell
requirements.

The European communications sites are presently powered by diesel-electric gen-
erators fueled with No. 2 diesel fuel, DF-2. Most sites also have jet fuel,
JP-4, available. However, because of preserit storage and logistic considera-
tions, it is preferred to continue to utilize DF-2 as a powerplant fuel. A
summary of DF-2 fuel properties is given in Table 6-2.

TABLE 6-2
FUEL PROPERTIES

Type Diesel Fuel, DF-2
H/C Molar Ratio 1.7
Avg. Molecular Wt. 200
Representative Formula C14.6H24.8
Distillation End Point, °F 708
Sulfur (max), ppm 5,000
API Gravity 34.7
Higher Heating Value
" Btu per pound 19,570

Btu per gallon 138,600
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= Diesel fuel is a heavier feedstock than is presently employed in conventional *fj
m hydrogen production plants. Due to its greater tendency to crack and form car-

X bon deposits, and its relatively high sulfur content (compared‘to natural gas

if or naphtha), it requires an advanced FPS design. A study of fuei processing

f] systems for jet and diesel fuels was performed under this contract.and major

g! conclusions included the following (Ref 6-1*):

[ e Of the various fuel reforming processes available, only the

following three were deemed desirable for PAFC powerplants:

1) Conventional Steam Reforming (STR)
2) High Temperature Steam Reforming (HTSR)
3) Autothermal Reforming (ATR)

For light fuels, perhaps including JP-4, conventional steam
reforming is preferred.

e STR is not practical for heavy feedstocks due to the complexity
and potential operational problems associated with high pres-
sure desulfurization.

rr—v.rrv,:v—fﬂ ppp—p—

e HTSR is preferred over ATR on the basis of higher process effi- _
ciency and lower life cycle costs. | J

e ATR may be preferable for applications requiring rapid startup ‘
or reduced system cubage and weight.

Based on the Westinghouse RDS-3 operational requirements utilizing DF-2 fuel, a

p.
2
b
‘I
ﬁ

high temperature steam reformer was selected. The HTSR has a slightly higher
hydrogen yield per pound of fuel and a higher hydrogen concentration in the
reformed gas than an autothermal reformer, resulting in reduced gas flow rates

and greater system fuel economy. Although the ATR has advantages in transient
response, startup time, and lower system weight, these characteristics were not

——— Y —

considered major requirements for this application. A summary of the candidate
fuel reforming processes is given in Table 6-3.

*References to this report section may be found in Appendix A-4.
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PROCESS

Conventional
Steam Reforming

High Temperature
Steam Reforming

Autothermal
Reforming

TABLE 6-3
FUEL REFORMING PROCESSES

OPERATING

CONDITIONS

1,400-1,600°F

20-40 atm

1,600-1,800°F

1-10 atm

1,600-2,200°F

1-10 atm

CHARACTERISTICS

- Low Sulfur Tolerance
- Limited to Heavy Naphtha
or Lighter Feedstocks

- Good Sulfur Tolerance
- Can Handle Heavy Fuels
- Large Catalyst Volume

- Adiabatic Operation
- Simpler System Design

- Cannot Use Fuel Cell Waste Heat

- Higher Plant Heat Rate




6.3.1.2 PHOSPHORIC ACID FUEL CELL

TS
e
e

The processed fuel gas is electrochemically reacted in a phosphoric acid fuel
cell (PAFC) module to produce dc electricity and process heat. The PAFC module
consists of individual fuel cells arranged in a vertical stack, associated
structural compopents, anode and cathode gas feed and distribution system, and
a fuel cell cooling system. The major design options include fuel cell size
(active cross sectional area per cell), stack arrangement, the type and design
of the cooling system, and selection of the design current density.

TTERY Y YT Y Y Y
e “‘- * ' L
- - . G

-

Cell Sizing

The basic building blocks of the PAFC subsystem are the individual fuel cells,
composed of bipolar plates, anode and cathode layers, the electrolyte (H3P04)

matrix, and associated components. Various overall cell sizes (width and

length) have been employed by different designers and for different applica-

tions. For a given cell voltage and current density, the active cell area
determines power output per cell and therefore the total number of cells iiw
required. —

O Saeat

¢
{

For the 100 kW FCPU, a 12" X 17" cell size was chosen. This is the standard
il PAFC design being developed by Westinghouse Electric Corporation and Energy
[

T

Research Corporation. By using a standard cell design that is being developed
for other fuel cell applications, the development risk for the fuel cell sub-
i system is markedly reduced. If a non-standard cell design were chosen, basic
L. cell development and testing would be required.

p

L

It is noted that other cell designs and sizes, such as those under aevelopment
i by United Technologies Corporation or Engelhard Industries, could also have

¢ been selected. However, the Westinghouse/ERC cell design is compatible with

L the 100 kW system requirements and was the design for which the most informa-

t‘ tion was available. No advantage was determined for selecting one of the
alternate designs. It is felt that the study results and conclusions are valid

:c

]
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for PAFC's on a general basis, although it was necessary to choose a particular
design to size system components and prepare a complete plant design.

Stack Arrangement

Tradeoffs were evaluated in respect to the number of cells per stack, number of
stacks, method of electrical interconnection (i.e., series versus parallel),
and output dc voltage. An existing power conditioning system design was
employed, requiring an input OC voltage of the range 200-300 volts. Since the
voltage per cell under pressurized conditions is approximately 0.7 volts
(depending on design conditions of current density, etc.), the required number
of cells in series is 285 to 425. At a design current density of 150 amps per
square foot and cell voltage of 0.72 volts (see following discussion of current
density selection), the total number of 12" X 17" cells required to produce a
gross power output of 115 kW is 960. To limit stack height and provide the
required output voltage, these are arranged into three stacks of 320 cells
each, connected in series*. Output dc voltage is approximately 230 volts at
rated load.

Cooling Method

Various cooling methods are feasible for PAFC stacks. The Westinghouse/ERC
concept utilizes recirculating air cooling, and was the design selected for the
100 kW FCPU. Other cooling schemes include water cooling and liquid cooling
employing a dielectric fluid. The liquid-cooled designs require the use of
numerous tubes within the stack to contain and convey the liquid. As a result,
there are a large number of tube connections that present potential leakage
problems. Since reliability is the most important design requirement for the
100 kW FCPU, the air-cooled design appears preferable. However, the overall
study results, including FCPU performance and cost, will not be significantly
affected by the choice of fuel cell cooling method.

*The individual stacks are identical to those of the 60 kW FCPU of Section 5.0.




Current Density

Due to polarization and internal resistance (ohmic losses), the obtainable cell
voltage decreases with increasing current density (amps per square foot of
active cell area). The designer is therefore faced with a tradeoff between
efficiency (i.e., high cell voltage at low current density) and capital cost
(i.e., smaller cell 2rea at higher current densities).

A preliminary tradeoff study comparing various current densities for a 60 kW
; pressurized FCPU for attended remote siting was conducted earlier in this
E‘ study. It was found that higher current densities resulted in substantially
‘ smaller stack sizes, but they also required larger auxiliary (pric.iarily heat
removal) syc-ems and had higher plant heat rates. A moderately low current
density of 135 amps per square foot resulted in the lowest life cycle cost.
For the 100 kW FCPU, it was decided to employ the same design conditions and
stack arrangements as developed for the earlier 60 kW FCPU. To increase net
power output from 60 kW to 100 kW, the number of stacks was increased from two
to three (nearest whole number). The resultant design current density is .
slightly higher (150 amps/ft2 versus 135 amps/ftz) than for the 60 kW -
FCPU. It should be noted'that by duplicating the 60 kW stack design, the need
to develop two separate stack designs (and the associated development risk) is
eliminated.

6.3.1.3 SYSTEM DESIGN OPTIONS

The example application requires electric power only; no requirement for cogen-
- ¢ eration of heat for space heating or other station needs was identified.

i. Therefore, the FCPU system design differs from the 60 kW FCPU arrangement which
employs heat recovery. In the 100 kW FCPU arrangement, maximum use was made of
fuel cell waste heat to lower the overall FCPU heat rate rather than for cogen-
t1 eration purposes.

Based on the results of a trade-off study performed for the 60 kW FCPU, a pres-
surized FCPU design was chosen. The 60 kW FCPU study showed that the addi-

¢ tional capital cost of pressurization to 60 psia could be recovered in less
than two years by fuel cost savings. Since identical stack design conditions




were chosen for the 100 kW FCPU, these same conclusions should be valid.
Therefore, a 60 psia system design pressure was chosen.

The FCPU produces more water than it consumes. Therefore, water recovery and
complete water self-sufficiency is possible. This can be accomplished by the
use of a water condenser on the system exhaust. An alternative is to exhaust
the warm humid system gases and use fresh water makeup. The use of water
makeup would require approximately 27 gallons per hour of treated water. Since
the quantity and quality of fresh makeup water at an remote site is uncertain,
it was decided to design the FCPU for water recovery. This requires cooling
the exhaust gases from 389°F to 100°F in a water condenser with approximately
530 square feet of heat exchanger surface. Approximately 75 percent of the
water vapor in the system exhaust is recovered to make the system water self-
sufficient.

6.3.2 FCPU DESCRIPTION
6.3.2.1 PROCESS DESCRIPTION !

The Fuel Cell Power Unit consists of a pressurized fuel processor, a pressur-
ized phosphoric acid fuel cell stack, dc-ac power conditioning, and associated
pumps, compressors, and heat exchangers. Figure 6-3 and Table 6-4 show the
system schematic and associated flow streams and state points (at rated load of
100 kW).

Regular-grade diesel fuel, military classification DF-2, is steam reformed in a
high temperature steam reformer operating at 65 psia, 1,800°F outlet tempera-
ture, and a steam-to-carbon ratio of 4.0. Fuel conversion to carbon oxides is
91 percent, resulting in a dry methane slip (dry volume percent CH4 in reformer
exit) of 3.0 percent. Reformed gas composition is near equilibrium at the exit
temperature and contains 35 percent Hz, 9 percent CO, 7 percent C02, 1.6 per-
cent CH4, and the remainder water. The product gases exiting the reformer are
cooled to 750°F by passing through a steam superheater and a steam generator.
They then pass over through a Zn0 bed to remove HZS’ are further cooled by
raising steam, and enter a shift converter at 560°F. The shift converter
reacts approximately 89 percent of the residual CO with steam to produce
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additional H2 and lower the CO concentration to less than two percent by volume
on a dry basis. The.processed gases are cooled to 100°F to condense out mois-
ture and reheated to 375°F before entering the fuel cell anode. The anode feed
gas contains 70 percent HZ’ 25 percent C02, and the remainder CO, CH4 and H20.

The fuel cell reacts 85 percent of the available hydrogen with oxygen to pro-
duce dc power and process heat. Average fuel cell operating temperature is
375°F. The oxygen is supplied by a once-through air flow with an inlet stoi-
chiometry of 2.0 and a pressure of 60 psia. The process heat is removed by a
separate cooling air flow that enters at 275°F and leaves at 375°F.

Unreacted H2 in the anode exhaust, along with residual CO and CH4, are burned
in the reformer furnace to provide heat for the endothermic reforming reac-
tion. Additional diesel fuel, representing 12 percent of the total FCPU fuel
requirements, is also burned in the reformer furnace. The fuel reforming reac-
tion takes place in a high temperature steam reformer of the type being devel-
oped by Toyo Engineering Corporation (Ref. 6-2). It consists of a fixed bed on&)
two types of catalysts (designated T12 and T48) placed in series. Total gas
space velocity (TGSV) is 800V/V/hr'] (volumetric flowrate of gas per catalyst
bed volume).

The flue gas from the reformer furnace is used to vaporize the fuel and to pre-
heat burner combustion air. After passing through the air preheater coils, the
flue gas is combined with the spent cathode air and exhausted through a turbo-
compressor. The turbocompressor has an overall efficiency of 72 percent and
produces 37.3 BHP to compress fresh ambient air to 60 psia. Total compressed
air requirements of 270 SCFM are based on burner combustion with 1.15 stoichio-
metric air and a fuel cell cathode stoichiometry of 2.0. Fifteen percent of
the exhaust gas is bypassed around the turbocompressor under 100 kW design con-
ditions. This permits better controllability of turbocompressor performance
and allows the system pressure to be maintained under part load or high ambient
temperature conditions.
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E Sk Two steam generators are employed to produce 228 1b per hour of 65 psia satu-

! rated steam. Approximately 20 percent of the steam is raised in the fuel pro-

" cessor steam generator, while the remaining 80 percent is producéd by a sepa-
rate steam generator located in the fuel cell air cooling loop. The steam is
superheated to 1,600°F by the hot reformed gas.

Cell cooling air is recirculated in a pressurized, closed loop system. Sepa-
rate air manifolding provides flexibility in cell cooling channel design and
air requirements. Heat is rejected by the cooling air first to the fuel cell
steam generator and then to an air cooler. A pressurized blower recirculates
the re-cooled air back to the fuel cell stack.

An air-cooled condenser is used to recover process water from both the anode
gas feed stream and the turbocompressor exhaust. Approximately 75 percent of
the water in these two streams is condensed, supplying 100 percent of the pro-
cess water needs and eliminating the need for fresh water makeup under normal
operating conditions.

Major design parameters for each of the primary subsystems are given in
Table 6-5.

6.3.2.2 POWER PLANT PERFORMANCE

The FCPU performance profile for 60 percent, 100 percent, and 110 percent load
levels is shown in Table 6-6. A complete design and performance summary ct
rated load is given in Table 6-7. The electric generating efficiency is nearly
constant over the load range. Three FCPU's, operating at 60 percent load each,
provide the average electric load of 180 kW. Fuel to electric power conversion
rate is 14.2 kilowatt-hours per gallon. Unit heat rate at 60 percent load,
based on the higher heating value of the fuel, is 9,770 Btu per kilowatt-hour,
representing an electric generating efficieny of 34.9 percent.

Lam m e e oD LA sk e aa o R eOd .-‘L‘v-vvvv"v Lo

6.3.2.3 FCPU SIZE AND WEIGHT

The projected volumes and weights of major system components and the assembled
power unit are shown in Table 6-8. These projections are based on scaleup of

—————p—y
]
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| TABLE 6-5
MAJOR 100 KW-FCPU- DESIGN PARAMETERS

FUEL CELL SUBSYSTEM

Design Pressure, psia

Design Temperature, F

Cell Hydrogen Utilization, ¥
Process Air Stoichiometry,
Cooling Load, 10° Btu/hr
Output Voltage, VDC

No. of Cells Required

No. of Cell Stacks

Active Cell Area, ftZ per cell

~ Operating Point, vpc @ ASF

110% Design
100% Design
60% Design
Cooling Air Required, CFM @ STP

FUEL CONDITIONING SUBSYSTEM

Design Pressure, psia
Reformer Design Temp, °F
Space Velocity, v/v/hr']
Catalyst Type (Toyo T12/T48)
Catalyst Volume, ft3

Shift Catalyst Type

Shift Catalyst Volume, ft3
Desulfurization Catalyst
Desul. Catalyst Volume, ft3
Design Fuel Sulfur, wppm
Turbocharger Output, CFM @ STP
Design Combustion Stoichiometry

60
375
85
2.0
284
230
960
3
1.1

.71 @ 165 ASF

.72 @ 150 ASF

.74 @ 92 ASF
2,500

65
1,800
800
Ca0, NiO
10.0
Cu/Zn0
6.6
Zn0
10.0
2,500
- 270
1.15
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T TABLE 6-5
]i " MAJOR 100 KW FCPU DESIGN PARAMETERS (Continued)
- POWER CONDITIONING SUBSYSTEM
KVA Rating (continuous) 115
P Input, Volts dc 200-300
> Qutput 60 Hz, 3-phase,
- 4-wire, 120/208 volts
t'. Type Voltage Fed, Forced commutated
. Harmonic Distortion Less than 5 percent
b Efficiency @ 0.9 Power Factor
\ 50% Load (35 KVA) 91%
&. 100% Load (69 KVA) 92%
e e —
&
’ L TABLE 6-6

100 KW FCPU PERFORMANCE PROFILE

P Average Load Rated Load Peak Load
s Percent Rated Load 60 100 110
- Net ac Power, kW 60 100 110
e Gross dc Power, KW 70.8 115 126.3 1
. Current Density, ASF 92 150 165
; Nominal System Pressure, psia 45 60 60
E‘ Cell Voltage, vpc .74 72 J
te Fuel Use, gph 4.2 7.1 7.9
i Heat Rate, Btu/kW-hr.* 9,770 9,780 9,910
N Efficiency, %* 34.9 34.9 34.4
t
F. *HHV = 138,600 Btu/gal.
t.‘A
6-23
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DESIGN BASIS

100 KW FCPU DESIGN AND PERFORMANCE SUMMARY

(1) Based on DF-2, 0.85 Specific Gravity, 138,600 Btu/gal (HHV)

TABLE 6-7

Power Output, kW (Nominal/Peak) ' 100/110
Voltage, Regulated AC 120/208
Fuel Type DF-2
Ambient Temperatures, °F 32 to 100
Altitude, feet above SL 900
PROJECTED PERFORMANCE'!)
‘ | °)
Parasitic Power Reqg., kW 5.8
DC/AC Conversion Eff., % 92
Gross Cell Power, kW 115
Furnace Thermal Losses, % 5
Turbocompressor Efficiency, % 72
Power Efficiency, kw-hr/gal 14.2
Heat Rate, Btu/kW-hr @ 100 kW 9,780
Water, Gal/hr @ 100 kW 27
Recovered Process Water, % Needs 100
Generating Efficiency, % 34.9
System Starting Time, hrs 1-2
System Weight, Tbs (exluding storage tks) 10,300
System Footprint, ft2 63
System Volume, ft3 388

6-24
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3 TABLE 6-8

3 100 KW FCPU COMPONENT SIZES
[
Weight, 1bs. Volume, Ft.3
“uel Cell Stack w/Manifolds 2,200 50
high Temperature Steam Reformer 1,100 20
Shift Reactor and Zn0 Vessel 1,200 20
_ Heat Exchangers 630 45
Ve Pumps, Blowers, Turbocharger, etc. 420 10
Controls, Packaging, Skid Base, etc. 1,000 _9%4
Subtotal 6,550 239
Power Conditioner 3,600 84
Water Condenser 150 _65
i Total 10,300 388
3 Approximate Dimensions:
E" Power Generator 7'L X 5.7'W X 6'H (without skid base)
Power Conditioner 3'L X4'WX 7'H
Water Condenser 4.7'L X 2.3'W X 6'H (without skid base)

3 6-25
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existing designs and previous FCPU sizing estimates, primarily from the DEWLine
60 kW FCPU study. Items not included are auxiliary battery power, fuel and
water storage, and inert gas vessels used for system starting. The estimated
package weight and volume are slightly higher than would be required with a
similar 100 kW system using natural gas or naphtha. These differences are
attributed to additional fuel processing components and heat recovery equipment.

The overall volume of the power unit is projected near 388 ft3 with a system
weight of 10,300 1bs. The FCPU is physically divided into the following three
sections: :

e Power Generator - 7'L X 5.7'W X 6'H; 5,650 1bs.
® Power Conditioner - 3'L X 4'W X 7'H; 3,600 1bs.
o Water Condenser - 4.7'L X 2.3'W X 6'H; 150 1bs.

A1l three power conditioners (one per FCPU) could be located side-by-side in
one corner of the MENORCA site engine room. The air-cooled water condensers
could be located outside of the engine room, presumably on the roof. The power
generator units can be spaced in the engine room to allow ready access to each
unit.

6.3.2.4 FCPU CONTROL AND OPERATION

Microprocessor based control is recommended for use with the 100 kW FCPU.
Table 6-9 1ists the primary control functions which will be needed for minimum
control of the power plant. Assessment of all operational requirements is
unknown at this level of effort because the system incorporates developmental
reformer technology. Two key problems, coking and sulfation, may occur within
the reformer subsystem, requiring a means of detection and avoidance. Carbon
deposition and pluggage of the reformer catalyst can be detected by an increase
in reformer pressure loss; this can be minimized or avoided by proper thermal
control of the reformer. Also, sulfur removal rate and absorption capacity of
the Zn0 desulfurizer bed must be monitored to protect downstream catalysts.
This requires the use of two ZnO beds in series, with HZS detection between
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100 KW FCPU MAJOR CONTROL FUNCTIONS

Controlled Variable

Power Cutput (load following)

Fuel & Steam Flow
Reformer Temperatures

Fuel Cell Temperature
Shift Outlet Temperature
Zn0 Bed Temperature
System Pressure

Fuel Cell Pressure

Water Condenser Temp.

Exhaust Gas Water
Concentration

TABLE 6-9

Control Means

Current Measurement Feedback to
Control Valves

Proportioning Control Valves
RTD Feedback to Burner Firing Rate

RTD Feedback to Recirculation
Cooling Air Flow Valve

Thermostatic Bypass Flow Control
on Steam Vaporizer

Thermostatic Bypass Flow Control
on Steam Vaporizer

Turbocharger Output Pressure
Regulation and Bypass Valve Adjustment

Differential Pressure Regulation
on Anode & Cathode

Air Cooler Fan Number and Speed or Damper
Flow Control

Load Following Damper Control to
Maintain 2.0 Cell Air Supply
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beds. These control requirements will need additional study with working mod-
els to adequately assess control set points and detection means. In addition
to using an automatic control system, operational assistance will be needed
during system warm-up and starting. Normal operation will be "handsoff," with
operator attention required on a "walk-by" basis.

Power unit starting is achieved by heating the reformer, desulfurizer, and
shift catalyst to operating temperatures by firing fuel in the reformer
burner. A separator burner/heat exchanger unit is utilized in the cooling air
loop for fuel cell heating. Starting time will be governed by the reformer
subsystem due to its higher operating temperature and limits imposed by
reformer metallurgy and catalyst heating. Heating of reformer subsystem cata-
1yst may require the use of moisture free or inert gas (e.g. nitrogen) to pre-
vent moisture condensation or oxidation of catalysts. Thermocouple (RTD) sen-
sors would be used to control burner firing rates. A separate air blower is
needed to provide combustion air until sufficient thermal energy is available
to drive the turbocharger compressor. Power for operating system components
during start-up can be provided by adjacent operating power units or by a com-
mon battery pack. Although starting time cannot be fully assessed at this
time, a minimum of one to two hours is estimated. Starting power for operation
of the system, excluding the water condenser fan, for the two hour period is
projected near five kW.

Load following 1s obtained by measuring fuel cell current output (demand) and
adjusting reformer fuel and steam flow valves accordingly. This controls the
volume of reactants entering the catalyst bed and hydrogen output to the fuel
cell. Rapid demand, if required, is tied into the reformer burner control to
provide increased combustion and reaction heat. Gas phase flow control valves
would be used to modulate steam and vaporized fuel flow. Combustion air and
fuel cell process air flow valves control air flow rates in response to

demand. Preliminary analysis of transient response rates indicates the capa-
bility of applying a simulated 15 kW motor load while operating at 85 kW output.

6-28
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Thermal system control is obtained by monitoring reformer catalyst, shift cata-
lyst, desulfurizer bed, and fuel cell temperatures and adjusting flow rates
accordingly. Reformer catalyst temperature is maintained by adjusting burner
combustion rate during changes in system demand. Desulfurizer and shift cata-
lyst temperatures are maintained by controlling the amount of gas entering or
bypassing the external water vaporizer. If necessary, steam superheat and fuel
vapor temperature may have to be controlled to avoid carbon deposition in the
reformer, or maintain gas outlet temperatures. These control functions may be
necessary depending on reformer design.

Fuel cell plate temperatures are controlled by the rate of heat removal from
the cooling air loop. This requires adjusting the air flow rate in the air-
cooled heat exchanger.

System pressures would be maintained by pressure regulators at the fuel and
water pumps and in the process air and anode gas stream entering the fuel
cell. To prevent crossleaks in the cell stack, the cooling air loop and stack
assembly are encased in a pressure vessel. Loss of system pressure would sig-
nal shutdown of the power unit. Air pressure and flow rate from the turbocom-
pressor can be controlled by adjusting the throttle valve in the b pass line.
The final strategy of system pressure control will depend on a complete system
dynamic analysis.

Water recovery rate in the system exhaust condenser is subject to changes in
system flows and ambient conditions. To ensure adequate recovery for system
needs, a water storage tank is incorporated between the condenser and feedwater
heater. Condenser air flow can be varied to maintain a minimum acceptable
exhaust temperature leaving the system with a high storage tank level override.

6.3.3 POWER PLANT USAGE CONSIDERATIONS
6.3.3.1 DESIGN LIFE AND MAINTENANCE REQUIREMENTS

The Fuel Cell Power Units are designed for a useful 1ife of twenty years. This
assumes that major component replacement and scheduled maintenance are per-
formed as shown in Table 6-10. Major system components have been isolated and
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TABLE 6-10
FCPU MAINTENANCE SCHEDULE
Six-Month 2 1/2-Year 5-Year
Maintenance Function Scheduled Qutage Overhaul Overhaul
Fuel Vaporizer Cleaning X X X
Desulfurizer Catalyst Replacement X X X Q:j
Inspection and Cleaning X X X
" Filter Replacement, etc. As Req'd. As Req'd. As Reqg'd.
Acid Replenishment As Req'd X X
Reformer Catalyst Replacement As Req'd.’ X
Shift Catalyst Replacement As Reqg'd. X
Minor Component Overhaul As Req'd. X X
(pumps, fans, buyrner, etc.)
Reformer QOverhaul X
Fuel Cell Stack Replacement X
FCPU Downtime 12 hours 48 hours 4 days
]
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modularized to facilitate maintenance. The level of maintenance skill required
is estimated tc ce a military E-4 or the civilian equivalent

A six month scheduled outage is programmed for each FCPU, on a rotating basis.
This outage is planned to allow replacement of the Zn0 desulfurization cata-
1yst, cleaning of the fuel vaporizer, and replacement of any short-1ife compo-
nents (e.g., filters, etc.). The replacement of In0 catalyst is dependent on
the actual sulfur content of the fuel. A catalyst bed of 150 pounds has been
used, which allows six months of normal load operation (60 kW) with DF-2 con-
taining 2500 ppm sulfur. If diesel fuel containing the maximum permissible
sulfur content (5000 ppm for CONUS areas) were used, the catalyst life would be
reduced to 2300 hours at 60 kW or 1500 hours at 100 kW.

Cleaning of the fuel vaporizer is required during the six month scheduled out-
age due to coking at vaporization temperatures. The actual severity of coking
with typical DF-2 fuel needs to be assessed. If severe coking occurs, it may
be necessary to clean the vaporizers more frequently or use parallel vaporizers
and decoke while the FCPU is operating. The estimated total duration of the
six month scheduled outage is 12 hours, which includes time for cool down and
restart.

The FCPU's require overhauls at 2-1/2 year and 5 year intervals. The primary
reason for the 2-1/2 year overhaul is to replace the reformer and shift cata-
1yst§. These catalysts are anticipated to have a 3-5 year life. Therefore, it
is uncertain whether or not they will remain active until the five year major
overhaul using DF-2 fuel. Replacement after 2-1/2 years is a conservative '
approach, and experience may show that five year replacement intervals are suf-
ficient. The 2-1/2 year overhaul will also be used to replace any short-life
components such as pump seals, burner components, etc. Even though the esti-
mated Mean Time Between Failures of the FCPU's is 2680 hours, preventative
maintenance during the six month scheduled outages and 2 1/2 and five year
overhauls may markedly increase unit reliability. Total outage time for the
2-1/2 year overhaul is estimated to be 48 hours.

6-31




3
3
»
;
L
.
d
X
}
|
3
b

-

The purpose of the five year overhaul is the replacement of the fuel cell
stack. Fuel cell performance will slowly degrade with time, and 40,000 hours,
or roughly five years, is the design life of a stack. Typical voltage loss
over this period is expected to be 5-10 percent. The high temperature steam
reformer will also be overhauled at five year intervals. If required, reformer
tubes will be replaced. Total duration of the five year overhaul is estimated
to be four days.

Since the five year overhaul requires replacement of a major component (the
fuel cell stack), the logistics of this overhaul need to be studied. The fea-
sibility.of on-site replacement of the stack will depend on the final FCPU
design arrangement and the availability of on-site maintenance capabilities.
The three full stacks, less manifolds, will weigh approximately 500 pounds
each. An alternative to on-site stack replacement is the shipping of the FCPU
to a fuel cell maintenance facility, perhaps at the manufacturer's factory. In
this case, a replacement FCPU, or alternately a replacement fuel cell subsystem
(2,200 1bs), would be substituted for the unit to be overhauled. Naturally, 05]
the final unit design must be consistent with the proposed maintenance pro-
gram. Shipping of an FCPU to remote maintenance facilities will impose addi-
tional transportability requirements. Replacement of the fuel cell subsystem
for maintenance will require suitable modulization of the design. Life cycle
cost and FCPU availability estimates have been based on on-site stack replace-
ment.

However, the four days allowed for the five year 6§erhau1 are considered suffi-
cient for either maintenance approach, on-site stack replacement or replacement

with a new unit and remote maintenance.

6.3.3.2 FUEL SUPPLY AND STORAGE

The FCPU's have been designed to utilize the same power plant fuel (DF-2) as
existing diesel-electric generators. The present storage and fuel distribution
system can be utilized without any modifications. Since the fuel cell units
are more efficient than the diesels, they will use less fuel and will be able
to operate longer on the same amount of stored fuel. With an average electric
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demand of 180 kW and an FCPU power efficiency of 14.2 kilowatt hours per gal-
lon, the monthly fuel consumption is approximately 9,400 gallons, or 15 percent
to 20 percent less than the existing diesels.

Consideration was given to designing the FCPU's for operation with jet fuel,
JP-4. Due to its lower boiling point and lower sulfur content, JP-4 is some-
what easier to steam reform than diesel oil. However, the use of JP-4 would
require a modification of the existing logistics of fuel delivery. Diesel oil
would probably still be required for other site uses. Therefore, it was
decided to design the FCPU's for normal operation on diesel fuel, with the pro-
vision to use JP-4 as a back-up fuel. Using JP-4 the FCPU fuel consumption
rate will increase about 10 percent because of the lower heat content of JP-4
versus DF-2.

6.3.3.3 SYSTEM OPERATION AND AVAILABILITY OF POWER

The present MENORCA plant arrangement consists of four 250 kW diesel-electric
generators. Normal operation consists of one operating unit, one automatic
standby, one manual backup, and one off-line for maintenance. In the case of a
failure of the operating unit, the automatic standby unit comes on-line in a
few seconds. This momentary loss of power causes equipment outages from a few
minutes to 30 minutes. If the automatic standby unit fails to start, the man-
ual backup unit can be brought on-line in 2-3 minutes. However, any loss of
power for more than 15 seconds causes the whole communication system to shut-
down, requiring several hours before normal operation can be resumed.

The specified power reliability for this application is 99.99 percent. This
means a permissible cumulative power outage of 53 minutes per year. The exist-
ing plant arrangement exceeds these requirements.

A modified unit operating strategy is required in the case of a fuel cell power
plant. Since the FCPU's have a slow start-up rate (i.e., approximately 1-2
hours), it is not possible to rely on an automatic standby unit. However, fuel
cells also have the desirable characteristic of high part load efficiency.
Therefore, it is possible to operate with multiple units, each operating at
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part load. In the case of the failure of one unit, the remaining units can
handle full station load without a power outage. The proposed arrangement con-
sists of three 100 kW FCPU's, each operating at 60 percent load under normal
conditions. In the case of a unit trip, the remaining two units can supply all
the station electric demand, including the 200 kW peak load.

Each FCPU has an estimated Mean Time Between Failure (MTBF) of 2,680 hours, as
shown in Table 6-11. Most of the anticipated failure rates were taken from
typical failure rate data associated with USAF fixed ground support systems as
reported by the Rome Air Development Center (NPRD-1). Where data was not
available (e.g., fuel cell subsystem, fuel processor, power conditioner), esti-
mates for high reliability designs were assumed. The fuel cell assembly and
fuel processor were each assumed to have one unscheduled outage during their
40,000 hour design 1ife. This does not include scheduled outages for catalyst
replacement, etc.

The individual FCPU availability is estimated to be 99.1 percent, as shown in
Table 6-12. This value represents the percentage of calendar time that an
individual.FCPU is available for power generation over a five year period
(i.e., the lifetime of a stack). Since only two of the three installed FCPU's
are required to satisfy the station electrical demand, the availability of
power, defined as the percentage of time that 200 kW of electric power capacity
is availability, is greater than the individual FCPU availability. As shown in
Appendix D-3B, power availability varies from 0.9999 in Year ! of cell life to
0.9998 in Year 5. The average over a five year cell lifetime is 0.9999, which
meets the MENORCA station requirements.

6.3.4 FCPU CAPITAL AND O&M COSTS
6.3.4.1 CAPITAL COSTS

An estimate of FCPU capital costs by account number is given in Table 6-13. A

breakdown of equipment included in each account is given in Appendix B. Total

FCPU capital cost, based on end of year 1980 dollars, is $231,500. This repre-
sents a unit cost of $2,315 per kilowatt.
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TABLE 6-11

RELIABILITY ESTIMATE
100 KW FUEL CELL POWER UNIT

COMPONENTS FAILURE RATE, PER 105 Hrs!!)

Fuel Cell Assembly 25.0(2)
Fuel Processor 25.0(2)
Heat Exchangers

Fuel Pump

Water Pump

Air Blowers 1
Turbocharger 1
Microprocessor 2
Housekeeping Power Supply 2
Power Conditioner 2

VALVES

Flow 66.4
Press Reg. 9.6
Solenoid 8.0
Relief 4.8
Check 12.0

SENSORS

Pressure 5.4
Levels 4.8
Temperature 58.0
Current, Power 3.2
Ducting 15.0
Tubing 30.0

372.8, MTBF = 2,680 hours

(1) Based on avg. data from non-electric parts reliability data NPRD-1, Rome
Air Development Center, 1978

(2) Assumes fuel cell and reformer catalyst life of 40,000 hrs.
(3) Assumed values for high reliability designs
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100 KW FCPU AVAILABILITY

Cause of Outage - Hours Unavailable in Year Indicated
Year 1 2 3 4 5

1. Unscheduled 26 26 26 26 26
(MTBF = 2,680 hrs., MTTR = 8 hrs.)

SRS
:
.
r—-
3
U TABLE 6-12
,
:
,
!

2. Six-Month Scheduled Maintenance 24 24 12 24 12
. 3. 2 1/2 Year Overhaul (Catalyst o ., o0 48 0 0
=
2 Replacement, etc.)
»
| 4. Five Year Overhaul (Stack 0 0 0 0 96
. Replacement, etc.)
Subtota)l 50 50 86 50 144
Five Year Total 380
' . Total Hours - Hours Unavailable _ 5 X 8,760 - 380 ,
Availability Yotal Hours Y8, 0.991
TABLE 6-13
CAPITAL COST ESTIMATE
100 KW FCPU
Account : Description Cost (1980 )
1000 Fuel Cell Assembly 67,000
2000 Fuel Processing 54,000
A 3000 Fuel Delivery 4,000
t 4000 Water Delivery 6,100
4 5000 Air Delivery 14,000
[ 6000 Heat Exchangers 27,700
7000 Controls & Instrumentation 8,000
3 8000 Power Regulation 43,000
;, 9000 Structural 7,700
-. )
h Total = $231,500
) = $ 2,315/kW
p
b,
fe
b
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These estimates are based on a mature FCPU market with a 1,000 units of cumula-
tive production. An experience curve effect was assumed for the non-commercial
components such as the fuel cells and fuel processing system. No experience
curve effects were applied to commercially available components, such as pumps,
heat exchangers, etc., even though some cost reduction due to volume production
will undoubtedly be experienced. Experience curve effects have been observed
in many types of production processes and they are a measure of the cost reduc-
tions that occur with increases in the cumulative size of a production run.
These cost reductions are due to_the combined effects of improved labor effi-
ciencies (i.e., learning curve effects); technical and manufacturing improve-
ments; economies of scale; and volume purchasing of components and materials.
An 80 percent experience curve means the cost per unit will decrease by 20 per-
cent when the cumulative number of units produced is doubled. Similarly, an 85
percent experience curve will result in a 15 percent cost reduction when the
cumulative number of units is doubled. Based on analysis of experience curves
for similar types of equ ument, an 85 percent experience curve was assumed.

For a cumulative production of 1000 FCPU's, the experience curve reduces ini-
tial non-commercial elements capital costs by 80 percent.

6.3.4.2 OPERATING AND MAINTENANCE COSTS

Normal operation of the FCPU is automatic and does not require constant opera-
tor attention. Start-up and shutdown, fault correction, and other abnormal
operating conditions do require operator assistance. At present, the example
MENORCA power plant is operated by a ten man crew, with two men per shift and
three shifts per day. The station is experimenting with a six man operating
force. It is estimated that a fuel cell power plant could be operated with
only four men (one per shift). Based on operating labor costs supplied by

Mr. J. Siska (AFCS), a labor costing rate of $24,500 per man-year was assumed.
Therefore, the estimated annual power plant operating labor cost (with fuel
cells) is $98,000, or $32,700 per FCPU,

A breakdown by account number leading to an estimated total yearly hardware

replacement cost of $19,540 per year is illustrated by Table 6-14. The failure
rates per million operating hours are the same as used to estimate the MTBF of
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2,680 hours. Cleaning of the fuel vaporizer and replacement of the sulfur

:ﬂ removal catalyst are assumed to occur at six month intervals. Other scheduled
: maintenance such as changing fuel and air filters can be accomplished at the
same time.

9000) were assumed to be totally replaced in case of a failure. The failed
parts were assumed to have a salvage value that ranged from 40 percent of the
initial. cost in the case of the fuel cell to 85 percent of the initial cost in
1' the case of the power conditioner. Replacement part costs of the major subsys-
tems were less costs of valves, ducting, tubing and sensors associated with
these subsystems.

[
h! In constructing Table 6-14, the major subsystems (Account Nos. 1000 through
i

Valves, ducting, start-up battery, etc. were evaluated under the special
accounts at the bottom of Table 6-14. The failures were treated as individual
valve, sensor, etc., replacements with no salvage value for the failed part.

¢ Table 6-14 indicates that an unscheduled repair because of a unit failure can
[ be expected on the average to occur 3.2 times per year, reflecting the MTBF
;‘ estimate of 2,680 hours. When added to the scheduled maintenance outages,

‘ total hours of maintenance and service are 76 hours per year per FCPU. The
Fl nature of the maintenance skills required would be trained E4 Tevel skills:

h (1) trouble shoot modular system, (2) replace modules, and (3) return unit to
operating condition.

.

Mk JEMe o e oo JNR S e S 4

L The total operating, servicing, and maintenance costs per FCPU are estimated as
follows:
s Maintenance Crew Size 2 Persons
F. Costing Rate per Crew $24.50/Hour ($24,500/Year Each Person)
[ Hours of Maintenance 76 Hours/Year
& Service
P Service & Maintenance $1,860/Year
¢ Labor Cost
[ ¢
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Special Equipment None

: Hardware Replacement Costs $19,540/Year
Transportation for Repair $2,060

K Supplies (Filters, Sulfur $330/Year

. Catalyst, etc.)
Operator Costing Rate $24,500/Man-year
Operating Labor Cost $32,700/Year
Total O&M Cost (per FCPU) $54,430/Year

6.4 DEVELOPMENT RISK ASSESSMENT

A technical development risk assessment was performed at both the subsystem/
: major component level and the overall system level. The technology status rat-
TQ ing criteria are presented in Table 6-15. Each subsystem or major component
was evaluated with respect to the following factors:

e Current technology status
e Technology rating (Table 6-15 criteria)

® Required technology status to meet design requirements for the
proposed applications

e Proposed developmental program to achieve the required technol-
ogy status

e Estimated developmental effort expressed in terms of manhours
of R&D personnel (engineering plus technicians)

e Estimated developmental effort expressed in terms of develop-
ment dollars (labor and materials)

@ Probability of success of the proposed developmental program

e Ongoing programs or potential design alternatives.

A summary of the development risk assessment is given in Table 6-16. Those
areas presenting the greatest risk (and largest development requirements) are
as follows:
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o Active cell area = 1.1 Ft2
o Number of cells = 960
e Number of stacks = 3

o Reformed DF-2 fuel

Although phosphoric fuel cells have been tested and operated successfully under
similar conditions, several areas require further investigation and develop-
ment. Most existing PAFC stacks are operated under near atmospheric pressure
at approximately 350°F. In addition, they are usually fueled by pure hydrogen
or a clean, reformed gas derived from methanol or natural gas. The reformed
DF-2 fuel gas will be cleaned prior to entering the fuel cell stack, but the
effect of trace impurities, such as heavy metals or nitrogen, and the high car-
bon oxide content, require further testing.

Several development programs are presently being conducted on phosphoric acid
fuel cell technology. The primary sources of funding are DOE, EPRI, GRI, vari-
ous electric utilities, U. S. Army, and the fuel cell developers. Work is
being conducted by Westinghouse/Energy Research Corporation, United Technology
Corporation and Engelhard Industries. The various applications that these
development programs are directed at include:

e Small, mobile units for the U. S. Army (3-5 kW)
e On-Site Integrated Energy Systems (40-150 kW)
e Dispersed utility power plants (5-10 MW)

The extent of these programs, and the applicability to the 100 kW FCPU require-
ments, are uncertain at this time. The most closely related wark appears

to be the On-site Fuel Cell Field Test Project, which is jointly sponsored by
the Gas Research Institute (GRI) and DOE. Up to fifty 40 kW phosphoric acid
fuel cell energy systems, built by United Technologies Corporation, will be
fabricated and installed at 20-30 industrial sites. This program will supply
considerable data and knowledge that can be utilized to refine the 100 kW FCPU
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design. However, these units are natural gas fueled, unpressurized, and do not
have the same thermal integration requirements as the proposed FCPU's.

Based on the projected development of PAFC cell and stack technology, no addi-

tional development effort is deemed necessary at this time. This is primarily

a result of the decision to use a standard (12 in X 17 in) fuel cell size that

is already under development. It is assumed that sufficient development on the
PAFC stack will be performed under other programs and that this technology will
be adaptable to the 100 kW FCPU.

Instrumentation and Control

The MENORCA application requires that three FCPU's be operated in parallel and
that they be independent of a utility grid or other source of auxilary power.
In addition, the selected FCPU design is pressurized to 60 psia and highly
integrated. These conditions require the development of a sophisticated auto-
matic control system capable of maintaining stable operation, responding to
load changes, and indicating and taking corrective action in the case of compo-
nent failures or other upsets.

These requirements can be met by an automatic control system employing a micro-
processor. Development effort is required to identify critical control func-
tions and to determine the most appropriate equipment and control logic. In
addition, the transient response of the system to a load change needs to be
ana]yéed by a dynamic analysis. Estimated development effort is 3,000 man-
hours at a cost of $2